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Recently, power electronic converters are considered as one of the enabling technolo-
gies that can address many technical challenges in future power grids from the gen-
eration phase to the transmission and consequently distribution at dierent voltage
levels. In contrast to the medium-power converters (5 to 100 kW) which have been
essentially investigated by the automotive and traction applications, megawatt and
medium-voltage range isolated converters with a several kilohertz isolation stage,
also called solid-state transformers (SST), are still in an expansive research phase.
Medium-frequency power transformers (MFPT) are considered as the key ele-
ment of SSTs which can potentially replace the conventional low-frequency trans-
formers. The main requirements of SSTs, i.e., high power density, lower specic
losses, voltage adaptation and isolation requirements are to a great extent fullled
through a careful design of MFPTs.
This work proposes a design and optimization methodology of an MFPT ac-
counting for a tuned leakage inductance of the transformer, core and windings
losses mitigation, thermal management by means of a thermally conductive poly-
meric material as well as high isolation requirements. To achieve this goal, several
frequency-dependent expressions were proposed and developed in order to accu-
rately characterize such a transformer. These expressions are derived analytically,
as in frequency-dependent leakage inductance expression, or based on nite ele-
ment method (FEM) simulations, as in the proposed expression for high-frequency
winding loss calculation. Both derived expressions are experimentally validated and
compared with the conventional methods utilizing detailed FEM simulations.
Utilizing the proposed design method, two down-scaled prototype transformers,
50 kW/5 kHz, have been designed, manufactured and measured. The nanocrystalline-
based prototype reached an eciency of 99.66%, whereas the ferrite-based trans-
former showed a measured eciency of 99.58%, which are almost the same values as
the theoretically predicted ones. Moreover, the targeted value of prototype's leakage
inductances were achieved through the proposed design method and were validated
by measurements.
Finally, using SiC MOSFETs and based on the contribution above, the eciency
and power density of a 1 / 30 kV, 10 MW turbine-based DC-DC converter with
MFPT are quantied. It was found that, with respect to the isolation requirements,
v
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there is a critical operating frequency above which the transformer does not benet
from further volume reduction, due to an increased frequency.
Keywords
Medium-Frequency Power Transformer, High-Power Isolated DC-DC Converter,
Solid-State Transformers, Isolation Requirements, Leakage Inductance.
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Moving towards higher power densities in power conversion units is an activity
that has been receiving wide attention over the past decade, particularly in highly
restricted applications such as remotely located oshore wind farms and traction
[1, 2]. Increasing the operational frequency is the most common solution to achieve
higher power densities, since the weight and volume of the magnetic part, perhaps
the bulkiest element in power electronic converters, are then decreased. This solution
is well established in low-power high frequency applications, while in the recent
decade, the possibility of utilizing high frequency at higher power and voltage levels
has generated wide interest as well [3, 4]. However, taking high power, high voltage
and high frequency eects into account, there are several challenges to be addressed
since the technology in this eld is not mature enough yet.
Recently, power electronic converters are considered as one of the enabling tech-
nologies that can address many technical challenges in future power grids from
the generation phase to the transmission and consequently distribution at dier-
ent voltage levels [5, 6]. In contrast to the medium power converters (5 to 100
kW) which have been essentially investigated by the automotive and traction ap-
plications, megawatt and medium voltage range isolated converters with a several
kilohertz isolation stage are still in an expansive research phase [7].
Under the scope of grid applications, one of the most cited terminologies for
these kinds of high-power converters is called solid-state transformer (SST) which
is in fact AC-AC or DC-DC high power converters whereby the voltage adaptation
and high-frequency isolation, to reduce the weight and volume, are achieved [8, 9].
An example of such a conversion unit is illustrated in Fig. 1.1 which is a three-stage
SST. Additionally, these SSTs provide new functionalities and advantages for the
grid and conversion system which were not possible with conventional passive AC
transformers. One of the main new functionalities, among others, is the higher ex-
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Figure 1.1: (a) A three-stage AC-AC solid-state transformer. (b) The high-power isolated
DC-DC stage with medium-frequency transformer
ibilities, disturbance isolation and the control of the power ow since voltage and
current regulation is possible using power semiconductors. Moreover, the availability
of the LV DC bus enables easier integration of energy storages and distributed gener-
ations (DGs) as well as DC micro-grids. Additionally, the availability of the MV DC
bus gives the possibility of a likely future DC-grid expansion in which high-power
isolated DC-DC converters play the equivalent role of the existing electromagnetic
transformers in AC grids with the aforementioned additional functionalities [10].
The specic design requirements and implementation of SSTs directly depends
on the application in which it will be used. Although, it can be stated that general
design requirements of SSTs to be used in likely future generation, transmission and
distribution systems, are
 High eciency.
 High power density.
 Handling high voltage and high frequency.
 Modularity as a measure to handle the high power (MW) and to achieve a
robust system.
 High isolation requirements of the transformers.
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 Power ow control.
 Availability of DC buses throughout the multi-stage conversion in the power
ow direction.
Despite that the general structure of SSTs do not seem to largely dier from
other power electronic converters, there are several main challenges for the design
and implementation of the concept. These challenges essentially originate from the
basic requirements of SSTs, i.e., simultaneous fulllment of high power, high voltage
and high frequency requirements.
These requirements are in particular challenging when it is imposed on the
high-power isolated DC-DC stage, which provides the voltage conversion and high-
frequency galvanic isolation, and is the main contributor to achieve the high e-
ciency and high-power density [10,11]. In principle, the challenges within the isolated
DC-DC stage can be divided into two main categories, i.e., semiconductor switches
and the HF/MF power transformers. The latter is the main scope of this thesis.
1.1.1 Semiconductor Switches
Taking the MW, kV and kHz ranges of the considered SSTs into account, the cur-
rent semiconductor technologies, e.g., IGBTs, IGCTs and emitter turn-o thyristors
should undertake a revolutionary phase to be able to cope with these high voltage
and current stresses as a single device. This seems to be very unlikely in the early
future. Under this scope, one of the key concerns is the rating of the power de-
vices [12].
One possible solution is to consider the newly developed wide-bandgap materials,
i.e., silicon carbide (SiC) material which has a potential to be the basis for the
next generation of ultra HV devices. Many investigations have recently turned to
the characterization of these devices [13, 14], in particular the 10 kV/10 A SiC
MOSFETs and the 15 kV/20 A SiC IGBTs are extensively investigated in [15]. The
overall investigation indicates that, in future high-power electronics, SiC MOSFETs
and IGBTs will be natural choices at voltage levels below 20 kV, whereas for higher
voltage levels SiC GTOs or thyristors are likely to be used.
Although the voltage and current rating of the SiC devices are likely to improve
in the early future, as for example the recent fabrication of the 15 kV/10 A SiC
MOSFETs by Cree Inc [16], they are still far from commercial availability and have
long paths ahead to be competitive with their silicon counterpart, therefore, they
should only be seen as one of the possible future solutions.
Series connection of LV devices, Fig. 1.2(a), might be another solution to achieve
higher blocking voltages, however, voltage balancing during the dynamic transient
is a challenge dictating lower switching frequencies [15]. Extra snubber circuits are
also necessary in this solution.
4 CHAPTER 1. INTRODUCTION
Figure 1.2: (a) Modularity from device-level (b) modularity from converter level as se-
ries/parallel connections of building blocks.
Apart from the modularity in device level (series connection of LV devices), mod-
ularization at converter level in the voltage direction is another voltage scalability
factor, Fig. 1.2(b). This can be achieved by making series or parallel connection of
converter modules as building blocks in MV or LV DC links or even on the AC side
of the SST when a multi-stage conversion system is considered. Each power cell in
this topology requires an MFT which should handle the entire voltage of the MV
DC link.
1.1.2 HF/MF Power Transformers
Medium-frequency power transformers are the key elements of SSTs which can po-
tentially replace the conventional LF transformers. The main requirements of SSTs,
i.e., high power density, lower specic losses, voltage adaptation and isolation re-
quirements are entirely or to a great extent fullled through a careful design of
medium-frequency power transformers.
However, taking high power, high voltage and high frequency eects into account,
there are several challenges to be addressed. These challenges are basically related
to the extra losses as a result of eddy current in the magnetic core, excess losses in
the windings due to enhanced skin and proximity eects [17] and parasitic elements,
i.e., leakage inductance and winding capacitances, causing excess switching losses in
the power semiconductors, which are usually the dominant power losses at higher
frequencies [18]. These extra losses together with the reduced size of the transformer
lead to higher loss densities requiring a proper thermal management scheme in order
to dissipate these power losses from a smaller component. This would be even more
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challenging when, unlike for a line-frequency power transformers, an oil cooled design
is not a preference and the transformer needs to fulll MV isolation requirements.
Most of the classical attempts for high frequency transformer design were focused
on a parameter called area product whereby the power handling capability of the
core is determined [19, 20]. However, it remains unclear whether this parameter is
valid for high power high frequency applications or not. Petkov in [21] presented
a more detailed design and optimization procedure of high power high frequency
transformers. Some years later, Hurley [22] reported a similar approach account-
ing for non-sinusoidal excitations. However, the eect of parasitics are essentially
neglected in both approaches. In [23], design considerations of a 3 MW, 500 Hz
transformer were presented and it was shown that the designed transformer can be
more than three times lighter than the equivalent 50 Hz one. In [24], two 400 kVA
transformers based on silicon steel and nanocrystalline material for railway traction
applications operating at 1 and 5 kHz, respectively, were designed. A systematic
analysis, design and prototyping of two 166 kW/ 20 kHz solid-state transformers
was presented in [25,26]. Utilizing round-litz conductors and water-cooled aluminum
plates, one of the medium-frequency transformers achieved the high power density of
32.7 kW/liter, however, this was at the expense of considerable extra losses, nearly
50% of the copper losses, due to the use of aluminum plates.
Despite the achievements in the aforementioned works, the design and opti-
mization of MF transformers should be further investigated to ensure ecient and
compact design. This can be realized by incorporating special thermal management
schemes, new generation of magnetic materials, a careful selection of conductor type
and winding strategy, better insulation mediums, among other determinant design
factors. Moreover, although considerable research has been devoted to high fre-
quency transformer design, rather less attention has been paid to the validity of
the conventional theoretical and empirical methods to evaluate the power losses and
parasitics. Considering the above mentioned facts, it is important to investigate the
validity of conventional methods and to modify and improve their accuracy in some
cases. This is particularly of importance at high power and high-frequency applica-
tions in which the design is pushed to its limits and the component enhanced loss
density makes it necessary for researchers and designers to more accurately evaluate
these losses in order to properly implement a thermal management scheme.
1.1.3 Purpose of the Thesis and Contributions
The main objective of the work reported in this thesis is to propose a design and
optimization methodology of an MFPT accounting for a tuned leakage inductance of
the transformer, core and windings losses mitigation, thermal management by means
of a thermally conductive polymeric material as well as high isolation requirements,
particularly in remote DC-oshore application, where a converter module should
6 CHAPTER 1. INTRODUCTION
withstand the entire MVDC or HVDC-link voltage. To the best of the author's
knowledge, the main contributions of the thesis are:
 Proposing a design and optimization methodology of an MFPT based on the
modied and developed theoretical expressions in this work. Unlike conven-
tional power electronic transformer designs, the leakage inductance is con-
sidered as one of the design inputs in the same manner as power ratings or
voltage levels. In addition, applicability of the square-type litz conductors
and nanocrystalline magnetic materials are dierent design aspects addressed
in the proposed approach.
 Based on the contribution above, the eciency and power density of a 1/30
kV, 10 MW turbine-based DC-DC converter with MFPT are quantied. It
was found that, with respect to the isolation requirements, there is a critical
operating frequency above which the transformer does not benet from further
volume reduction, due to an increased frequency.
 Validating the proposed design and optimization approach by applying it on
two down-scaled 50 kW, 1 / 3 kV, 5 kHz prototype transformers. The opti-
mized designs have then been carefully manufactured and successfully mea-
sured, fullling the eciency, power density and leakage inductance require-
ments that the prototypes were designed for.
 Proposing a pseudo-empirical expression to accurately calculate the AC re-
sistance factor of foil and round type conductors in switch-mode magnetics
without the need to use nite element simulations for each design variant.
This expression can be used for both foil and round conductors in a wide
range of frequencies and for the windings consisting of any number of layers
with free number of turns per layer. The validity and usage of the expression
is experimentally validated. Moreover, a validity investigation performed on
the conventional models comprising of theoretical investigations, simulations
and measurements.
 Proposing an analytical expression to accurately calculate the value of leak-
age inductance particularly when the transformer operates at high frequencies.
The expression takes into account the eects of high frequency elds inside the
conductors as well as the geometrical parameters of the transformer windings.
This expression is also validated using FEM simulations as well as measure-
ments.
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1.2 Layout of Thesis
The thesis structure is arranged in the way that the chapters correspond to dierent
work eorts, topic-wise, rather than being arranged as full thesis covering chapters
as theory, case-set-up, simulations, measurement and analysis.
1.3 List of Publications
1.3.1 Journal Articles
[I] Bahmani, M.A.; Thiringer, T., \Accurate Evaluation of Leakage Inductance
in High-Frequency Transformers Using an Improved Frequency-Dependent Ex-
pression," IEEE Transactions on Power Electronics, vol.30, no.10, pp.5738-
5745, Oct. 2015.
[II] Bahmani, M.A.; Thiringer, T.; Ortega, H., \An Accurate Pseudoempirical
Model of Winding Loss Calculation in HF Foil and Round Conductors in
Switchmode Magnetics," IEEE Transactions on Power Electronics, vol.29,
no.8, pp.4231-4246, Aug. 2014.
[III] M. A. Bahmani, E. Agheb, T. Thiringer, H. K. Hoildalen and Y. Serdyuk,
\Core loss behavior in high frequency high power transformers: Eect of core
topology," AIP Journal of Renewable and Sustainable Energy, , vol. 4, no. 3,
p. 033112, 2012.
[IV] E. Agheb, M. A. Bahmani, H. K. Hoildalen and T. Thiringer, \Core loss
behavior in high frequency high power transformersi: Arbitrary excitation,"
AIP Journal of Renewable and Sustainable Energy, , vol. 4, no. 3, p. 033113,
2012.
[V] Bahmani, M.A.; Thiringer, T.; Rabiei, A.; Abdulahovic, T., \Comparative
Study of a Multi-MW High Power Density DC Transformer with an Optimized
High Frequency Magnetics in All-DC Oshore Wind Farm" To Appear in
IEEE Transactions on Power Delivery, 2016.
[VI] Bahmani, M.A.; Thiringer, T.; Kharezy, M., \Design Methodology and Opti-
mization of a Medium Frequency Transformer for High Power DC-DC Appli-
cations" IEEE Transactions on Industry Applications, under second review.
[VII] Bahmani, M.A.; Thiringer, T.; Kharezy, M., \Design, Optimization and
Experimental Verication of Medium-Frequency High-Power Density Trans-
former Using Rectangular Litz Conductors," submitted to IEEE Transactions
on Power Electronics.
8 CHAPTER 1. INTRODUCTION
1.3.2 Conference Proceedings
[I] 1. Bahmani, M.A.; Thiringer, T.; Kharezy, M., \Optimization and Experimen-
tal Validation of a Medium-Frequency High Power Transformer in Solid-State
Transformer Applications," Accepted in Applied Power Electronics Confer-
ence and Exposition (APEC), 2016 IEEE 10th International Conference on,
March 2016.
[II] Bahmani, M.A.; Thiringer, T.; Kharezy, M., \Design methodology and op-
timization of a medium frequency transformer for high power DC-DC appli-
cations," in Applied Power Electronics Conference and Exposition (APEC),
2015 IEEE, pp.2532-2539, March 2015.
[III] Bahmani, M.A.; Thiringer, T., \An Accurate Frequency-Dependent Analytical
Expression for Leakage Inductance Calculation in High Frequency Transform-
ers," PCIM South America 2014, p. 275-282, Oct 2014.
[IV] Bahmani, M.A.; Thiringer, T., \A high accuracy regressive-derived winding
loss calculation model for high frequency applications," Power Electronics
and Drive Systems (PEDS), 2013 IEEE 10th International Conference on,
pp.358,363, 22-25 April 2013.
[V] M. Mobarrez, M. Fazlali, M. A. Bahmani, T. Thiringer, \Performance and
loss evaluation of a hard and soft switched 2.4 MW, 4 kV to 6 kV isolated
DC-DC converter for wind energy applications," IECON 2012 - 38th Annual
Conference on IEEE Industrial Electronics Society, pp.5086,5091, 25-28 Oct.
2012.
[VI] M. A. Bahmani, E. Agheb, Y. Serdyuk and H. K. Hoildalen, \Comparison of
core loss behaviour in high frequency high power transformers with dierent
core topologies," 20th International Conference on Soft Magnetic Materials
(SMM), p. 69, Sep. 2011.
1.4 Potential Applications
1.4.1 Collector Grid in All-DC Oshore Wind Farms
The power rating of future oshore wind farms is expected to reach a multi GW
range which might require new installation of oshore wind parks far from the coast.
These distances are today reaching such lengths that high voltage DC (HVDC)
transmissions are becoming common to be used due to the AC cable transmission
length limitations [27]. However, for these rst cases with HVDC transmissions,
the collection radials are still in AC causing higher power losses, particularly where
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Figure 1.3: (a) Existing VSC-HVDC with AC collection grid (b) Future all-DC collection
grid.
the distance between the HVDC platform and turbines are likely to be increased.
Accordingly, a qualied guess is that in the future, DC could be used here as well
[28{30].
This, among other factors, leads to an increasing attention towards all-DC o-
shore wind parks in which both the collection grid and transmission stage are DC
based. Such a wind park topology, as shown in Fig. 1.3 (b), is based on high power
isolated DC-DC converters, often referred to as the solid-state transformer [12] or
even the DC transformer [6]. Utilizing high frequency, the weight and volume of the
high frequency transformer within such a converter becomes substantially smaller,
which is a key advantage in any weight and volume restricted application, and
denitely in an oshore application in which the wind turbine construction and in-
stallation cost will be reduced by utilizing the lower weight and volume of the high
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Figure 1.4: Traction application with MF/HF transformers.
frequency transformer. Apart from the voltage adaptation, this transformer should
account for the relatively high isolation level dictated by the wind-park voltage
levels.
In order to obtain another voltage scalability factor for the high voltage DC
voltage and more importantly, because of the power rating limitations of modern
semiconductor devices, a modular concept enabling parallel connection on the input
low voltage side and series connection on the high voltage side (PISO) as shown in
Fig. 1.2 (b), will most likely be considered [31]. The benet of using this concept is
investigated in a recent contribution by Engel [32] in which the modular multilevel
dc converter (M2DC) is compared with the modular concepts based on dual active
bridge converters as the building blocks. There, it was shown that the M2DC is not
suitable for high voltage ratios in HVDC and MVDC grids, mainly because of the
circulating current and consequently lower eciency compared to the modular DAB
based converter. Moreover, M2DC converter requires a substantially higher number
of semiconductors which are highly cost contributive elements in the total cost of
the converter. It is worth to point out that the high frequency transformer of each
single module must withstand the total voltage over the output series connected
modules, MVDC voltage.
1.4.2 Traction
The possibility of using high frequency transformers in traction application has been
extensively studied in recent years [7]. The design of a 350 kW/8 kHz transformer,
as an alternative for the bulky 16.7 Hz transformer, is presented in [33], reporting a
substantial weight and volume reduction on board railway vehicles. A 1.2 MW power
electronic traction transformer (PETT) prototype comprising of 9 modules with
ISOP modularization and oil based MFTs at 1.8 kHz was successfully demonstrated
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Figure 1.5: Future SST based conversion units between MVAC-LVDC/AC .
on the eld [34]. All of these studies have primarily tended to focus on the benet of
utilizing higher frequencies, rather than on the design methodology and optimization
of such a transformer.
1.4.3 Flexible-HF Distribution Transformers / Solid-State
Transformers (SSTs) Between MVAC and LVDC/AC
for the Future Smart Grids
The development of wide-bandgap power semiconductors and new magnetic materi-
als, has led to the hope that the integration of HF distribution transformers or SSTs
within the AC grids might be a more exible and ecient solution for the future
power system architecture which is in line with the concept of smart grid imple-
mentation. This integration gives many advantages, e.g, higher exibility, smaller
components, harmonic ltering and easy integration of energy storages and DGs
by the availability of the LVDC bus. Additionally, the multi-stage conversion and
the availability of the MVDC bus gives a possibility of future DC grid extension,
possibly with dierent voltage levels, in which the solid state transformer is the
equivalent of the existing conventional transformers in the AC grid.
Fig. 1.5 illustrates an exemplary conguration of such a system, in which the
solid state transformer operating at medium frequency directly connects the MVAC
grid to the LVDC network, hence, the size and volume is reduced and the additional
functionalities listed above are completely or to a great extend achieved by replacing
the LF transformers by SSTs.















Figure 1.6: MVAC-LVAC conversion unit using (a) conventional AC electromagnetic
transformers (b) SST based conversion system.
1.4.3.1 MVAC/LVAC
With more than a century of experience in transformer design, since the rst power
transformer designed and built by ABB [35], LF transformers are the obvious so-
lution for voltage adaption within AC grids all around the world. Despite the fact
that the current LF transformers are among the most ecient electrical components
ever designed, distribution transformers are estimated to be in charge of the nearly
2% of the total power losses in current electricity grids, i.e., almost one-third of the
total losses in the transmission and distribution grid [36].
The eciency requirements for conventional dry-type three phase distribution
transformers varies from 97%, in a 15 KVA transformer, and goes up to nearly 99%,
in a 1.5 MVA transformer, depending on the power and voltage levels [37]. The
standard eciency is even higher in case of single-phase transformers in which the
standard eciency starts from 97.7% up to about 99% in a 333 KVA distribution
transformer [37]. Comparing merely about the AC conversion units, i.e., the LF
transformer with its SST counterpart, the increase of unique functionalities in SSTs
as stated earlier is at the expense of new conversion stages, shown in Fig. 1.6(b),
resulting in more expected power losses and possibly lower eciencies.
Therefore, the expected lower eciency of SSTs compared to LF distribution
transformers, together with the fact that lower weight and volume in land grid
application is not as critical as in oshore wind farms or in traction, the replacement
of LFTs by SSTs in the AC grid, and merely for AC conversion units, seems to some
extent unlikely in a foreseeable future. In contrast, the situation can be dierent
when considering low voltage DC grids as the targeted application as explained in
the next part (MVAC/LVDC).










Figure 1.7: MVAC-LVDC conversion unit using (a) conventional AC electromagnetic
transformers and three phase rectier (b) SST based conversion system.
1.4.3.2 MVAC/LVDC
The SST based structure for connecting the MVAC, e.g. 10 kV, to LVDC, e.g. 400
V, seems to be an interesting solutions which not only brings the typical advantages
of the SSTs, e.g, higher exibility, smaller components, disturbance isolation and
easy integration of energy storages and DGs by the availability of a LVDC bus, but
could also potentially improve the eciency of the total conversion system from
MVAC to LVDC. Fig. 1.7(a) shows the conventional solutions in which the 10 kV
medium-voltage is stepped down to 400 V AC by the bulky 50 HZ three phase
transformer and then three phase PWM rectiers feed the common 400 V DC bus.
Whereas, in SST based solutions, as shown in Fig. 1.7(b), the MVAC grid is directly
connected to the LVDC grid by a two-stage SST conversion unit. This consists of
a rectier stage with the corresponding DC-link, as well as the high power density
DC-DC stage with a medium frequency isolation enabling lower foot-print. The 400
DC voltage can directly supply the big DC loads such as ever growing data centers.
The proposed SST based MVAC/LVDC conversion unit that is shown in Fig. 1.7(b)
can be implemented in a fully modular manner, as proposed in Fig. 1.8, consisting
of phase modularity, modularity in power direction with DC inter-link as well as
the modularity in voltage direction, because of the limitations of the current semi-
conductor technology discussed previously in this chapter. Additionally, this full
modularity provides the possibility of independent design and optimization of one
single module as a building block for the whole structure.
Focusing on the energy losses in Fig. 1.8(a), according to [37] the typical eciency
of a state of the art dry-type three phase LF transformer in the power range of 1 MVA
is about 99%. Apart from the transformer, the typical eciency of an IGBT based
three phase PWM rectier/inverter is around 98% which gives the total eciency















Figure 1.8: conventional MVAC-LVDC system (b) modular structure for an SST based
MVAC/LVDC conversion system.
of about 97% in case of a conventional MVAC/LVDC conversion system. These
relatively high power losses, about 3%, envision a better possibility for SSTs to
demonstrate a higher eciency than the LF solutions counterpart. As an indication
for such a possibility, by utilizing the SiC based MOSFETs and the optimized MF
transformer design proposed in this thesis, an eciency of 98.5% for a MW range
SST is achievable at around 5 kHz where the passive part is also considerably smaller.
Therefore, the solution presented in Fig. 1.8(b), which incorporates a fully mod-
ular rectication and DC-DC converter stages, represents an attractive solution
which can potentially improve the energy eciency in MVAC/LVDC conversion
units. Apart from the energy eciency, all the additional functionalities which are
expected from SST based solutions, previously mentioned, are achieved in this struc-
ture. Moreover, utilizing the MF conversion stage, the power density of the proposed
solution is considerably higher than of the one with the conventional transformer.
Chapter 2
High-Frequency Winding Losses
This chapter is based on the following articles:
[I] Bahmani, M.A.; Thiringer, T.; Ortega, H., \An Accurate Pseudoempirical
Model of Winding Loss Calculation in HF Foil and Round Conductors in
Switchmode Magnetics," IEEE Transactions on Power Electronics, vol.29,
no.8, pp.4231-4246, Aug. 2014.
[II] Bahmani, M.A.; Thiringer, T.;, \A high accuracy regressive-derived winding
loss calculation model for high frequency applications," Power Electronics
and Drive Systems (PEDS), 2013 IEEE 10th International Conference on,
pp.358,363, 22-25 April 2013.
2.1 Introduction
Bennet and Larson [38] were the rst ones who solved and formulated the multilayer
winding loss based on simplied 1-D Maxwell equations, however, the most popular
analytical formula, widely used by designers to evaluate winding loss in transformers,
has been derived by Dowell [39]. The physical validity of the original Dowell's
equation has been questioned in several publications [40, 41] in which the main
assumption by Dowell regarding the interlayered parallel magnetic eld has been
shown to be violated [42]. Utilizing 2-D nite element method, these works mostly
focused on to improve Dowell's formula accuracy by dening new correction factors
which present better understanding of the high frequency conductor losses [43, 44].
Although 2-D nite element method takes the 2-D nature of the magnetic eld
between winding layers and core into account, it requires a time consuming process to
create a model and solve it for only one specic magnetic device, i.e., a transformer,
inductor, and so on and on the other hand, the formulas derived by this method are
usually limited to some part of the possible winding congurations [45].
15
16 CHAPTER 2. HIGH-FREQUENCY WINDING LOSSES
Most of the classical attempts for winding loss calculation were focused on foil
type conductors, widely used in high power magnetic components due to their rela-
tively larger copper cross-section needed for keeping the maximum current density
within an acceptable range [19]; however, by dening some forming and porosity
factors, they have been applied on solid round wires as well [46, 47]. Apart from
those Dowel base expressions, Ferreira [48] proposed a formula derived from the
exact solution of the magnetic eld in the vicinity of a solid round conductor, How-
ever, Sullivan [49] described a relatively high inaccuracy for Ferreira's method and
Dimitrakakis [45] examined its deviation from FEM simulation. Morover, several
publications proposed dierent approaches resulting in an optimum diameter for
which the skin and proximity eect are minimized [50,51].
The main aim of this chapter is to propose a pseudo-empirical formula to pre-
cisely calculate the AC resistance factor of the foil and round type conductors in
switchmode magnetics without the need to use nite element simulations. In or-
der to obtain such a formula, an intensive 2-D FEM simulation set to cover a wide
range of possible winding congurations has been performed and the obtained AC
resistance factor summarized in a multi-variate Pseudo-empirical expression. Unlike
previous attempts which either covered parts of the possible winding congurations
or dening correction factors for previously available well-known analytical expres-
sions [52], this formula can be used for both foil and round conductors in a wide
range of frequencies and for the windings consisting of any number of layers with
free number of turns per layer.
The rst part of this chapter, provides an overview of the previous well-known an-
alytical methods for calculation of AC resistance factor in foil and round conductors.
Furthermore, a quantitative comparison between those models and FEM simulations
has been performed in order to specify the magnitude of deviation and gives a clear
picture of the validity range of each method. The next part, thoroughly explains
the methodology used to derive the nal Pseudo-empirical formula and provides a
full range comparison between Dowell's expression and the new pseudo-empirical
in terms of accuracy and domain of validity. At the end, the experimental results
are presented. Several transformers with dierent winding congurations have been
built to verify the accuracy of the new method over the domain of validity.
2.2 Validity Investigation
2.2.1 Dowell's Expression for Foil Conductors
The inuence of skin and proximity eects on transformer AC resistance has been
studied for many years, based on the expression proposed by Dowell [39]. This
model was initially derived from solving the Maxwell equations under certain cir-
cumstances, shown in Fig. 2.1(a), resulting in one dimensional diusion equation.








































Figure 2.1: (a) Cross-sectional view of the winding congurations according to Dowell's
assumptions. (b) Magnetic eld distribution. (c) Energy distribution.
As can be seen in Fig. 2.1(a), the main assumptions in Dowell's expression is that
each winding portion consisting of several layers of foil conductors occupies the
whole core window height. The permeability of the magnetic core is assumed to be
innity, therefore the magnetic eld intensity within the core is negligible while it
is closing its path along the foil conductors and intra-layer spaces inside the core
window. As a result, the magnetic eld vectors has only Z components and vary





where  and  are the conductivity and permeability of the foil conductors respec-
tively.
Fig. 2.1(b) shows the distribution of the magnetic eld inside the core window
when the frequency is low enough to homogeneously distribute the current inside
the foils. As can be seen in Fig. 2.1(b), the magnetic eld is zero outside the
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windings area and it is at its maximum in the area between the two windings; This
condition has been applied to (2.1) as boundary conditions to obtain the magnetic
eld distribution inside the conductors, however, in Fig. 2.1(b), the frequency is
assumed low enough to have a homogenous distribution of current inside the foils.
In the same fashion, the magnetic energy stored in the leakage inductance of the
transformer has been shown in Fig. 2.1(c).
Given the magnetic eld distribution achieved from (2.1), Dowell calculated the
current distribution and its associated power loss resulting in an easy to use formula








where the terms M , D and 4 are dened as
M(4) = 4 sinh 24+sin 24
cosh 24  cos 24
= 4 e
24   e 24 + 2 sin 24
e24 + e 24   2 cos 24 (2.3)
D(4) = 24 sinh4  sin4
cosh4+ cos4
= 24 e
4   e 4   2 sin4




where m is the number of layers for each winding portion, 4 is the penetration
ratio which is the ratio between the foil thickness, d, and the skin depth,  at any
particular frequency.
The initial assumption of Dowell's expression regarding the height of the copper
foil is not applicable in many practical cases where the height of the foil can not be
the same as window height, e.g., tight rectangular conductors, short foils and so on.
In order to take these cases into account, Dowell introduced the porosity factor, ,
which is the ratio of the window height occupied by the foil conductors to the total
window height [39].
One of the purposes of this chapter is to investigate the validity range of the well-
known classical models. Although experimental measurements is the most accurate
way to check the validly of the theoretical models, FEM simulations are the most
popular way to do this investigation since it provides the possibility of sweeping
dierent parameters in the model. All of the FEM simulations in this chapter
are performed using the commercial electromagnetic software, Ansys Maxwell [53],
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Figure 2.2: (a) Sample 2D axisymmetric FEM simulation at two dierent 4. (b) Nor-
malised current density and ohmic loss at core window space.
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in which both the skin and proximity eect are taken into account, however the
precision of the computation is dependent on the mesh quality. For this reason,
rstly, at least six layers of mesh are applied within the rst skin depth from the sides
of all the conductors in the simulation's geometry and secondly, the mesh structure
of each geometry structure is rened in several stages until the simulation error
reduces to less than 0.5%. As a result, each simulation creates a substantial number
of mesh elements resulting in a longer computational time [54], whereby, using three
dimensional geometries requiring much more mesh elements seems to be inecient,
making iterative simulations unfeasible [55]. Consequently, all the simulations in
this chapter have been performed under 2D symmetry pattern around Z axis where
the windings should be wound around the middle limb of the transformer in order to
retain the symmetrical shape of the magnetic eld. Nevertheless, the real geometry
of most of the transformers, except for the pot core transformer, consist of the
winding portions that are not covered by the core, e.g., E core, C core and so
on, whereas in 2D axisymetric simulations windings are thoroughly surrounded by
the core. For this reason, the ohmic loss of several transformers were compared in
both 2D axisymmetric and 3D simulations with an extremely ne mesh, in order to
have a comparable mesh densities between 2D and 3D, which showed a negligible
dierence between 2D and 3D simulations in terms of the magnetic eld distribution
and resulting ohmic losses. The worst case studied was for a very low value of ,
0.2, on which the 3D simulation showed 6% less ohmic loss than the one in the 2D
case which is still an acceptable error justifying the use of 2D simulations over the
time consuming 3D one.
Fig. 2.2(a) shows a sample 2D axisymmetric FEM simulations of the transformer
windings at dierent values of 4 illustrating the computed current density distribu-
tion and magnetic eld intensity in the primary and secondary windings respectively.
The dimensions of the geometry were kept constant and dierent values of 4 were
achieved by applying the frequencies corresponding to those values. In other words,
the analysis is based on a dimensionless parameter,4, taking into account the eects
of both frequency and geometrical dimensions. The normalised current density and
ohmic loss distribution on inter-layer space, obtained from the same FEM simulation
at four dierent values of 4, are shown in Fig. 2.2(b) top and bottom respectively.
As can be seen in Fig. 2.2(b), the current density increases by adding the number
of layers, resulting in higher ohmic losses on the third layer of the primary windings
than the ohmic losses in the rst and second layer, due to this fact that in contrast
to the rst layer, which does not suer from the magnetic eld on its left hand side,
the second layer and more signicantly the third layer suer from the presence of the
magnetic eld on their left hand side, causing an induced negative current on the
left hand side of the conductor. Hence, the ohmic loss on the second and third layer
are close to ve and thirteen times, respectively, higher than the ohmic loss in the
rst layer of the primary windings. Moreover, the penetration ratio, 4, is another
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major determinant of ohmic loss pattern which signicantly changes the distribution
of current within a conductor. As illustrated in Fig. 2.2(b), the AC resistance of
the windings rapidly increases by increasing the penetration ratio, i.e, by either
increasing the frequency or increasing the foil thickness, leading to signicantly
higher ohmic losses. Despite the major redistribution of the current due to the skin
and proximity eects, one can notice that the net value of the current in each layer
is constant. For instance, as can be seen in Fig. 2.2(b), although the positive current
signicantly increases by increasing 4, there is an opposite negative current on the
other side of the conductor which balances the net current in each layer.
In order to determine the limitations and validity range of Dowell expression
used in many magnetic design approaches, the result of a series of numerical tests,
examining the eect of variation in dierent geometrical aspects on AC resistance
factor at dierent frequencies, are compared with the AC resistance factor obtained
from Dowell's equations. The dimensions of these numerical tests were kept constant
and higher 4 achieved by increasing the frequency for each  and each number
of layer. Fig. 2.3 shows that the Dowell's resistance factor deviation from FEM
resistance factor, calculated as (2.6), versus  for 4 dierent number of layers up to
4 layers and 5 dierent penetration ratios up to 5. RFDowell can be calculated by
(2.2), however in order to obtain RFFEM , rst, the value of ohmic loss P! over the
winding area should be extracted from the solved simulation and then, by knowing
the value of current through the conductors, AC resistance can be calculated for
the frequencies and geometries of interest. The porosity factors varies from 0.3 to 1,
although it should be noted that porosity factors of less than 0.4 is very implausible
in practice and including such low values is only for the sake of comparison.
RFError [%] = 100 RFDowell  RFFEM
RFFEM
(2.6)
Some remarks can be highlighted in Fig. 2.3. First, it is worth mentioning that
the variation in penetration ratio, 4, substantially aect the Dowell's expression
accuracy. As shown in Fig. 2.3 the accuracy of Dowell's expression reduces by in-
creasing 4, for any number of layer, m, and porosity factor, , resulting in an
unreliable transformer design aiming to work at higher 4. The second parameter
which adversely aect Dowell's expression accuracy is the porosity factor. As il-
lustrated in Fig. 2.3, for any m and 4, for a higher porosity factor (  0:8) the
accuracy of Dowell's expression is within 15% which is a relatively acceptable de-
viation for an analytical tool. However, the equation does not retain its precision for
lower values of  in which its accuracy is within 60%. This high deviation becomes
more problematic when it is negative since it corresponds to the cases where Dow-
ell's expression underestimates the ohmic loss or AC resistance factor. Moreover,
this deviation becomes more prominent by increasing the number of winding layers
as proximity eect becoming more inuential on the current distribution inside the
conductors.
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Figure 2.4: (a) 2D simulation of edge eect on magnetic eld at  = 0:4. (b) Normalised
radial magnetic led intensity on XX
0
at 6 dierent values of .
This inaccuracy could stem from the rigorous assumptions Dowell made to sim-
plify the derivation process. The major simplication which could contribute to the
noted deviation is that the foil windings are assumed to occupy the total height of
the transformer window, resulting in the presence of only Z component of magnetic
eld within and between foil layers. However, this assumption is usually being vi-
olated in many practical designs due to the safety requirements [56], causing the
presence of the second component of magnetic eld. Therefore, the 2D magnetic
eld intensies by decreasing the length of the foil conductors (decreasing ), causing
inaccuracy in Dowell's expression. Consequently, one can say that the 1D approach
is generally applicable among designers as long as the foil conductors covers the
majority of the transformers window height [57,58].
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2.2.2 Edge Eect Analysis
The aim of this section is to quantitatively investigate the cause of inaccuracy in
the analytical expressions, i.e. Dowell, Ferreira and other analytical expressions
derived based on simplifying initial assumptions. In order to perform edge eect
analysis, the magnetic eld distribution inside a transformer window, comprising
of three layers of foil conductors as primary and one layer of foil as secondary, has
been studied. Fig. 2.4(a) shows the magnetic eld distribution inside a transformer
window consisting of foil conductors with  = 0:4 and 4 = 3. As can be seen
at areas shown by the red ellipse, the magnetic eld vectors are not only in Z
direction but also their R component is considerable particularly at the end windings
between the primary and secondary windings at which the magnetic eld intensity
is signicant [59].
In order to more quantitatively examine the inuence of winding height on the
formation of the second component of the magnetic eld, 6 simulations performed on
the geometry shown in Fig. 2.4(a) with dierent conductor heights corresponding to
the porosity factors of 0.2 to 1. Frequency and foil thickness are xed to accomplish
4 = 3. The magnetic elds in radial direction are then extracted on an imaginary
line, XX
0
, connecting the edge of the inner primary foil to the edge of the secondary
foil conductors for dierent values of . Moreover, these values are normalised to the
maximum magnetic eld between the primary and secondary windings, max(HZ),
when the foil conductors occupy the whole window height at which the magnetic
eld exists only in Z direction.
The phenomenon, edge eect, is clearly demonstrated in Fig. 2.4(b) where the
ratio of radial magnetic eld intensity to the maximum value of magnetic eld in
Z direction on XX
0
is illustrated in percentage for 6 dierent values of . The
result reveals that the magnetic eld distribution inside the transformer window is
highly two dimensional at sides of the conductors highlighted in Fig. 2.4(a) and (b).
Moreover, by reducing the height of the foil conductors, edge eects considerably
increase, e.g. the normalized radial magnetic eld at region D is -250%, -170% and
-80% for the porosity factors of 0.2, 0.4 and 0.8, respectively whereas as shown in
Fig. 2.4(b), the contribution of radial magnetic eld at  = 1 is almost 0% which
agrees with Dowell's initial assumption.
Comparing the results shown in Fig. 2.3 and Fig. 2.4(b), one can conclude that
Dowell's general overestimation is associated with percentage of the second compo-
nent of the magnetic eld [60]. It is now more clear to justify the inaccurate results
obtained by Dowell's equation when a transformer window is not fully occupied by
the conductors. It should be noted that although in some cases, e.g.   0:2, the ra-
dial magnetic eld intensity could be as high as 250% of its orthogonal component,
the total deviation of 1D models from FEM is not more than 70% as previously
shown in Fig. 2.3. This is because those highly two-dimensional magnetic eld are
limited to the specic areas inside the transformer window whereas the magnetic
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eld direction is mostly in Z direction at other regions. It is worthwhile mentioning
that edge eect does not always result in extra losses, but also could reduce the
total losses in the windings. This attribute is demonstrated in Fig. 2.3 where at
high values of 4 (4 and 5) and m > 1, the total copper losses seem to be improved
by intensifying edge eect. However, it should be expressed that, specifying the
condition in which edge eect improves the winding losses, is strongly dependent
on the geometrical characteristics of the transformer making the conclusion more
complex [45].
2.2.3 Round Conductors
Solid round conductors, magnet wires, are widely used in transformers, motors and
other magnetic components since they are commercially available in a wide range of
diameters with a relatively low price [51,61]. Also, round wires require less practical
eorts to be tightly wound around a core [19, 62]. In this part, two of the most
commonly used analytical expression, among others, for calculating AC resistance
factor in round wires, Dowell and Ferreira, are introduced. The accuracy of these
methods are then examined by setting a large number of FEM simulations covering
a wide range of parameter variations in order to determine their domain of validity.
Dowell [39] proposed a special factor in order to evaluate the AC resistance
factor with a similar approach as in the foil analysis. In this method, the round wire
cross section is related to the equivalent rectangular solid wire with the same cross
sectional area and by taking the distance between wires into account, it relates every
layer of round wire to its equivalent foil conductors. Therefore, the main structure






where dr is the diameter of the solid round wire and  is the degree of fulllment of
window height as described in the foil section.
In addition, Ferreira [47] proposed another closed form formula derived based on
the exact solutions of the magnetic eld inside and outside a single solid round wire
by considering the orthogonality between skin and proximity eects [48]. As Dow-
ell's approach, Ferreira took into account the multilayered arrangement of round
wires in order to calculate the AC resistance factors for each winding portion, how-
ever, Ferreira's original method is generally referred to as inaccurate since it did not
account for the porosity factor [45]. Therefore, Bartoli [63] modied Ferreira's for-
mula by dening porosity factors similar to the one in Dowell's expression, although
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Figure 2.5: Comparison between resistance factors obtained from analytical models, Dow-
ell and Ferreira, relative to the FEM results performed at dierent values of ,  and m.





where m is the number of layers,  accounts for the percentage of copper covering
the transformer window height and dr is the diameter of the solid round wire. 4,



































The functions ber and bei, Kelvin functions, are the real and imaginary parts of
Bessel functions of the rst kind, respectively.
In order to analyze the accuracy of the aforementioned methods, a set of para-
metric FEM simulations covering a wide range of parameter variations, i.e. 0:2 6
 6 0:88, 1 6 m 6 4 and two values , have been performed. The results were then
compared with the resistance factors obtained from Dowell and Ferreira's expression
and illustrated in Fig. 2.5.
As can be seen in Fig. 2.5, Ferreira's formula generally shows a high inaccuracy
for almost the whole range of investigation. For instance, atm = 4,  = 0:8 and  =
4, Ferreira estimates the resistance factor as high as 80 whereas FEM analysis shows
about 50 which is a signicant overestimation resulting in unrealistic and costly
magnetic design. This inaccuracy could stem from the rigorous assumption Ferreira
made regarding the orthogonality between skin and proximity eect which is not a
valid assumption when a solid round wire, conducting high frequency currents, is
surrounded by a large number of other conductors with a complex arrangement. This
attribute can be seen in Fig. 2.5(b) and (c) where Ferreira's resistance factor becomes
closer to the FEM result by decreasing . In other words, by having a sparser
winding arrangement, the behaviour of the magnetic eld inside the conductors
becomes closer to the initial assumption resulting in a relatively more orthogonal
skin and proximity magnetic eld [45].
Unlike Ferreira's model, Dowell shows an acceptable accuracy particularly at  =
2 which is cited to be the optimum penetration ratio for a solid round conductors [50].
However, as shown in Fig. 2.5, at lower values of , Dowell's expression loses its
validity because of the edge eect forming 2D magnetic eld inside transformer
window. On the other hand, for   0:6 Dowell's expression leads to deviations of
always less than 20%, nevertheless at lower , around 2, this deviation improves up
to approximately 10% which is substantially more accurate than Ferreira's method.
It is worthwhile mentioning that besides violating the initial assumptions, the
aforementioned theoretical methods do not account for all the geometrical aspects
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of a real winding arrangement such as inter-layered distances, vertical and horizon-
tal clearing distances of the winding portion to the core, causing relatively high
inaccuracy at high frequency applications. These are the reasons why researchers
and designers have been seeking for alternatives methods. One of the essentially
reliable methods is performing FEM simulation for every case study instead of us-
ing theoretical models, resulting in a time consuming optimization process in which
thousands of scenarios may be needed to be examined. Consequently, several inves-
tigations have been performed [41,52,64] in order to develop the well-known closed
form expression by introducing several correction factors obtained from numerous
nite element simulations. However, their applicability is usually limited since the
conditions in which the FEM analysis carried out is not suciently general, e.g.
considering only single layer conguration or neglecting the determinant parame-
ters on winding loss. Under this scope, a pseudo-empirical formula, accounting for
the inuence of all the determinant geometrical aspects on the magnetic eld, with
adequate degree of freedom, has been proposed and validated in this chapter. In-
tegrating the accuracy of FEM simulations with an easy to use pseudo-empirical
formula accounting for almost all practical winding arrangements, this method cov-
ers the area in which previous closed form analytical models, either the classical
models or the FEM based modied models, substantially deviates from the actual
conductor losses.
As mentioned before, round conductors are widely used in switch-mode magnet-
ics due to the availability of dierent types as well as ease of use while foil conductors
require more practical eorts to be wound around a core particularly when a com-
plex winding strategy needs to be implemented. However more investigations are
needed to determine the suitability of one conductor type in dierent application.
For instance, having a higher winding lling factor is one of the important design
requirements in high power density applications where the weight and volume of the
magnetic components should be decreased and on the other hand dierent losses
need to be reduced.
Fig. 2.6 presents a FEM-based comparison of the obtained AC winding losses
between the round and foil conductors in dierent steps and on the basis of the
same current density inside round and its respective foil conductors. The overall
results indicate that there is always a crossover frequency where the AC winding
losses of the foil conductors exceeds the AC winding losses of its corresponding
round conductors with the same current density and porosity factor. For instance,
Fig. 2.6(c)(right) illustrates the winding loss of a winding portion comprising of
three layers of round wires, 10 turns in each layer, and the porosity factor of 0.7
(solid blue line). The dash lines represent value of the AC winding losses of the long
foil with the highest number of layers, 30, the medium foils with 15 layers, 2 turns
each, and the short foils with 6 layers, 5 turns each, respectively normalized by the
AC winding losses of the respective 3 layers of round wire (shown in the right side of
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the Fig. 2.6). The current density in all of the congurations is constant and set to
2.5 A=mm2 and the porosity factor is 0.7. It can clearly be seen that until a certain
frequency the AC winding loss of the foil conductor is less than the one for the
corresponding round conductors. This crossover frequency increases by having the
longer foils which obviously have thinner thicknesses compared to the shorter foils.
This attribute, along with the higher lling factor of the foil conductors, makes
this kind of conductor an interesting option for high power density applications.
However, one should consider that having the highest number of layers and the
thinnest foils could not always be a realistic solution since this structure would
suer from the high value of the winding capacitance particularly at high voltage
applications. Therefore, there is always a compromise between the number of layers,
size of the transformer and the maximum allowed winding loss with respect to the
transformer application. The discussed crossover frequency is shifted towards lower
frequency at higher values of the porosity factor, therefore there is still a frequency
range where foil conductor has preference over its corresponding round conductors.
This attribute can be seen in Fig. 2.6(c)(left) witch is similar to the right one but
with the porosity factor of 1. Similar results is obtained for 2 and 1 layer of round
conductors as illustrated in Fig. 2.6(a) and (b).
Being limited to just one type of conductor, foil or round, one can say, if pos-
sible, by decreasing the number of layers and increasing the transformer window
height, the AC resistance factor and accordingly the AC winding loss reduces be-
cause of the less compact winding arrangement reducing the proximity eect. This
is what already observed during the validity investigations of the well-known analyt-
ical models. However, due to mechanical and practical issues this option is usually
limited.
2.3 Pseudo-Empirical Model Establishment
The main purpose of this section is to propose an easy-to-use closed form formula to
accurately calculate the AC resistance factor at given geometrical dimensions as well
as at dierent frequencies. The proposed strategy to obtain such a pseudo-empirical
expression is illustrated in Fig. 2.7, summarized as follows.
[I] The determinant geometrical parameters required to form a unique trans-
former window is introduced and their inuence on winding loss is investi-
gated.
[II] The eective geometrical variables are then merged to form a set of generic
dimensionless variables.
[III] A proper range of variation, forming most of the feasible transformer window
conguration, is dened for each generic parameters to be used as the input
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Figure 2.7: Approach to establish the pseudo-empirical model.
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Figure 2.8: Denition of the variables.
variables for FEM simulations.
[IV] After extracting the matrices of AC resistance factors, corresponding to the
generic variables, from the numerous FEM simulations, a mathematical re-
gression is performed in order to determine the coecients needed to t the
prospective formats of the nal expression with respect to the desired preci-
sion.
[V] Once the selected structure of the expression fullled all the requirements, a
new regression process triggers by expanding the variation range of one of the
generic parameters in order to reinforce the validity of the nal expression.
Each step is now described in detail.
2.3.1 Determinant Variable Denition
The rst step to obtain such a formula is to determine all the parameters, either
geometrical or electrical, which can inuence the magnetic eld distribution and
accordingly the AC resistance factor. In addition, the sensitivity of the resistance
factor to those parameters is examined in order to decrease the number of inu-
encing factors since the complexity of the regression process and the number of the
coecients for the nal formula substantially depends on the number of the input
parameters.
In this part, dierent geometrical and electrical variables aecting the resistance
factor are examined in order to take the most inuencing ones in to account. Fig. 2.8
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1 -0.00012 -0.00145 - 0.000011 0.542
2 -0.001 -0.0179 0.0081 -0.000025 2.097
3 -0.0025 -0.0512 0.0337 -0.000025 4.911
4 -0.0071 -0.1021 0.0723 -0.000025 8.861
shows the schematic of a transformer window comprising of a magnetic core with a
relatively high permeability of 20000 and the copper foil winding. This high value
of the permeability belongs to the extremely low core-loss magnetic materials called
nano-crystalline, however other magnetic materials does not have such high values.
Hence, prior to deriving the Pseudo-Empirical model, it is necessary to monitor the
eect of dierent values of the relative permeability on the AC resistance factor.
For this purpose the powder core magnetic materials which usually has the lowest
relative permeability of around 60 is simulated. It was seen that the obtained value
of the AC resistance factor is only 0.3% less than the one with the permeability
of 20000. This is because of the fact that the main reason of considering high
permeability in winding loss study is to make sure that the magnetic eld intensity
inside the magnetic core is close to zero. This can be fullled even with the magnetic
cores with low permeabilities of around 60 to 100.
The whole geometry can be uniquely described by 7 parameters dened in
Fig. 2.8, in which hc is the window height, m is the number of foil layers in pri-
mary side, d is the foil thickness, d1 is the insulation thickness between the primary
foils, dHV is the clearance between the primary and secondary windings, a and b are
the horizontal and vertical creepage distance respectively.
In order to determine how these parameters aect the AC resistance factor, a
sensitivity analysis has been carried out by sweeping the geometrical variables using
FEM simulations. The studied parameter is assigned 20 dierent values while other
parameters are kept constant. Afterwards, the average value of the partial derivative
of the AC resistance factor with respect to the varying parameter has been explored
to determine the most and the least sensitive parameters on the AC resistance factor.
Table. 2.1 shows the average value of @RF
@x
over the range of variation of the vari-
able x at 4 dierent number of turns of primary windings where x can be replaced by
each of the geometrical parameters dened in Fig. 2.8. As can be seen in Table. 2.1,
the foil thickness is the most eective variable on RF , whereby the AC resistance
factor substantially increases by increasing foil thickness, e.g. for m = 3 at 2 kHz,
the incremental rate of RF for a 1 millimeter increase in d is 4.911. On the other
hand, the distance between the primary and secondary windings, dHV , shows to
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Table 2.2: Generic parameters with corresponding range of variation.












0.02 0.04 0.18 5




0.01 0.01 0.05 5
have the least inuence ( at least 2 order of magnitudes ) on the resistance factor of
the primary windings portion, causing it to be excluded from the pseudo-empirical
derivation process, thus avoiding the number of required FEM simulations to be
multiplied in the next section. It should be mentioned that all the FEM simulations
in this part, have been performed at 2 kHz and hc = 100 mm, therefore the values
presented in Table 2.1 can change at other frequencies and window heights, however,
this will not alter the eectiveness sequence of the studied parameters.
2.3.2 Generic Parameters and the Domain of Validity
After determining the inuencing variables, in order to have a generalized model,
it is necessary to compound the selected variables to create dimensionless variables
like the penetration ratio variable introduced by Dowell [39] as the ratio between the
thickness of the conductor to its skin depth at each particular frequency. A proper
range of variation is then dened for each of the selected variables, resulting in thou-
sands of 2-D nite element simulations which covers a wide range of transformers
in terms of its dimensions, operating point and application.
The number of layers,m, is dimensionless by itself, hence it needs no modication
to be one of the generic parameters. The frequency of the applied current is another
non-geometrical variable, aecting the winding loss, which is classically addressed
by its corresponding skin depth [39]. In this fashion, the skin depth (frequency),
together with the foil thickness, can form the second dimensionless variable to be
used later in the regression process. Similarly, the other geometrical variables, d1, a
and b, are normalised to the window height, hc, resulting in total 5 distinct generic
parameters. The denition of the generic variables, X1 to X5 and the corresponding
range of variations are given in Table. 2.2.
As shown in Table. 2.2, the parameter X1 is assigned to sweep from 0.5 to 6
( 12 values ) which is achieved by altering the foil thickness while the frequency
and consequently the skin depth,  is xed. Likewise, X2, X3 and X5 obtained 5
dierent values by varying b, a and d1, respectively, in which the transformer window
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height, hc was assumed to be xed. Covering these range of variations requires 1500
distinct 2-D FEM simulations for each number of turns at the primary side, resulting
in 12300 FEM simulations in total, since the number of layers at the primary side,
m, increased up to 9 layers. However, the rst 5 layers is considered for the primary
regression process (6300 simulations), and another 4 layers gradually supplied to the
derivation process at the secondary regression process (model extension), resulting
in an extra 6000 simulations.
Not being limited to a specic dimension of a transformer or certain range of
frequency is the most important advantage of introducing the generic parameters.
Besides, the assigned range of variation for each parameter, covers not only most
of the available transformer window arrangements used in dierent practical appli-
cations [19, 62], but also extreme conditions such as X1 > 3 or X2 6 0:5 which are
basically more than sucient.
2.3.3 Multi-Variable Regression Strategy
The proposed primary regression process comprises four steps as follows.
2.3.3.1 Structure Selection
The most important step is to identify the main format of the formula since the
nature of the resistance factor is strongly nonlinear and unpredictable, particularly
when the edge eect is taken into account, for this reason, it is hardly possible to
propose one specic format for the nal expression. For these reasons, four dierent
structures have been considered as the candidate formats as follows.















However, the structure shown in (2.12) is for the maximum degree of 6, the
parameter 1 6 k1 6 6, specifying the maximum degree of the polynomial
expression, will later be used in the primary regression process to achieve
the least regression error without unnecessary increasing the number of the
coecients.
 Exponential structure comprising (X1:X2) as exponent and the second order
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where the free variable k2 is the maximum degree of the exponent while the
maximum degree of the coecient is 2.














where J1 and J2 are the rst and second order of the Bessel function of the
rst kind, respectively. Also k3 and k4 are the maximum degree of the bessel's
arguments varying at the primary regression process to fulll the accuracy
requirements.
 Rational terms which was not initially considered in our regression process,
however a limited format of rational terms as (2.15) was nally utilised to







where k5 is the maximum allowed degree of the denominator's exponent.
It should be noted that the variables k1 to k5 will later be used in the regression
strategy section to tune the nal pseudo-empirical expression with respect to the
precision requirements and X0 is assumed to be 0 in all of the structure candidates.
2.3.3.2 Database Collection
Determining ve independent generic parameters shown in Table. 2.2, one can depict
6300 distinct winding arrangement of the geometry shown in Fig. 2.8 for 1 6 X4 6 5
required for the primary regression process. The AC resistance factor of the primary
windings, RF, have then been extracted by performing 6300 2D FEM simulations,
resulting in a huge database comprising of 6300 elements, each consisting of 5 in-
dependent inputs, X1 to X5, and the corresponding RF as the output. It should
be noted that the core is considered to be with no air gap and with a very high
permeability, around 20000.
2.3.3.3 Primary Regression Process
After obtaining the resistance factors, corresponding to each set of generic variables,
from the FEM simulations, the aforementioned alternatives structures need to be
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Table 2.3: AUD, maximum overestimation and underestimation.
Polynoimial Bessel Compound Separated Comp
AUD : 2.89% 73.24% 0.65% 0.51%
MaxOver : 25% 353% 16.8% 9.06%
MaxUnder : -29% -214.3% -20.6% -6.15%
tted in the database of 6300 resistance factors to get the nal expression as a
function of X1 to X5. The least square regression is selected as the regression
method, applied on dierent structures while the free parameters k1 to k5 takes
dierent values to fulll the precision requirements. The approach, whereby the free
parameters can be determined are explained in several steps as follows.
First, the regression accuracy requirements should be dened. As can be seen
in Fig. 2.7, the average unsigned deviation (AUD) of the calculated RF from the
simulated one is dened to be less than 1 %. This criteria is considered as the main
precision indicator of the pseudo-empirical formula, however to prevent extreme
sectional error, it is necessary to restrict the maximum allowed deviation of simulated
points, hence, maximum 15 % deviation is dened as the second regression criteria
applied on all studied arrangements of the generic variables.
Dening the regression accuracy criteria, the least square regression has been
exclusively applied on each structure when k1 to k5 varied from 1 to 6. It was
found that none of the aforementioned structures can meet the regression require-
ments even with the maximum dened k. For instance, for the polynomial structure
given in (2.12) at the maximum allowed degree (k1 = 6), AUD was 2.89 % and the
maximum underestimation and overestimation were -29% and 25%, respectively,
which exceed the regression criteria, nevertheless it showed the highest accuracy
among the studied structures. On the other hand, the Bessel structure seems to be
the worst proposed structure, between the studied ones, showing the highest AUD,
maximum underestimation and overestimation of 73.24%, -214.3% and %353, re-
spectively, hence it is excluded from further regression process comprising combined
structures.
Since each of the proposed structures has failed to fulll the regression require-
ments, a compound format comprising two or three of the mentioned structures
is taken into account with the priority for the polynomial structure which demon-
strated the highest accuracy among others. It should be noted that the generic
variable X5 which indicates the normalized value of the insulation distance between
the primary foils is assumed to be 0 for X4 = 1 where there is only one layer
of conductors. Considering the compound structure, the accuracy of the pseudo-
empirical expression signicantly improved. For example, by compounding all the
structure, polynomial, exponential and rational, with the highest allowed degree of
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Figure 2.9: Accuracy overview of the pseudo-empirical expression.
coecients and exponents (k1; k2; k5 = 6), AUD dropped to 0.65% which is far be-
low the dened criteria, however the maximum overestimation and underestimations
were 16.8% and -20.6% which are slightly higher than the dened requirements. It
was noticed that most of the extreme deviations belongs to the set of data in which
X4 = 1, therefore, it is decided to separately derive an expression for the case in
which X4 = 1, and to form a conditional pseudo-empirical expression. Accordingly
the nal pseudo-empirical expression for the multi-layer windings(X4 > 1) is
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whereas for the single-layer conguration (X4 = 1), the AC resistance factor can
be calculated from













where the AC resistance factors dened as a polynomial with the maximum
degree of 5 for winding portions comprising only one layer of conductors; and a
combination of polynomial, exponential and rational structures with k1 = 6, k2 = 3
and k5 = 5, respectively, were derived for winding portions consisting of more than
one layer. As a result, not only the maximum deviations dropped to -6.15% and
9.06% for underestimation and overestimation, respectively, but also AUD slight-
ingly improved (0.51%) which are far below the regression requirements.
2.3.3.4 Secondary Regression Process (Model Extension)
In this section the secondary regression has been performed on (6.53) in order to
investigate the validity of the expression for winding portions consisting of higher
number of layers. Therefore, as shown in Fig. 2.7, the accuracy of the proposed
structure has been examined in a closed loop when the number of layers, X4 is
increasing until the obtained expression fullls the new criteria. These criteria were




300 + 1500(Xmax4   1)
 100 6 1% (2.18)P ijmnst   Pijmnst
Pijmnst
 100 6 0:1% (2.19)
where (2.18) is the denition of AUD, RF iPseudo is the resistance factor calculated
by (6.53). The second criterion, shown in (2.19), is a rigourous demand of having
changes of below 0.1% for any coecients in (6.53) compared to the corresponding
coecient obtained from the previous regression with lower number of layers. This
approach resulted in adding the number of layers in four steps up to X4 = 9,
requiring another 6000 FEM simulations to be solved. On the basis of these strict
criteria, resulting in slight changes in the coecients (Pijmnst), it can be deduced
that within the validity domain demonstrated in Table. 2.2, the pseudo-empirical
formula derived in (6.53) is generally valid for any number of layers with a negligible
impact on its accuracy.
Fig. 2.9 illustrates an overview of the residual deviation of the resistance factors,
calculated by (6.53), compared to the corresponding resistance factors obtained from
the FEM analysis as
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Pseudo
Figure 2.10: A comparative accuracy overview between the pseudo-empirical (red) and
Dowell's (blue) model.
UDi% =
RF iPseudo  RF iFEM
RF iFEM
 100 (2.20)
In(2.20), UDi accounts for the percentage of the unsigned dierence between
the resistance factors obtained from (6.53) and the corresponding RF extracted
from FEM simulations for the i th case-study where i, shown on the circumference
of Fig. 2.9, varies between 1 to 12300. Hence, each blue cross located in Fig. 2.9
represents a distinct winding transformer arrangement examined in the regression
process, whereby, the further each point is located from the center, the higher devi-
ation from FEM result it suers. The accuracy overview shown in Fig. 2.9 indicates
that more than approximately 99% of the studied cases are located within the area
in where UD is less than 1%.
Fig. 2.10 illustrates a comparative overview between Dowell (blue) and the
pseudo-empirical formula's (red) accuracy in the whole range of validity determined
in Table. 2.2 ( each points corresponds to one unique simulation). The overall re-
sults indicate a substantial improvement of the pseudo-empirical model over Dowell's
model, for example in some cases Dowell underestimate the RF up to 80% whereas
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the maximum deviation of pseudo-empirical's expression is only 9.06% for the ex-
treme cases. The AUD as the most informative comparison indicator between two
expression, demonstrates the value of 0.51% for pseudo-empirical whereas the AUD
of Dowell's expression shows a fairly high value of 24.31% over the studied points. In
addition, Dowell's extreme deviation is in the range of 80% causing a substantially
unreliable magnetic design. This attribute can clearly be seen in Fig. 2.10 while the
pseudo-empirical expression's extreme deviations (red crosses) are conned within
9%. Apart from the extreme cases (low values of X2, high values of X1 and so on) in
which the pseudo-empirical formula deviation is fairly negligible compared to Dow-
ell's expression. In normal cases where Dowell is commonly considered accurate, the
pseudo empirical formula shows even more accurate results than what Dowell does.
To be more specic, the pseudo-empirical UD is generally less than 0.2% for the
normal cases while UD of up to 10% is normally considered accurate for Dowell's
expression.
Fig. 2.11 demonstrates a more specic presentation of the resistance factors ob-
tained from (6.53), (2.2) and the FEM simulation in order to examine the appli-
cability of each method. The AC resistance factors have been calculated versus
the generic parameter, X2, at four dierent combinations of X2 and X4 as shown
in Fig. 2.11. The dimensions of the investigated transformers is signicantly larger
than the dimensions of the 12300 transformers used in the regression process in order
to examine the validity of the initial claim regarding the generality of the pseudo-
empirical expression based on the dimensionless generic parameters. As clearly can
be seen in all of the graphs in Fig. 2.11, the pseudo-empirical expression almost
coincides with the FEM results, conrming the general applicability of the pseudo-
empirical model within the domain of validity determined in Table 2.2, whereas
Dowell demonstrates a relatively large dierence from FEM. This attribute can be
clearly seen in Fig. 2.11(a) and (b) in which Dowell's expression signicantly un-
derestimates the actual resistance factor, e.g. with the exception of Fig. 2.11(d), in
which Dowell's RF enhanced with a higher rate (because (2.2) is proportional to the
square of the m), the results obtained by (2.2) are generally inaccurate at X2  0:6.
2.3.4 Accuracy Investigation for Round Conductors
Despite the fact that this study was primarily concerned with deriving an analytical
tool to accurately evaluate the AC resistance factor in foil conductors, it is possible
to extend the applicability of the pseudo-empirical expression into solid round con-
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where dr is the diameter of the solid round conductor and N is the number of
turns per layer. The other generic parameters (X3 to X5), as well as the domain
of validity of all the generic parameters is the same as for foil conductors. To
investigate the validity of the proposed pseudo-empirical expression for round wires,
a comparative analysis between obtained resistance factors from FEM simulations,
pseudo-empirical, Dowell and Ferreira's expression have been conducted versus the
generic parameter X2, varying from 0.2 to 1, at 6 distinct combination of m and 
indicated in Fig. 2.12.
As can be seen in Fig. 2.12(a) to (f), using the modied pseudo-empirical formula,
almost in the whole X2 range considered, the AC resistance factors were calculated
with a negligible dierence towards the FEM results indicating the high accuracy
of the proposed method even for round conductors. In contrast, Ferreira's formula
generally shows a high inaccuracy for almost the whole range of X2 and all studied
combination of m and  particularly for X2 > 0:7 (as in most of the transformers).
Furthermore, the results indicate an acceptable accuracy for Dowell's expression in
particular for  6 2 and X2 > 0:6 which are the case for most of the practical
transformers. According to the graphs illustrated in Fig. 2.12, Dowell's expression
leads to deviations of always less than 20% whereas the pseudo-empirical formula
exhibit a deviation of always less than 10% within the studied range.
2.3.5 Accuracy Investigation for Interleaved Winding
Interleaving is one of the strategies to reduce the magnetic eld within the trans-
former window and accordingly reducing the leakage inductance of the transformer,
as well as AC winding loss. Fig. 2.13(a) to (d) demonstrates dierent interleaving
arrangements of a transformer consisting of four layers of primary and four layers of
secondary with six turns of round wires in each layer. The current density inside the
primary windings as well as the magnetic ux intensity vectors between the windings
have been shown in top parts of Fig. 2.13(a) to (d) while the low frequency magnetic
eld distribution inside the transformer window illustrated right beneath of the cor-
responding interleaved arrangement. As can be seen in Fig. 2.13(b) by sandwiching
the secondary between the primary windings the peak value of the magnetic eld
has been reduced to half of the one in Fig. 2.13(a). In Fig. 2.13(c) an uniform inter-
leaved arrangement with four winding sections has been shown resulting in similar
magnetic eld pattern as in Fig. 2.13(b) but with uniform direction while the mag-
netic eld vectors in Fig. 2.13(b)have opposite directions inside the window. The
last considered interleaved arrangement is depicted in Fig. 2.13(d) where the wind-
ings are divided to ve sections while one forth of the primary windings are located
at both sides. This structure results in four times less magnetic eld peak value
compared to the one in Fig. 2.13(a).
The obtained AC resistance factor of each arrangement by FEM simulations is

























































































































































































































46 CHAPTER 2. HIGH-FREQUENCY WINDING LOSSES
illustrated in Fig. 2.13(e) over a wide range of frequencies (X1), indicating a substan-
tial reduction of the RF value in the interleaved arrangements, Fig. 2.13(b) to (d),
compared to the one without interleaving, Fig. 2.13(a). It is interesting to point out
that the RF values of the arrangement (b) and (c) are almost the same (about 4 times
less than the one without interleaving), although the one in Fig. 2.13(c) consists of
more sections which is more complex to be wound. In principle, the arrangement in
Fig. 2.13(b) has more advantages over others since the RF value and accordingly its
AC winding loss is substantially reduced while the secondary windings are not sep-
arated. In particular, this feature is more important when the secondary windings
has higher voltages resulting in excess inter-winding capacitances if the high voltage
windings is separated.
Fig. 2.13(f) and (g) show the Dowell and Pseudo RF error calculated by (2.6)
and (2.23), respectively, over a wide range of frequency (X1).
RFError [%] = 100 RFPseudo  RFFEM
RFFEM
(2.23)
As can be seen in Fig. 2.13(f), Dowell expression is only accurate for the non-
interleaved case and it shows up to 50% underestimation for the interleaved cases
while the deviation of the Pseudo-Empirical's formula is within 4%.
2.4 Experimental Validation
In order to verify the accuracy of the proposed pseudo-empirical equation, three
transformers, comprising ETD59 ferrite cores, two layers of foil conductors as the
primary windings and one layer of soild round wire as the secondary winding, with
distinct porosity factors have been manufactured. The thickness of the primary foil
conductors is 0.5 mm with dierent heights for each transformers to achieve the
porosity factor or X2 of 0.92, 0.8 and one extreme case with X2 = 0:4, while the
secondary windings of all the three transformers consist of 37 turns of magnet wire
with 1 mm diameter in 1 layer. Other dimensional parameters which have been kept
identical in all the transformers are hc = 45 mm, a = 1:75 mm, b = 1:8, d1 = 1
mm and dHV = 2 mm while the parameter b diers at each transformer as follows:
b = 1:8, 4:5 and 13:5 mm corresponding to X2 = 0:92, 0:8 and 0:4, respectively.
Using the network analyzer, Bode 100, the impedance of the transformers have
been measured from the primary side while the secondary was shorted over a wide
range of frequencies from 10 kHz to 300 kHz to ensure that the generic parameter X1
to be swept from about 0.75 to as high as 4.3 which is suciently high to evaluate the
accuracy of the proposed expression. The measurement setup and the manufactured
transformers are shown in Fig. 2.14.
Fig. 2.15 demonstrates a comparison between the measured resistance and the
calculated value by Dowell and pseudo's expression versus frequency at three dier-
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Figure 2.14: Measurement setup and the manufactured transformers.
ent values for X2. The noisy measurement data can be attributed to the extremely
low resistance of the manufactured transformers which is in the range of some mil-
liohm. The overall results indicate that the pseudo's expression is in good agreement
with the experimental results, conrming the accuracy of the proposed method over
a wide range where Dowell's expression signicantly underestimates the AC resis-
tance value. This attribute is clearly demonstrated in Fig. 2.15 particularly at
lower values of X2 where the second component of the magnetic eld within the
transformer window is intensied or at higher values of X1 where the skin depth is
substantially low.
2.5 Conclusions
The objective of this chapter was primarily to introduce a novel analytical expression
to precisely calculate the AC resistance factor of high power-density magnetic com-
ponents in which precise loss evaluation is the key for designing and implementing
a proper thermal management scheme. Hence, a so called pseudo-empirical expres-
sion has been derived from a rigourous regression algorithm based on an extensive
2D nite element simulation scenario, resulting in an accurate analytical expres-
sion with an average unsigned deviation of 0:51% and the extreme deviations of not
higher than 9%. This high accuracy together with its wide range of applicability,
taking into account any number of layers, a wide range of penetration ratio, porosity




Figure 2.15: Comparison between the measured resistance and the calculated value by
Dowell and Pseudo's expression versus frequency.
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factors, and position of the windings in the transformer window, make the pseudo-
empirical expression a useful tool for designers and researchers to easily implement
it within any optimization loops with no accuracy compromise.
Moreover, using 2D FEM analysis, a critical review taking the two dimensional
edge eect into account has been carried out on the previous well-known models in
the AC winding loss calculation in order to determine their corresponding domain
of validity in which those models provide an acceptable accuracy, resulting in a set
of useful guidelines while using the aforementioned analytical models.
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Chapter 3
Leakage Inductance
This chapter is based on the following articles:
[I] Bahmani, M.A.; Thiringer, T., \Accurate Evaluation of Leakage Inductance
in High-Frequency Transformers Using an Improved Frequency-Dependent Ex-
pression," IEEE Transactions on Power Electronics, vol.30, no.10, pp.5738-
5745, Oct. 2015.
[II] Bahmani, M.A.; Thiringer, T., \An Accurate Frequency-Dependent Analytical
Expression for Leakage Inductance Calculation in High Frequency Transform-
ers," PCIM South America 2014, p. 275-282, Oct 2014.
This chapter presents a new analytical expression intended to accurately evalu-
ate the leakage inductance of transformers in the high frequency range in which the
behavior of the magnetic eld within the windings is altered. Unlike conventional
expressions, which usually overestimate the leakage inductance at higher frequencies,
this expression accounts for high frequency behavior of the magnetic eld and pro-
vides high accuracy when operating at high frequencies. These high accuracy and
applicability makes the derived expression of interest for designers to avoid time
consuming nite element simulations without compromising with accuracy. The
expression is validated by 2-D FEM simulation, as well as by measurements.
3.1 Introduction
High power densities in power conversion units have become one of the design re-
quirements, particularly in highly restricted applications such as traction and o-
shore wind farms [3, 4]. To achieve this goal, the bulky 50/60 Hz transformers
have been replaced with high power density DC-DC converters consisting of high-
frequency transformers with lower weights and volumes. However, being exposed
to higher frequencies, one should cope with extra losses coming from eddy current
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Figure 3.1: (a) Equivalent circuit of a dual active bridge converter along with the
leakage inductance integrated in to the medium-frequency transformer. (b) The
voltage and current of the leakage inductance.
losses in the magnetic core [65, 66], excess losses in the windings due to enhanced
skin and proximity eects [17], as well as parasitic elements, i.e., leakage induc-
tance [67{69] and winding capacitance [70, 71], causing excess switching losses in
the power semiconductors which is usually dominant at higher frequencies [18].
Recently, there has been growing interest in utilizing dual active bridge (DAB)
converters in high power applications [72]. The equivalent circuit of a DAB converter
is shown in Fig. 5.1 in which two square voltage waveforms on two sides of the
transformer have been shifted by controlling the input and output bridges. This
applies full voltage on the inductance, L, which is used to shape the current as a
power transfer element [2]. In order to achieve zero-voltage switching (ZVS), the
phase shift between the bridges, ' , should be higher than a certain value resulting





where VDC1 and VDC2 are the input and output DC voltages of the DC-DC converter
shown in Fig. 3.1, respectively; 'min is the minimum required phase shift between
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the primary and secondary voltage of the high frequency transformer highlighted as
the key element of the DAB converter in Fig. 3.1, Pout is the desired output power,
n is the turns ratio of the transformer and fs is the operating frequency of the high
frequency transformer, i.e., switching frequency.
This inductance, as shown in Fig. 3.1, can be seen as an integrated leakage in-
ductance, L, in the high frequency transformer, so that the number and size of
components can be reduced, hence achieving higher power densities [73]. It would
thus be of great importance to accurately evaluate the leakage inductance of such
a transformer in the design stage since an insucient leakage inductance leads to a
shift in soft switching which can adversely aect the converter eciency. Likewise,
higher values of leakage inductance is not desired, because it causes an unnecessary
reactive power circulation within the converter which eventually decrease the e-
ciency and output active power of the converter, nevertheless, this can expand the
soft-switching region to some extent.
In addition to high power DAB converters, in some applications, such as resonant
converters, the value of L should be tuned in order to incorporate the leakage
inductance as one of the resonant elements to retain the resonant conditions [74,75].
Hence, accurate evaluation of leakage inductance in the design process is of great
importance for designers, more specically in high power density applications where
high deviations between the calculated and actual value can not be easily tolerated.
Although considerable research has been devoted to the frequency dependency of
winding losses, rather less attention has been paid to this characteristics of leakage
inductance. Most of the classical attempts for leakage inductance evaluations focus
on the winding build as an indication for high magnetic eld region. This approach
has been addressed in the Mclyman [19], Flangan [62] and Mohan [76] handbooks
and has later been modied in several publications. Dauharje and Thondapu [77,78]
modied the accuracy of the expression by considering the ux that extends into air
in a secondary shorted transformer. Apart from these, more detailed winding dimen-
sions have been taken into account by Naderian [79] while Ouyang [67] proposed a
more elaborated modication accounting for dierent winding arrangements in a pla-
nar transformer. Moreover, Krantor [80] proposed a simple expression determining
the area of the reduced leakage channel of concentric windings of equal heights with
dierent winding thicknesses, however, all of these expressions might be less eec-
tive when high frequency eects are taken into account. The frequency dependency
of the leakage inductance in high frequency power electronics with non-sinusoidal
waveforms has been extensively studied foremost by Hurley in [81]. The practical
validity of the original Hurley's equation has been questioned by Wilson [82] since it
was specically derived for a toroidal core. Utilizing eld analysis, Niemla [83] pro-
vided an alternative approach accounting for the short-circuit impedance of multi-
winding transformers, however, due to several simplications, an average error of
about 10 % was reported as well as the lack of a closed form expression which also
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Figure 3.2: The magnetic eld distribution prole within the transformer window at
dierent frequencies.
was observed in [82] in which the main focus was to provide a circuit simulation
model. Apart from the mentioned studies, only Dowell [39] solved and formulated
the multilayer leakage inductance based on simplied 1-D Maxwell equations. This
method has been partially adopted in a recent handbook by Hurley [84] indicating
higher accuracy in certain ranges of normalized frequency and normalized isolation
distance. However, it remains unclear whether the later aforementioned expressions
demonstrate enough accuracy, particularly in the special applications mentioned in
the beginning of this part. It would seem, therefore, that further investigations are
needed in order to specify the accuracy of these expression within a wide range of
frequency with special winding arrangements.
The purpose of this chapter is to propose a new analytical expression, to calcu-
late a fairly accurate value of leakage inductance to meet the requirements of the
particular applications mentioned earlier. This model takes into account the eects
of high frequency elds inside the conductors such as skin and proximity eects, as
well as the geometrical parameters of the transformer windings when determining
the leakage inductance. Being validated by FEM simulations and measurements on
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Figure 3.3: Cross-sectional view of the winding congurations according to Dowell's
assumptions.
dierent winding congurations, this model provides a very good accuracy, com-
pared to previously presented analytical expressions, with wide-range applicability
which could be of interest for designers to avoid time consuming FEM simulations
without compromising with the accuracy.
3.2 Expression Derivation
Fig. 3.2 shows a sample 2D axisymmetric FEM simulation of the transformer wind-
ings at dierent values of penetration ratio, 4 as dened in (3.2), illustrating the
computed current density distribution and magnetic eld intensity in the primary
and secondary windings respectively. The dimensions of the geometry were kept
constant and dierent values of 4 were achieved by applying the frequencies corre-
sponding to those values. In other words, the analysis is based on a dimensionless
parameter, 4, taking into account the eects of both frequency and geometrical
dimensions. The normalized magnetic eld intensity distribution on inter and intra-
layer spaces, obtained from the same FEM simulation at four dierent values of 4,
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are shown in Fig. 3.2 bottom. It should be noted that Fig. 3.2 top illustrates the





where d is the conductor thickness and  is the skin depth at any particular frequency.
As can be seen in Fig. 3.2, the magnetic eld intensity inside the copper windings
drastically decreases by increasing the frequency or its corresponding 4. Thus
results in a reduced stored magnetic energy due to the skin and proximity eects
rearranging the magnetic lines. This causes higher ohmic losses on the third layer of
the primary windings than the ohmic losses in the rst and second layer. This is due
to the fact that in contrast to the rst layer, which does not suer from the magnetic
eld on its left hand side, the second layer and more signicantly the third layer
suers from the presence of the magnetic eld on their left hand side. This magnetic
eld drop at higher frequency is often neglected in most of the classical formulas
for leakage inductance calculations which might result in inaccuracy in high power
density applications.
Fig. 3.3 shows the schematic of a transformer window comprising the magnetic
core with a relatively high permeability of 20000 which is a typical permeability of
the nanocrystalline soft magnetic material, copper foil primary windings consisting
of m1 layers and Nl1 turns per layer, secondary round wires consisting of m2 layers
and Nl2 turns per layer and all the corresponding distances, i.e, isolation distance,













=Wpri +Wins(1) +Wisolation +Wsec +Wins(2)
(3.3)
where Wleakage is the energy stored in the leakage inductance of a transformer, H is
magnetic ux density within the transformer window, L(pri) is the leakage induc-
tance referred to the primary of a transformer, Wisolation is the energy stored within
the distance between two winding portions, Wins(1) is the energy stored between
inter-layer distances of the primary portion, Wins(2) is the energy stored between
inter-layer distances of the secondary portion, Wpri and Wsec are the energies stored
inside the primary and secondary conductor area, respectively.
As shown in (3.3), the energy stored in the magnetic eld of a transformer
when the secondary windings is shorted is equal to the energy stored in the leakage
inductance referred to the primary side of the transformer. Therefore, one can
separately derive the stored energy within isolation distance, primary and secondary
inter-layer insulations and primary and secondary copper areas, respectively. First,
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the energy stored within isolation and insulation distances are calculated since the
magnetic eld intensity within these regions are constant, hence using (3.3) and



































































m21(m2   1)(2m2   1)
6m2
(3.6)
where MLTpri, MLTsec and MLTiso are the mean length turns of the primary
portion, secondary portion and isolation distance, respectively. hw is the winding
height, n is the transformer turn ration, I1 and I2 are the peak current values of
primary and secondary portions, respectively [73,85].
However, obtaining a closed formula for the stored energy inside the copper
windings is not as straightforward as what were obtained in (3.4) to (3.6) since
the magnetic eld pattern is not constant or linear at higher frequencies as already
shown in Fig. 3.2. In fact, the magnetic eld has a hyperbolic pattern according





















































where Hin and Hex are the magnetic eld intensity at the left and right hand side of
each winding layer and can be calculated as (3.9). Also,  is dened as 1+j

where 
is the skin depth at any particular frequency and dpri and dsec are the thickness of

























































Finally, substitution of (3.4), (3.5), (3.6), (3.10) and (3.11) into (3.3) and rear-
ranging for L(pri) gives the nal frequency-dependent expression as
















































It should be noted that the nal expression has been derived based on foil winding
conguration, however, it would be applicable for round conductors by modifying












where dr is round wire diameter and Nl is the number of turns per layer.
3.3 Accuracy Investigation
3.3.1 Comparison with Classical Expressions
In order to investigate the accuracy of the aforementioned expression, parametric
FEM simulations covering a wide range of frequency, up to 200 kHz, have been
performed. The obtained leakage inductances were then compared with the leak-
age inductances calculated by the classical expressions [19, 62]. The current den-
sity distribution at 1 kHz and the investigated winding arrangement, illustrated in
Fig. 3.4(a), consists of 20 foil conductors in each winding portion, 5 layers and 4
turns per layer, with the foil thickness of 1.2 mm. All the geometrical dimensions
are kept constant while the operating frequency is swept from 50 Hz to 200 kHz.












As can be seen in Fig. 3.4(b), the classical expression, (3.15), generally shows a
high inaccuracy for almost the whole range of investigation, particularly at higher
frequencies. For instance, at 200 kHz, the classical expression estimates the leakage
inductance as high as 23 H whereas FEM simulation and the derived frequency-
dependent expression shows 18.2 H and 18 H respectively. This signicant over-
estimation can result in an unrealistic and costly magnetic design. This inaccuracy
could stem from the rigorous assumption made regarding the linear pattern of the
magnetic eld within copper conductors which is not a valid assumption when a
conductor, conducting high frequency currents, is surrounded by a large number of
other conductors with a complex arrangement. In fact, the skin depth decreases and
the current density decreases in the middle of the conductors while the proximity
eects become more pronounced. Exceeding a certain frequency, depending on ge-
ometrical characteristics of the windings, there would be almost no magnetic eld
within a conductor and thus no further decrease in the obtained leakage inductance.
This attribute can be seen in Fig. 3.4(b) when the frequency exceeds 120 kHz.
Fig. 3.4(c) shows the obtained values of leakage inductance at dierent number of
primary and secondary winding layers whereas the frequency is kept constant at 150
kHz. Moreover the deviation of the classical and frequency-dependent expressions
from the results obtained by FEM have been calculated by
L(deviation)[%] = 100 L(calculated)   L(FEM)
L(FEM)
: (3.16)
As can be seen in Fig. 3.4(b) and (c), using the frequency-dependent formula,
almost in the whole range of frequency and at dierent number of winding layers, the
leakage inductance were calculated with a negligible dierence from the FEM results
indicating the high accuracy of the proposed expression. In contrast, the classical
formula generally shows a high inaccuracy for almost the whole range of frequency
and dierent number of layers. According to the deviation curves illustrated in
Fig. 3.4(c), classical expression leads to deviations of a 30% overestimation (with
10 layers of windings) whereas the frequency-dependent formula exhibit a deviation
of always less than 10% underestimation, nevertheless at a lower number of layers
it is around 4% ,within the studied range which is substantially more accurate
than the classical expression. In addition, dins2 and diso are about 1 and 2 mm,
respectively [85].
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Figure 3.4: (a) A sample FEM simulation result. (b) Calculated Leakage inductance by
the studied methods versus frequency. (c) Calculated Leakage inductance by the studied
methods versus the number of layers in each windings portion while the frequency is
constant.
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3.3.2 Comparison with Frequency Dependent Expressions
One of the purposes of this chapter is to investigate the validity range of the previ-
ous frequency-dependent expressions, particularly the most well-known ones demon-
strated by Dowell and Hurley. Dowell's expression was initially derived from solving
Maxwell equations under certain circumstances known as Dowell's conditions. Uti-
lizing the imaginary part of the Dowell's ac impedence expression, the ac leakage

















the imaginary parts of the functions given in (3.18) [39] as






The energy stored within the isolation distance between the windings, as well as
the insulation distances between the primary and secondary layers are the same as
the ones presented in (3.4), (3.5) and (3.6), respectively. This approach has been
partially adopted in [84] with one exception, i.e., the energy stored in the isolation
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in which the rst component, which is the frequency-dependent component, should
be calculated for each winding portion, separately.
In order to determine the limitations and validity range of the aforementioned
expressions, the result of a series of numerical simulations, examining the eect of
geometrical aspects on ac leakage inductance at dierent frequencies, are compared
with the ac leakage inductances calculated by Dowell, by (3.19) and the here pro-
posed frequency dependent expression. It should be noted that all the geometrical
dimensions were kept constant and higher  achieved by increasing the frequency
while the transformer consisted of two windings portions, each comprising of 6 layers
of rectangular foil conductor. Each layer consisted of 5 conductors with the total
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Figure 3.5: Accuracy investigation of the previously presented expressions.
porosity factor of 0.79 which is a typical value in power electronics. Fig. 3.5 shows
the leakage inductance of the studied winding conguration calculated by (3.19),
Dowell and the here proposed expressions, as well as the values obtained by FEM
simulations over a wide range of frequencies.
Some remarks can be highlighted in Fig. 3.5. First, it is worth to point out that all
three considered expressions, unlike the classical expressions, clearly demonstrate the
inuence of higher frequency operation on the leakage inductance value, however the
derived frequency dependent expression demonstrates a relatively better accuracy.
Moreover, as illustrated in Fig. 3.5, the accuracy of the Dowell's expression, and
more signicantly the one in (3.19), drops close to the knee point of the leakage
inductance curves. This attribute is clearly demonstrated in the sub-gure of Fig. 3.5
in which the deviation of Dowell and the one in(3.19) from the results obtained by
FEM simulations has been illustrated based on the corresponding penetration ratio,
, of each frequency. As can be seen in this sub-gure, the worst deviation from
FEM results occurs at 2 <  < 3 in which Dowell and (3.19) maximum deviations,
respectively, are 9% and 17%. It is worthwhile mentioning that these values are
for a specic windings congurations, and in order to obtain a more clear accuracy
pictures of studied expressions, one needs to investigate a broader range of winding
congurations.
In order to more thoroughly investigate the worst case scenarios highlighted
in Fig. 3.5, another set of parametric FEM simulations covering dierent winding
congurations by altering the normalized isolation distance, i.e., 2 < diso
b
< 3 which
were performed at a  corresponding to the knee point of Fig. 3.5 in which the
64 CHAPTER 3. LEAKAGE INDUCTANCE
Figure 3.6: Aabsolute maximum deviations of the studied expressions compared to FEM.
maximum deviations from the FEM simulations are expected to occur. As illustrated
in sub-gure of Fig. 3.6, diso and b are the isolation distance and the total winding
build, respectively. Fig. 3.6 shows the absolute maximum deviations of the classical
and frequency-dependent expressions, calculated by (3.20), versus a practical range
of normalized isolation distance.
L(max dev)[%] =
100 L(calculated)   L(FEM)L(FEM)
 : (3.20)
The overall results presented in Fig. 3.6 indicate that the absolute maximum
deviations of the classical and frequency-dependent expressions increase by decreas-
ing the normalized isolation distance. This inaccuracy could stem from the rigorous
Dowell initial assumption regarding 1-D magnetic eld within and between foil lay-
ers since, except for the classical expression, other frequency-dependent expression
partially adopted the Dowell method. This assumption is usually being violated
in many practical designs resulting in the presence of the second component of the
magnetic eld [17]. Decreasing diso
b
, the share of conductor area in leakage induc-
tance determination intensies which is the area that Dowell's initial assumption are
applied on; This leads to higher inaccuracy compared to FEM simulations in which
a 2-D magnetic eld is considered, particularly when diso
b
is smaller. However, the
here derived frequency-dependent expression shows lower maximum deviations from
FEM, compared to the ones from Dowell and particularly (3.19). As illustrated in
Fig. 3.6, the maximum deviation of the derived expression is within 15% which is
a relatively acceptable deviation for an analytical tool, while the one of Dowell's is
3.4. EXPERIMENTAL VALIDATION 65
Network Analyzer




X2 = 0.92, d = 0.5 mm
Transformer
dr = 1 mm
N2 : 37 turns # round
Figure 3.7: Measurement setup and the manufactured transformer.
within 24% and the ones in (3.19) and the classical equations can be as high as
130% and 146%, respectively.
3.4 Experimental Validation
In order to verify the accuracy of the proposed frequency dependent expression, a
transformer comprising two ETD59 Ferrite cores, two layers of foil conductors as
the primary windings and one layer of solid round wire consisting of 37 turns as the
secondary windings, has been manufactured. The thickness and diameter of the foil
and round conductors are, respectively, 0.5 and 1 mm while the porosity factor, the
degree of fulllment of the core window height, is about 0.92. Using the network
analyzer Bode 100, the impedance of the transformer has been measured from the
primary side while the secondary is shorted over a wide range of frequency till 300
kHz which is the typical range for most of the power electronic applications. The
measurement setup and the manufactured transformer are shown in Fig. 3.7.
It should be noted that shorting the secondary winding and measuring the induc-
tance from the primary side gives the equivalent inductance referred to the primary
side. This equivalent inductance comprises of both leakage inductance and mag-
netizing inductance of the transformer, however, magnetizing inductance is usually
much larger than the leakage inductance and therefore it can be neglected in the
circuit. The value of magnetizing inductance for the manufactured transformer is
about 37 H which is almost thousand time higher than the measured leakage in-
ductance.
66 CHAPTER 3. LEAKAGE INDUCTANCE
Figure 3.8: Comparison between the measured leakage inductance and the calculated
values by the frequency dependent and classical expressions.
Fig. 3.8 demonstrates a comparison between the measured leakage inductance
and the values calculated by the frequency dependent and classical expressions.
The overall results indicate a good agreement between the frequency dependent
expression and the measurements, whereas the classical expression is constant within
the whole frequency range, demonstrating about 30% overestimation of the leakage
inductance. The noisy measurements data can be attributed to the extremely low
impedance of the manufactured transformer.
3.5 Conclusions
This chapter introduced an analytical expression to accurately calculate the leakage
inductance of high-frequency transformers. Using the energy method, a frequency-
dependent expression yielding higher accuracy in comparison with the previous an-
alytical methods has been developed. Moreover, the derived expression has a wide
range of applicability taking into account multilayer conguration, a wide range of
penetration ratios and frequencies. In addition, it accounts for the position of the
windings in the transformer window with its respective dimensions. The high accu-
racy together with its wide range of applications makes the nal expression a useful
tool that designers and researchers can easily implement within any optimization
loops with almost no accuracy compromise.
Chapter 4
Magnetic Core
This chapter is based on the following articles:
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[II] E. Agheb, M. A. Bahmani, H. K. Hoildalen and T. Thiringer, \Core loss
behavior in high frequency high power transformersi: Arbitrary excitation,"
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2012.
4.1 Introduction
Estimation of the total loss is dicult in todays converters since the magnetic mate-
rials face non-sinusoidal excitations [86, 87]. In oshore wind farm, weight and size
are critical parameters which have signicant eect on the cost and complexity of
the installation, foundation and tower. Consequently, higher frequencies are sought
to be used in order to decrease the weight and size of the transformer [88]. The volt-
age and current waveforms in these transformers are non-sinusoidal [89]. Hence, the
inuence of these non-sinusoidal waveforms on the total loss should be investigated.
This non-sinusoidal nature can be handled in winding loss calculations by apply-
ing the Fourier transform and superposition [90]. However, core loss evaluation, in
contrast, is more dicult because of the nonlinear nature of the magnetic materi-
als. Based on the abovementioned facts, the optimum design of a medium (high)
frequency high power transformers requires an accurate investigation of magnetic
losses specially for non-sinusoidal waveforms.
The other important issue in medium frequency high power transformers is the
magnetic material selection. The favourable magnetic materials for magnetic com-
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Table 4.1: Magnetic Material Characteristics
Magnetic Material Manuf. Bsat Specic Continous
Material Losses Operating
Type @ 0.1 T, 100 kHz Temperature
Sil.Steel 10JNHF600 JFE [95] 1.87 T 0.24 kW=kg 150C
Sil.Steel 10NEX900 JFE 1.6 T 0.19 kW=kg 150C
Amorphous 2605SA1 Metglas [96] 1.56 T 0.2 kW=kg 150C
Ferrite 3C85 [97] Ferroxcube 0.45 T 0.009 kW=kg 140C
Ferrite 3C93 Ferroxcube 0.52 T 0.009 kW=kg 140C
Powder Xux 60 Magnetics [98] 1.6 T 0.26 kW=kg 200C
Powder KoolMu 125 Magnetics 1.05 T 0.14 kW=kg 200C
Nano.Crys Vitroperm500F VAC [99] 1.2 T 0.01 kW=kg 120C
Nano.Crys Finement Hitachi [100] 1.23 T 0.011 kW=kg 120C
ponents in a higher range of frequency and power are the ones with lowest core losses,
higher saturation ux densities and higher continuous operating temperature [91].
All these characteristics have to be understood and taken into account in order to
have a suitable selection. Among all categories of magnetic materials which are
suitable for high frequency applications, ferromagnetic materials are favoured to be
used in higher power density applications, due to their higher saturation ux den-
sities than ferrites [92{94]. Particularly, amorphous and nanocrystalline materials
are categorized as low loss and high saturation level ferromagnetic material [65,66].
The aim of this chapter is to investigate the core losses in high power density
transformers when subjected to non-sinusoidal waveforms, in order to evaluate the
dependency of the magnetic loss on the shape of the waveform. Firstly, general
characteristics of dierent soft magnetic material are investigated. Then, three main
methods of core loss evaluations are explained and nally the modied empirical
expressions for switch-mode magnetics are derived and investigated over a wide
range of duty cycles and rise times.
4.2 Magnetic Material Selection
One of the most important steps in designing high power density transformers is most
probably selecting the appropriate magnetic material. To have the best selection,
the magnetic material characteristics should be studied. In reality, since there is no
ideal magnetic material for high frequencies providing low losses, high saturation
ux density, high permeability and low magnetostriction, one should make some
compromises based on the particular application.
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Magnetic materials are classied based on their magnetic properties and also
applications. A soft magnetic material is a material which can be easily magnetized
and demagnetized. In contrast, hard magnetic materials require essential external
magnetic eld for their magnetization and demagnetization. Soft magnetic mate-
rials are usually used for making transformers cores, which concentrate and shape
the magnetic ux. In high frequency high power applications, there are four main
parameters that should be taken into consideration
 Specic core loss or core loss density
 Saturation ux density, Bsat
 Relative permeability, r
 Temperature characteristics
Based on these parameters, dierent kinds of magnetic materials may fulll high
frequency requirements. The performance improvement in these materials has been
achieved by changing ingredients, controlling process quality and so on.
A detailed description of the characteristics of magnetic materials which are used
in medium to high frequency applications is presented in Table. 5.1. Considering
saturation ux density, one can classify these materials starting with the silicon
steel family which indicate the highest Bsat, and followed by XFlux, amorphous
material, nanocrystalline, KoolMu and ferrite. Powdered iron cores have relatively
high specic core losses, as well as low relative permeabilities which make this type
of magnetic materials not to be the rst choice for the high power high frequency
applications.
A transformer core operates at high temperatures and therefore thermal sta-
bility of the materials is of great concern. Theoretically, the Curie temperature is
the limitation of maximum operating temperature, but practically, it is the thermal
capability limits of lamination and coating that determines the maximum temper-
ature. On the other hand, the thermal conductivity of the material determines
the cooling of the core. The highest thermal conductivity is typical for powder
cores and the lowest value is for ferrite. The thermal conductivity of the laminated
cores is anisotropic and it is much higher in rolling direction rather than across the
lamination. This should be considered in heat transfer modeling and the design
methodology.
Fig. 4.1 shows the specic core losses of dierent magnetic materials versus mag-
netic ux density at 5 kHz. As it is seen nanocrystalline materials (Vitroperm500F
and Finement) have the lowest specic loss together with relatively high saturation
level, Bsat. Among all soft magnetic materials, nanocrystalline and Ferrite have
higher priority for high frequency high power applications, however using ferrite
material, one should compromise with the larger core cross sections, due to lower
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Figure 4.1: Specic core loss comparison of dierent soft magnetic material versus mag-
netic ux density at 5 kHz.
saturation level, resulting in larger and heavier components which is not desirable
in high power density applications.
Fig. 4.2 shows the P-B characteristics of Vitroperm500F at dierent frequencies
from datasheet provided by VAC.
4.3 Core Loss Calculation Methods
Each magnetic material has a special working temperature limit which should not
be exceeded. Hence, the permitted loss for a particular design will be limited.
Consequently, modeling and understanding of losses inside the winding and the core
is of great importance and are the basic knowledge to have an optimal design of the
transformers specially in high frequency applications [86]. In principle, there are
three methods to calculate the core losses of magnetic materials, i.e, loss separation
methods, empirical methods and time domain approach which are discussed in this
chapter.
4.3.1 Loss Separation Methods
Within this approach, the total losses are divided into three categories: static hys-
teresis loss, Ph, dynamic eddy current loss, Pe, and excess loss or anomalous loss,
Pex.
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Figure 4.2: Specic core loss of Vitroperm500F at dierent frequencies.
4.3.1.1 Eddy Current Losses
When a conductive material is exposed to a time-varying magnetic eld, some cur-
rent loops (eddy currents) are induced. To formulate these currents, a thin lamina-
tion is considered while exposed to a one directional magnetic eld [101]. The time











where  is the conductivity of the core material, d is the thickness of each lamination












Dependence of magnetic induction on the eld is usually non-linear for magnetic
materials (ferromagnetics) and it takes a form of so-called hysteresis loop. The hys-
teresis loss occurs due to movement and rotation of microscopic magnetic domains
and it also depends on grain size and material composition. At very low frequen-
cies, eddy current loss is negligible and hence, the total measured loss is equal to
hysteresis loss or so called static hysteresis loss [101]. There are several theoretical
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methods to calculate this type of loss in magnetic materials, among those the Jiles
Atherton and Preisach [102,103] are the most common ones, however these methods
are not within the scope of this thesis since they require extensive experiments and
parameter tting procedures in order to have an acceptable parameter identication.
4.3.1.3 Excess Losses or Anomalous
In practice, there is a dierence between the measured total magnetic loss and sum
of static hysteresis and classical eddy current losses, specially for higher frequencies.
This dierence is considered as excess or anomalous losses. This loss is a result of
domain wall movement during the magnetization which induces microscopic eddy
current loss [101]. In 1983 and 1984, Bertotti [104, 105] proposed a statistical loss
theory based on the description of the magnetization. In this theory, a number
of active correlation regions are considered which are distributed randomly in the
material. These active regions are specied by the microstructure of the material










where G is the magnetic object friction coecient, V0 is the parameter describ-
ing the microstructure of the material and A is the core cross section. Obtaining
these coecients can be dicult due to the lack of enough information from the
manufacturer.
4.3.1.4 Total Core Losses
The total magnetic eld intensity inside a material can be dened as
Htotal = Hst hyst +Heddy +Hexcess (4.4)
which means that the total eld is the combination of three components: static
hysteresis, eddy current and the eld due to excess losses. The rst component is
static and it is independent of frequency, but the other two components are frequency
dependant and broaden the B-H curve when measuring the total core losses. The
























It should be mentioned that the static hysteresis loss is dominant at low frequen-
cies, while the excess loss is the highest in the mid-range of frequencies. For higher
frequencies, the classical eddy current loss is dominant [106].
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4.3.2 Time Domain Model
The core loss density is obtained by using the loss separation method in the frequency
domain according to







Here, Pv is the core loss per unit volume, Pe is eddy current loss, Ph is hysteresis
loss, Pex is excess loss,  is the power factor (usually equal to 2), f is the operating
frequency, Bm is the maximum value of the magnetic ux density, ke, kh and kex are
the loss coecients which are to be extracted from the provided P-B curves, as seen
in Fig. 4.1 and Fig. 4.2 , of the studied magnetic material and other characteristics
of the core material [107].
As mentioned before, the time averaged value of the eddy current loss can be











The coecient ke is determined by equating Pe in (4.6) and (4.7) under sinu-
soidal excitation since (4.6) is only valid for sinusoidal waveforms. Therefore the























Since a complete material characterization is not usually available from manu-
facturers, kex in (4.6) cannot be directly extracted. One can notice, by comparing
(4.9) with the corresponding term in (4.6), that the magnitude of the coecient,
kex, is dependent on G and V0. Therefore, a curve tting is necessary to determine










hence, the instantaneous value of excess loss can be calculated by

















In order to calculate hysteresis losses in the time domain, the equivalent elliptical
loop (EEL), which was originally introduced in [107] and implemented in the nite
element software Maxwell, method is used. The magnetic hysteresis loss is described
as a function of the irreversible component of the magnetic eld Hirr and the ellipse
parameters are represented as
B = Bmsin() ; Hirr = Hmcos() (4.13)
where  = 2ft and Hm is the peak value of the magnetic eld intensity. The area
of the resulted ellipse is equal to the hysteresis loss. substituting (4.13) into (4.12)







2()dt = fHmBm (4.14)



























The time averaged loss Ph is derived using the irreversible component of magnetic
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Thus, the three components of the instantaneous magnetic loss in 3D cases for
soft magnetic materials are as follows












































Here, Ph(t), Pe(t) and Pex(t) are the instantaneous values for the hysteresis, eddy
current and excess loss, respectively [108].
It should be noted that the time dependent method are used for all of the FEM
derived core loss calculations in this thesis. The loss coecients, kh and kex, are
identied applying the least square method on the dierence between the loss density
obtained from measurements provided by the manufacturer, (Fig. 4.2), and the loss














where Bmi and Pvi are the values corresponding to i
th point on the P-B curve at
any given frequency.
4.3.3 Empirical Methods
Loss separation methods give the capability of estimating the core loss for arbitrary
waveforms. Nevertheless, only eddy current loss can be calculated and the factors
and coecients in the other two components should be obtained through extensive
experiments and parameter tting procedures. Due to this drawback, this model
seems to be insucient and impractical for the designers who prefer to use easy
methods and lower amount of data resources of materials. In 1892, Steinmetz pre-
sented an equation to estimate the magnetic loss inside the materials which was only
dependent on the peak value of the magnetic induction [109].
4.3.3.1 OSE
Currently, a more general and veried version of the Steinmetz equation is used by
the designers of magnetic devices known as the original Steinmetz equation (OSE)
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which basically resulted from the curve tting of several experiments under sinu-
soidal excitations at dierent frequencies and peak magnetic inductions as follows
Pc = kf
Bm (4.22)
where f is the fundamental frequency of the excitation and Bm is the peak mag-
netic induction. Furthermore, k,  and  are determined by material characteristics
and can be easily obtained using manufacturer datasheets without requiring any
detailed knowledge of the materials. This expression has a very good accuracy for
sinusoidal excitations. However, due to the increasing use of power electronic con-
version systems, there is an urgent need to nd a method with acceptable accuracy
for non-sinusoidal ux waveforms. To overcome this problem, the Fourier transform
was applied in [110], which could be used for any arbitrary waveform to decompose
it into a series of sinusoidal waves. Then, (4.22) was applied on each sinusoidal
component and using the superimposed eect of harmonics, the total loss could be
obtained. However, this summation has a considerable dierence with the mea-
sured values, since there is no orthogonality between dierent harmonics due to the
nonlinear nature of magnetic materials.
4.3.3.2 MSE
The empirical Steinmetz equations have been the most practical and useful tool for
the evaluation of magnetization losses in recent years. Therefore, several modi-
cations have been implemented to extend them for non-sinusoidal waveforms. The
rst improvement was done based on the physical understanding of hysteresis dy-
namics and correlating the magnetic loss with the rate of the change of magnetic
ux density. Based on this idea, an equivalent frequency, feq, was introduced [111]













where T is the period of the ux waveform and B is the peak to peak ux ampli-
tude. Considering this equivalent frequency, the magnetic loss density is determined








where f is the excitation fundamental frequency.
4.3.3.3 GSE
To correct the mismatch between the MSE and OSE for sinusoidal waveforms, an-
other modication was proposed [112]. This idea is based on the physical assump-
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tion that the loss inside the material is not only depending on the rate of changes
in magnetic induction, but also related to the instantaneous value of ux density.
















jcos()j jsin()j  d (4.26)
4.3.3.4 IGSE
The other commonly used expression for core loss calculations is known as the
















In this method, the instantaneous value of B is replaced by the peak to peak value
B and the waveform could be split into one major and several minor loops and
the derived expression would be applied to each loop separately. In [114], a similar
approach was introduced and named as the natural Steinmetz equation resulting in
the same expression as IGSE.
4.3.3.5 WCSE
The latest modication on Steinmetz equation was done by Shen which is known as
Waveform-coecient Steinmetz equation (WCSE) [115]. He presented a coecient
for (4.22), to establish a relationship between any arbitrary waveform with the sinu-
soidal one with the same peak ux density. This ux waveform coecient (FWC)
can be obtained by calculating the area of the ux waveform and divide it by the






















Figure 4.3: Example of the excitation voltage and the corresponding instantaneous value
of magnetic ux density.
where arb(t) and sin(t) are the instantaneous value of magnetic ux inside the core
associated with arbitrary and sinusoidal excitations, respectively. This correction
factor is directly multiplied by the core loss expression of OSE, (4.22) as follows
Pc = FWC:kf
Bm (4.30)
4.4 Modied Empirical Expressions for Non-Sinusoidal
Waveforms
In this part, the aforementioned empirical loss calculation methods are modied to
be applicable for rectangular waveforms considering the respective duty cycles and
rise times which is the typical waveforms in switch-mode magnetics. In order to have
an appropriate comparison of core losses by varying the waveform characteristics, the
maximum value of the applied voltage is considered as a constant value. However,
the peak induction will be xed. Consequently, by changing the shape of the voltage
waveform, for instance the rise time or duty cycle, the eective cross section of the
core is varied to have a constant value of Bm. The required core cross section for





where Vrms is the rms value of the voltage depicted in Fig. 4.3 , kc is the lling
factor of the core, N is the number of primary or secondary turns depending on
the corresponding voltage and f is the fundamental frequency. The coecient kf is
dened as








where D is the duty cycle and R is the relative rise time in the rectangular waveform












The waveforms of the instantaneous voltage and the corresponding ux density
for one period are depicted in Fig. 4.3 where the time periods ton and tr are il-
lustrated. The ux density waveform can be easily obtained by integration of the
voltage and dividing it by the number of respective winding turns and cross section
of the core. As can be seen, whenever the voltage is constant, the induction has a
linear behavior, but in rise and fall times when voltage is changing, the induction
has a second order pattern.
4.4.0.6 Modied MSE
Using the previously presented empirical equation of loss method for the MSE and
also using (6.50) and (4.32) for the cross sections, an easy to use expression for













Similarly, the calculated expression for the IGSE method, suitable for loss evaluation
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Figure 4.4: Accuracy investigation of the modied Steinmetz equations with dierent
values of D and R = 0.
Based on the assumptions and procedure of the methods, correction coecients
were added to the main OSE equation, to extend and adapt it to the studied non-
sinusoidal waveform. These coecients are only dependent on two main factors,
R and D which were previously dened in (5.7). The important issue to mention
from the equations presented above are that the magnetic loss density depends not
only on the frequency and peak magnetic induction, but also on D and R of the
waveform depicted in Fig. 4.3.
It should be noted that, due to the presence of a second order term with a non-
integer exponent ( ) within integration process, it is not possible to achieve any
closed form expression for GSE accounting for core losses in non-sinusoidal waveform
shown in Fig. 4.3.
4.4.1 Validity Investigation for Dierent Duty Cycles, D
In this part, dierent waveforms with various values of D, with R = 0, have been
applied on a case study transformer which is a 1 MVA, 1/10 kV transformer op-
erating at 5 kHz with 6 turns of the primary windings and the peak value of the
magnetic ux density is set to 0.9 T. The core material used for all simulations in this
comparison is Vitroperm500F as its core loss characteristics presented in Fig. 4.2.
To study the eect of the duty cycle, D has been changed from 0.25 to its
maximum, 0.5. The obtained results are depicted in Fig. 4.4. In order to have a
xed maximum ux density in all simulations, the dimension of the transformer at
each simulation should be changed according to (6.50) which simply means that by
increasing the duty cycle, the cross section of the core will increase.
The results presented in Fig. 4.4 can be interpreted from two points of view.
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Figure 4.5: Instantaneous core loss waveform in a half period with dierent values of D
and R = 0.
Firstly, reducing the duty cycle leads to higher magnitude of losses inside the core.
Secondly, for high duty cycles, the OSE which only considers the sinusoidal wave-
forms has a good accuracy and its deviation from the result obtained by FEM is
less than 10 percent. However, there are considerable deviations at lower values of
D between the core loss densities obtained by the OSE and FEM simulations. The
most acceptable accuracy is around D = 0.4 where almost all the methods provide
similar results. In general the modied IGSE and MSE methods has a higher accu-
racy compared to OSE and WCSE. Therefore they will be later utilized in the high
power density transform design.
Fig. 4.5 shows the computed instantaneous core loss of four dierent duty cycles
for half a period using a FEM software at 5 kHz. By decreasing the duty cycle, the
maximum value of the instantaneous loss will increase since the rate of change of B,
dB(t)
dt
, increases. This is the most important term in the transient loss calculation
methods. The other interesting point regarding Fig. 4.5 is that the peak value of
instantaneous core loss occurs at t = T
4
which is due to the term jBm  cos(2ft)j in
(4.20). Moreover, for lower duty cycles, the peak value of the core loss is higher.
4.4.2 Validity Investigation for Dierent Rise Times, R
In addition to the duty cycle, the rise and fall time, R, of the excitation voltage has a
signicant eect on the magnetic core loss. The comparison between the calculated
average core loss density obtained by dierent modied Steinmetz equations, as well
as FEM simulations has been shown in Fig. 4.6. It should be mentioned that, as
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Figure 4.6: Accuracy investigation of the modied Steinmetz equations with dierent R
values and D = 0:5.
in the previous section, all the calculations and simulations for dierent values of R
were performed in the condition of similar Vdc and Bm.
As can be seen in Fig. 4.6 the magnetic loss increases at higher R values except
for the OSE. The longer the rise time, the higher the loss inside the core will be.
Changing R from zero to 0.25 which means from rectangular to triangular, results




, the voltage waveform approaches the triangular shape. In this case,
the voltage increases linearly which generates a parabolic ux density waveform. In
order to compare the resulting loss densities properly, Bm should be kept constant.
The quadratic polynomial ux density results in a higher magnitude of the magnetic
loss.
Moreover, as can be seen in Fig. 4.6, the modied IGSE and MSE have an
acceptable accuracy at almost all values of R particularly when R is very small
which is the case of most power electronic waveforms. By decreasing the rise time,
the OSE and its modication, WCSE, deviates more from the results obtained by
FEM simulations whereas the other group including IGSE and MSE has negligible
deviations from FEM.
The instantaneous core loss at four dierent values of R in one period are il-
lustrated Fig. 4.7. As can be seen, during the transition time, the core loss has a
polynomial behavior. Besides, the highest loss occurs at R equal to 0.25.
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Figure 4.7: Instantaneous core loss waveform with dierent values of R and D = 0:5.
4.5 Conclusions
The transformers used in power electronic converters are frequently subjected to
non-sinusoidal voltages. As a consequence of the increasing use of these waveforms,
the eects of arbitrary wave-shapes on the eciency of the transformers should be
investigated. The magnetic losses due to sinusoidal excitation can be easily calcu-
lated using datasheets provided by manufacturers. In non-sinusoidal and harmonic
cases, due to the nonlinear behavior of magnetic materials, more complex methods
are necessary. The main aim of this chapter was to study the eect of the com-
monly used power electronic waveforms on the core losses. Accordingly, using the
proposed modication of the Steinmetz equation in literature, such as MSE, IGSE
and WcSE, some general expressions were derived and presented for the rectangular
waveforms with their associated duty cycle and rise time. In each of these expres-
sions, a correction factor is introduced to relate the Steinmetz expression to these
waveforms.
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5.1 Introduction
High power isolated DC-DC converters are likely to provide solutions for many
technical challenges associated with power density, eciency and reliability in poten-
tial applications such as oshore wind farms, inter-connection of DC grids, MVDC
in data centers and in future solid state transformer applications. The Medium-
Frequency Power Transformer (MFPT) is one of the key elements of such a con-
verter to realize the voltage adaption, isolation requirements, as well as high power
density. This chapter describes a design and optimization methodology taking into
account the loss calculation, isolation requirements and thermal management. In-
corporating this design methodology, an optimization process with a wide range of
parameter variations is applied on a 50 kW, 1 / 3 kV, 5 kHz transformer to nd the
highest power density while the eciency, isolation, thermal and leakage inductance
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Figure 5.1: (a) Dual active bridge circuit. (b) Steady state medium-frequency power
transformer voltage and current waveforms for single-phase shift modulation.
requirements are all met. The optimized transformers are then manufactured and
measured. The result is presented in this chapter.
5.2 DC-DC Converter Topology
Recently, there has been growing interest in utilizing dual active bridge (DAB)
converters in high power applications. The equivalent circuit of a DAB converter is
shown in Fig. 5.1(a) in which two square wave voltage waveforms on the two sides
of the transformer has been shifted by controlling the input and output bridges,
applying full voltage over the inductance, L, which is used to shape the current for
the power transfer [2]. The steady state transformer voltage and current waveforms
of a DAB converter with simple phase shift modulation are shown in Fig. 5.1(b). It
is worth to point out that in order to have soft switching at turn on, the anti-parallel
diode of each switch should start conducting prior to the turn on moment. In order
to achieve zero-voltage switching (ZVS) at turn on, the phase shift between the
bridges, ', should be higher than a certain value resulting in a minimum value of
the series inductance as presented in (5.1). This inductance is preferably integrated
as the leakage inductance of the medium-frequency transformer, Fig. 5.1(a), in order
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where 'min which is associated with the worst case condition, in which the maximum








for d < 1
(5.2)





It should be noted that in normal conditions, d equals 1. The waveforms illus-
trated in Fig. 5.1(b) will later, in this chapter, be used as the transformer excitations
and consequently they will aect the transformer losses, i.e, copper and core losses.










VDC1IT1(rms)(1 + d) (5.4)
5.3 Optimization Procedure
In contrast to most of the proposed design methodologies for high-frequency trans-
formers, focusing on core selection based on a parameter called area product, Ap,
[19,20] the design methodology proposed in this chapter utilizes the integrated leak-
age inductance of the transformer and its corresponding phase shift within the DAB
topology. In addition, the isolation requirements introduced by the medium voltage
DC link is considered as one of the design inputs making this design suitable for
high-power medium frequency oshore dc-dc converters [73]. Moreover, unlike the
conventional design of magnetic components where the core will be initially selected
from a manufacturer look-up table, the core dimensions are not a limiting factor
in this optimization [21, 76]. It is assumed that specic core dimensions for specic
high power density applications can be tailored by core manufacturers. Fig. 5.2
shows the proposed optimization owchart used for designing a medium-frequency
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high power transformer which is supposed to meet the mentioned requirements. Dif-
ferent parts of this design and optimization process are explained in details further
in this chapter.
5.3.1 System Requirements and Considerations
The rst step is to introduce the converter level requirements, i.e, output power,
Pout, DC voltage levels, VDC1 and VDC2, operating frequency, f , transformer turn
ratio, n, required leakage inductance, L, and isolation requirements, Viso, as well
as the maximum operating temperature, Tmax. The transformer is exposed to the
voltage and current waveforms shown in Fig. 5.1(b) which are typical waveforms of a
DAB converter. However, the proposed design methodology can easily be applied on
other types of modulations with duty cycles, D1 and D2, being below 0.5. It is worth
to point out that because of the power rating limitations of modern semiconductor
devices, a modular concept comprising of building blocks enabling parallel connec-
tion on the low voltage side and series connection on the high voltage side, will most
likely be considered [31], particularly in high power and high voltage applications.
Fig. 5.3 illustrates an example of this kind of modularity with paralleled input and
series output connection (PISO). It is worth to point out that the medium-frequency
transformer of each single module must withstand the total voltage over the output
series connected modules, the HVDC voltage.
5.3.2 Fixed Parameters
Prior to the iterative optimization part, the magnetic core material, insulation ma-
terial, the windings type and inter-layer distances need to be set.
5.3.2.1 Magnetic Core Material
The favorable magnetic materials for magnetic components in a higher range of
frequency and power are the ones with lowest core losses, higher saturation ux
densities and higher continuous operating temperature [91]. All these characteristics
have to be understood and taken into account in order to make a suitable selection.
Among all categories of magnetic materials which are suitable for high frequency
applications, ferromagnetic materials are favored to be used in higher power density
applications, due to their higher saturation ux densities compared to ferrites [92{
94] since the required magnetic core cross section is inversely proportional to the
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1 : System Requirements
3 : Isolation & Clearance calculations
5 : Dimension Calculations
6 : Power Losses Calculations
B , Acore, hw , H, m2 , Nl2 , W1, W2 , MLT1 ,
MLTiso , MLT2 , diso , G
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8 : Saving The Results
No
Yes
VDC1 , VDC2 , n , Pout , Lσ , f , Viso, Tmax
Bsat , k , α , β , ρcore , kc
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Magnetic Core Insulating Material
dins1 , dins2 , dins_int1, dins_int2 , dt1 , dt2 ,
dc1 , dc2
Eins , tan(δ ) , εr , ksaf
Inter Layer & Core distances
dcf , dcl , diso_min
4 : Free Parameters
nc , A , m1 , Nl1 , ds1 , ds2 , AR1, AR2, Jmax










7 : Thermal Calculations and Constraints
TLV , THV , Tcc , Tcy , TB
diso-min < diso & TLV < Tmax
Core Window Dimensions
Aw1 , Aw2 , NS1 , NS2 , nsh1 ,nsv1 ,nsh2 , nsv2
,hb1 , hb2 , wb1 , wb2
Litz Dimensions
Figure 5.2: Design Algorithm.

























Figure 5.3: Parallelinput series output connection of building blocks of an isolated DC-DC
converter for HVDC oshore applications.
where Vrms is the RMS value of the primary voltage, kc is the lling factor of the
core, N1 is the number of primary turns, and f is the fundamental frequency. The








where D is the duty cycle and R is the relative rise time in the rectangular waveform












It should be noted that for the phase shift modulation in the DAB converter
which is shown in Fig. 5.1(b), the value of D is 0.5 and R is equal to zero. More-
over, in order to avoid core saturation due to an unwanted magnetic ux density
uctuation, the maximum induction level, Bm, is considered as 80% of the saturation
level of the selected magnetic core.
A detailed characteristics of magnetic materials which are used in medium to
high frequency applications are presented in Table. 5.1. Considering saturation ux
density, one can classify these materials starting with the silicon steel family hav-
ing the highest Bsat, and followed by XFlux, amorphous material, nanocrystalline,
KoolMu and ferrite. Powdered iron cores have relatively high specic core losses, as
well as low relative permeability making this type of magnetic materials not to be the
rst choice for the high power high frequency applications. Accordingly, considering
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Table 5.1: Magnetic Material Characteristics
Magnetic Material Bsat Specic
Material Losses
Type @ 0.1 T, 100 kHz
Sil.Steel 10JNHF600 [95] 1.87 T 0.24 kW=kg
Sil.Steel 10NEX900 1.6 T 0.19 kW=kg
Amorphous 2605SA1 [96] 1.56 T 0.2 kW=kg
Ferrite N87 [116] 0.39 T 0.009 kW=kg
Ferrite 3C85 [97] 0.45 T 0.009 kW=kg
Ferrite 3C93 0.52 T 0.009 kW=kg
Powder Xux 60 [98] 1.6 T 0.26 kW=kg
Powder KoolMu 125 1.05 T 0.14 kW=kg
Nano.Crys Vitroperm500F [99] 1.2 T 0.01 kW=kg
Nano.Crys Finement [100] 1.23 T 0.011 kW=kg
both magnetic ux density and specic losses together, one can conclude that the
amorphous and noncrystalline materials seem to be the favorable candidates [65,66].
Therefore, Vitroperm500F is chosen as the primary magnetic material used in this
study.
5.3.2.2 Windings
As in magnetic material, windings need to exhibit certain characteristics in order to
be used in high power density applications. Among those is high current carrying
capabilities, high lling factor, good heat dissipation capability and more impor-
tantly less power losses. Considering the lling factor, rectangular foil conductors
seem to be the most eective one, however, it suers from a relatively high inter-
winding capacitance as well as the practical diculty to wind it. The second type
of conductors are round solid conductors, magnet wires, which are widely used in
transformers, motors and other magnetic components since they are commercially
available in a wide range of diameters with a relatively low price [51,61]. Moreover,
round wires require less practical eorts to be tightly wound around a core [19,62],
nevertheless, it suers from enhanced high frequency losses because of excess skin
and proximity eects. The other type of windings which has caught much atten-
tions are litz wires. The litz wire shows a substantial reduction of skin and proximity
eects since it consists of multiple individually insulated conductor strands which
have been twisted along the wire length. In order to improve the lling factor, rect-
angular litz wires are more favorable than the round ones when the reduction of size
is a design goal. A further reason for choosing a rectangular litz wire is that its AC
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resistance factor and winding losses can be calculated by the existing winding loss
calculation expression with a good approximation [117]. A schematic of this kind
of conductors is depicted in Fig. 5.4 together with all the geometrical dimensions
already presented in Fig. 5.2.
5.3.2.3 Insulation Material and Distances
The insulation material determines the other set of xed parameters used in the
proposed design methodology. As can be seen in Fig. 5.4, a dry type insulating
material, which provides high dielectric strength, is used within the isolation and
clearance distances, diso and dcl. In addition, as shown in Fig. 5.4, the coil former
which provides a distance between the inner layer of the primary windings and
the core, dcf , is composed of a thermally conductive polymeric material, CoolPoly-
D5108, enabling a proper heat conduction to the heat sinks implemented on the core
surfaces as well as providing enough isolation between the primary windings and the
core [118]. The dielectric and thermal characteristics of some insulating materials
are tabulated in Table 5.2. As can be seen there, the selected material, D5108,
has superior thermal and dielectric characteristics compared to other commonly
used insulating material, particularly its thermal conductivity which is nearly two
orders of magnitude higher than the ones of the other presented materials. With
the insulating material selected, the required clearances can be calculated by
dcf = d VLV DC
ksafEins
e ; dcl1;2 = d VMVDC
ksafEins
e (5.8)
where, a safety factor of 30%, for ksaf , is considered for the dielectric strength of the
isolating medium and Eins is the dielectric strength of the selected insulating medium
presented in Table 5.2. The minimum value of the isolation distance, diso min, can
accordingly be calculated as
diso min = d Viso
ksafEins
e: (5.9)
However, this is only a criterion and the actual value will later be calculated
with respect to the desired leakage inductance.
The other group of xed parameters are the horizontal and vertical distances
between the litz conductors, dins1, dins2, dt1 and dt2, respectively, as shown in Fig. 5.4.
These distances are in addition to the outer insulation thicknesses of the litz bundles.
5.3.3 Free Parameters
After selecting the magnetic core material, dielectric material and the required xed
distances, several free parameters composed from geometrical and electrical param-
eters are chosen and swept within a wide range, in order to nd the minimum
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Table 5.2: Electrical and thermal characteristics of some insulating materials [56,118{120]
Dielectric Thermal Dielectric tan
Material Conductivity Strength
[ Wm:K ] [
kV
mm ]
Air (@70C) 0.03 3 0
CoolPoly-D5108 10 29 0.022 (@100Hz)
Mica 0.71 11-43 -
Transformer oil 0.12 10-15 2e-6 (@50MHz)
Paper 0.05 22-49 6e-5 (@1kHz)
NOMEX - 27 5e-3(@ 60Hz)
transformer volume meeting the eciency, isolation, leakage inductance and heat
dissipation requirements. Once a set of free parameters are established, one can
determine all the geometrical dimensions of the transformer addressing the required
distances to achieve the desired leakage inductance, winding and core dimensions
and the other geometrical parameters shown in Fig. 5.2 and Fig. 5.4 which illustrates
all the frontal, lateral and top dimensions of the desired transformer design.
For the purpose of this study, nine free parameters which are swept over a wide
range are designated as the number of the magnetic core stacks, nc, the frontal side
of the core cross section, A, the number of layers and the number of litz bundle
turns per layer in the primary windings portion, m1 and Nl1, the diameter of the
strands in the primary and secondary litz wires, ds1 and ds2, the aspect ratios of the
primary and secondary litz bundles which is the ratio between the respective total
height and width, AR1 and AR2, and nally the maximum allowed RMS value of the
current density through a conductor, Jmax. The selection of free parameters highly
depends on the optimization targets and restrictions, as well as the considered core
and winding topologies. For instance, in case of foil conductors, one can consider
the thickness of the foil conductors as the complementary free parameter.
All possible combinations of these free parameters will be applied to the opti-
mization owchart shown in Fig. 5.2, resulting in distinct transformer geometries
corresponding to its set of free variables. Utilizing the modied and developed ex-
pressions, the core, windings and dielectric losses are then being evaluated for each
set of free parameters [121,122]. The eciency, power density and temperature rise
of each transformer are then extracted and compared in order to obtain the optimum
combination that meets the requirements.
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5.3.4 Geometry Determination with Rectangular Litz Con-
ductors
Having the xed and free parameters, the transformer geometry can be dened as










Considering the geometry structure shown in Fig. 5.4 and considering the number





where A is the frontal side length of each core stack. With a specic set of strand
diameters and the allowed current density given by the free parameters, the number













where IT1, the transformer primary RMS current, is the function of the applied
phase shift, ', which is in this case the minimum allowed value ensuring the soft
switching and yet having a reasonable amount of reactive power circulation. On the
basis of the waveforms presented in Fig. 5.1(b), IT1 can be calculated from




1   4t2't1   Tst1t' + Tst2'
3Ts
(5.13)






 + 2'd  d





After determining the number of strands in each litz bundle, the number of
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where k is
k = dins int(1  AR): (5.17)
It should be pointed out that (5.16) and (5.17) are used for both the primary and
secondary windings, nsh1 and nsh2, with their corresponding free parameters. This
internal arrangement of the litz bundle will be used later to calculate the winding
losses. Accordingly, the number of strands in each internal column within a litz













As a result, the winding height, hw, the core window height, H, and the primary
windings build are respectively calculated as
hw = (Nl1 + 1) (nsv1ds1 + 2dins int1) +Nl1dt1 (5.19)
H = hw + 2dcl (5.20)
W1 = m1(nsh1ds1 + 2dins int1) + (m1   1)dins1 (5.21)
where dt1, dins1, dins int1 and other parameters were already illustrated in Fig. 5.4.
Hence, the mean length turn of the primary windings, MLT1, which will be later
used for the windings loss calculation is obtained from
MLT1 = 2 (2A+ dc1 + 4dcf + ncB + (nc   1) dc2 + 2W1) : (5.22)
Likewise, the number of turns per layer and the number of layers at the secondary
litz winding are respectively calculated by
Nl2 =

hw   (nsv2ds + 2dins int2)









Accordingly, the secondary winding build is calculated from
W2 = m2 (nsh2ds2 + 2dins int2) + (m2   1) dins2: (5.25)
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5.3.4.1 Isolation Distance, diso
In order to be able to calculate the rest of the geometrical dimensions, i.e, the core
window width, the total length and width of the transformer box and consequently
the total volume of the box, the rst parameter to be determined is the required
isolation distance, diso, fullling the minimum isolation requirements, Viso, as well as
providing the desired leakage inductance, L, ensuring ZVS operation of the DC-DC
converter.
For this purpose, the analytical expression presented in [122], accounting for the
high frequency eect on the leakage inductance value, is rearranged as
diso =






where k1 to k3 can be calculated according to the expressions presented in [73] for
the foil and round conductors. However, in case of the rectangular litz wire used in
this chapter, those coecients should be adapted as follows
k1 =

















where the number of layers, strand diameters and the penetration ratios are adapted
for the rectangular litz conductor as
m01 = nsh1m1 ; m
0



























where  is the skin depth at any particular frequency and  is dened as 1+j

.
Furthermore, k2 can be calculated as
k2 =MLT1 + 4W1 (5.31)
and k3 are calculated as
98 CHAPTER 5. DESIGN METHODOLOGY WITH PROTOTYPES
k3 = (MLT1 + 4(W1 +W2))k1   k4 (5.32)





















Thus, the expression in (5.26) gives the required isolation distance providing the
desired leakage inductance as one of the design specications. It should be noted
that the obtained value of diso must be sucient enough to withstand the isolation
voltage level, Viso. Otherwise, the design is not acceptable and the next transformer
geometry construction with a new set of the free parameters will be initiated.
Having Viso determined, one can uniquely draw the transformer sketch, shown
in Fig. 5.4, with all the geometrical details. Therefore, it is possible to utilize the
loss evaluation methods, in order to calculate the power losses of each transformer
corresponding to each set of free parameters.
5.3.5 Losses Calculations
The magnetic components volume reduction at higher frequencies is at the expense
of enhanced core losses as well as increased winding losses due to intensied skin
and proximity eects. Although the main focus is to mitigate this loss enhance-
ment by utilizing the proper magnetic material, winding type as well as the right
thermal management strategy, it is also important to more accurately evaluate the
aforementioned power losses in order to properly implement a thermal management
scheme. For this purpose, various analytical and empirical loss evaluation methods
have been studied and modied in some cases. Finally the most suitable ones have
been selected to be used in this work.
5.3.5.1 Core Losses
In order to evaluate the core losses, the modied expression of the improved gen-
eralized Steinmetz equation (IGSE) adapted for the square-wave excitation with
arbitrary duty cycles and rise times presented in [73,123] has been used as










where D and R are equal to 0.5 and 0 respectively for the standard phase shift
DAB converter,  is the magnetic core density,  and  are the Steinmetz core loss







jcos()j 2 d : (5.35)
Accordingly, the magnetic core volume, Vc, can be determined as follows
Vc = 4ncAB (H + 2A) + 4ncABG (5.36)
in which H is the window height previously calculated in (6.33) and G is the core
window width calculated from
G = dcf +W1 + diso +W2 + dcl: (5.37)
5.3.5.2 Windings Losses















where RDC1 and RDC2 are the DC resistance of the primary and secondary windings
portion, RF1h and RF2h are respectively the AC resistance factor of the primary
and secondary windings portion at the hth harmonic. In addition, I1h and I2h ,
are respectively the rms values of the primary and secondary currents through the
transformer windings for the hth harmonic. The DC resistance of the primary and
secondary windings portion associated with rectangular litz winding arrangement








where  is the conductivity of the conductors, here copper, MLT1 is previously
dened in (6.37) andMLT2 is the mean length turn of the secondary winding which
is calculated, as can be seen in top view of Fig. 5.4, as
MLT2 =MLT1 + 4W1 + 4W2 + 8diso: (5.40)
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As shown in Fig. 5.1(b), the transformer voltages and currents are not sinusoidal.
Therefore, AC resistance factors, RF1h and RF2h , should be, separately for each
harmonic content, calculated from the expression in [124] which, in this chapter, is














where h is the penetration ratio of the h
th harmonic dened in (5.30) in which,
it is clear that h increases at higher harmonic numbers, because it is inversely
proportional to the skin depth.
Finally, the RMS value of the hth harmonic of the transformer currents, to be













In low frequency applications, dielectric losses are often negligible, however when
operating at higher frequencies, this type of losses are also important to be con-
sidered particularly in high power density applications where the design already is




in which tan() is the dissipation factor of the dielectric material, already pre-
sented in Table. 5.2, Cins and Vins are respectively the capacitance of the dielectric
medium and the voltage over it. It should be pointed out that for simplicity, the
magnetic eld within the isolation distance, diso, coil former distance, dcf , as well
as the clearing distances, dcl, is considered to be uniform.
5.3.6 Thermal Analysis
The thermal aspects of a magnetic design is one of the most crucial issues since,
in principle, it is the main design limitation, specifying the geometrical boundaries
in which the magnetic component can continuously operates without exceeding the
critical temperature, as one of the design criteria. Accordingly, a proper thermal
management scheme is a key to dissipate the power losses and consequently to
achieve higher power densities.
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The combination of two thermal management methods, shown in Fig. 5.5(right),
are implemented in the current design approach. First of all, as in planar trans-
formers, heat sinks are considered to be placed on the core surfaces in order to
increase the eective surface area resulting in thermal resistance reduction and con-
sequently higher power dissipation capability of the design. The main drawback of
this method, besides increasing the total volume of the transformer box, is that due
to the poor thermal contact of the core and the primary windings, the heat around
the middle limbs, usually the hottest spot of the transformer, can not easily be
conducted to the heat sink. For this reason, a complementary thermal management
method has been incorporated placing a thermally conductive material between the
primary windings and the core in order to directly conduct the heat to the top and
bottom part of the transformer where heat sinks are assembled. As a result, with
a negligible increase in the transformer total volume, heat can be extracted from
the hot spots deep inside the transformer. Copper or aluminum straps are suit-
able candidates for this purpose due to their relatively high thermal conductivity.
However, in the current design methodology, a thermally conductive, electrically
dielectric, polymeric material, which simultaneously can be considered both as the
heat removal medium and a dielectric bobbin or coil-former for the transformer, is
used, as can be seen in Fig. 5.5(right). In addition, using the polymeric material,
the possibility of eddy current losses in the copper or aluminum due to an unwanted
air gap in the core, is considerably reduced.
In principle, dening the convection coecients is one of the biggest uncertain
parts of any magnetic design, due to many practical factors aecting the heat transfer
process. Therefore, it may be hard to justify the use of very elaborated methods for
specifying these coecients [56]. Therefore, two dierent approaches with dierent
level of detail have been considered in this chapter for the thermal design.
5.3.6.1 Isotherm Surface Model
Having the outer surface of the magnetic component determined and assuming that
all the open surfaces of the magnetic component have the same temperature, the
maximum power dissipation capability of each transformer corresponding to each
set of free parameters can be evaluated from
Pcore + Pwindings + Pins = Pconv + Prad
= hconvAconv (Ts   Ta) + hradArad (Ts   Ta)
(5.44)
where Pconv and Prad are the heat transfer rates by convection and radiation heat
transfer mechanisms, respectively. Aconv and Arad are the convective and radiating
area, respectively, and Ts and Ta are the temperature of the surface and ambient
temperature, in the same order [56]. hrad is the radiation heat transfer coecient
calculated by
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Figure 5.5: Thermally conductive, electrically dielectric polymeric coil-former which ex-
tracts the heat from hot spots to the heat sinks.
hrad =
" (T 4s   T 4a )
Ts   Ta (5.45)
where " is the emissivity of the radiating surface and  is the Stefan-Boltzmann
constant,  = 5:67 10 8 W
m2:K4
.
The convection heat transfer coecient, hconv, is probably the most uncertain
coecient in any magnetic design requiring a reliable thermal evaluation since it
depends on physical dimensions and orientation of the object, type of the uid,
density, velocity and several other parameters which are not often possible to be
reliably determined. One of the accurate presentations of the convection coecient
is reported in [56] in which the convection heat transfer coecient is proportional





where k is the thermal conductivity and L is the characteristic length of the object
dened as the total distance passed by the uid cooling the magnetic component as
follows
L = ncB + (nc   1)dc2 +H + 2
p
A2 +G2 (5.47)
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There are several presentations of Nusselt number, however the one reported
in [56], in addition to its high accuracy, is valid for a wide range of Rayleigh number
as follows
Nu = 0:68 +
0:67Ra1=4
1 + (0:492=Pr)9=16
4=9 for Ra < 109 (5.48)















where g is the gravity, cp is the specic heat capacity,  and  are the kinematic and
dynamic viscosities, respectively. The values of these parameters can be found in
heat transfer textbooks and handbooks for dierent materials at dierent tempera-
tures [56,125]. As a result, the convection heat transfer coecient can be calculated
from















5.3.6.2 Thermal Network Model
The isotherm surface method does not provide any information about the real heat
distribution inside the components and merely indicates the maximum heat dissi-
pation capability of the component with respect to its assumed surface temperature
and its respective dimensions and orientation. Hence, it remains unclear whether
there are hot spots which passed the critical temperature inside the components
or not. It would thus be of interest to implement a more detailed presentation of
the heat distribution inside the transformer. This can be achieved by considering
the thermal network composed of several thermal resistances which govern the heat
transfer between dierent internal parts as well as the surface area of the trans-
former.
The equivalent thermal network of the proposed transformer is depicted in Fig. 5.6
in which six dierent temperature nodes connected by the thermal resistances have
been considered. These temperature nodes are the HV winding temperature, THV ,
LV winding temperature, TLV , center limb core temperature, Tcc, yokes and side
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limbs temperature, Tcy, heat sink base temperature, Tb and nally the ambient tem-
perature, Tam. In shell type transformers the middle limb is surrounded by the
windings. Hence its surfaces are not exposed to the air and its corresponding heat
should be rst conducted to the surface areas which are exposed to the open air and
then be dissipated by means of convection and radiation. Therefore, the magnetic
core is divided into two areas, the middle limb with the temperature, Tcc, and the
rest of the core consisting of side limbs and the yokes with the temperature, Tcy. The
main assumption here is that each of the aforementioned sections are assumed to
have a uniform temperature distribution, e.g., all copper areas inside the LV winding
portion is assumed to have one temperature, TLV .
It should be mentioned that the heat exchange inside the transformer is mainly
taking place due to the heat conduction mechanism, whereas the outer parts, the
heat sinks and the open surfaces, transfer heat to the surrounding uid, air, by
means of convection and radiation mechanisms. Therefore, the thermal resistances
illustrated in Fig. 5.6 are composed of conduction thermal resistances, as well as the
convection and radiation ones. These thermal resistances are here calculated with
respect to the transformer design sketch shown in Fig. 5.4.
The equivalent thermal resistance created by conduction through a solid material








where hcond is the conduction heat transfer coecient, kcond is the thermal conduc-
tivity of the material, lcond and Acond are, respectively, the length and cross section
of the material. Using (5.52), the thermal resistance of the middle core limb in the





where kcc is the thermal conductivity of the core material. Similarly, the thermal
resistances of the isolation distance, LV and HV polymeric heat conducting material











4kpoldcf (2diso + 2W1 + 2dcf + 2A+ dc1)
(5.56)
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where kpol is the thermal conductivity of the thermally-conductive polymeric
material, one of the heat management strategies for this design. The main func-
tionality of the polymeric plates is to conduct the heat along the z axis towards the
heat-sinks; however, they also contribute in radial heat conduction between the LV
windings and the magnetic core middle limb as well as the heat conduction between







2kpolhw (4G+ 2A+ dc1)
: (5.58)
The interfaces between polymeric plates and the heat-sinks are lled by the high
thermal conductivity paste. The corresponding thermal resistances, Rthhs;LV and
Rthhs;HV , can be analytically calculated, similar to other thermal resistances. Nev-
ertheless, due to the very thin layers of thermal interface, those thermal resistances
become relatively small. Therefore, in this chapter, the conservative xed values in
the order of 0.01 K
W
will be considered instead of the analytical expressions. This
also applies on the interface between the core yokes and heat-sink corresponding to
the thermal resistance, Rthhs;cy .
Apart from the conduction heat transfer which was the governing mechanism in-
side the transformer, the transferred heat is dissipated from the open surfaces of the
component by means of convection and radiation heat transfer mechanisms. There
are three dierent open surfaces in the current design, heat-sinks, open surfaces
of the HV windings and the open surfaces of the core side limbs. The equivalent
thermal resistance of the heat-sink, Rthhs;am , can be extracted from the data-sheet
with respect to its geometrical characteristics. This thermal resistance can be sig-
nicantly reduced in the case of force cooling.
The equivalent thermal resistance between the HV winding open surfaces and
the air, RthHV;am , as well as the thermal resistance between the core limbs and the
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where Aconv and Arad are, respectively, the convective and radiating area of the heat
dissipating surfaces. Substitution of (5.60) into (5.59) gives the equvalent thermal





which should be independently calculated for the HV winding and core open surfaces.
Accordingly, the total HV surface areas contributing in convection and radiation heat
transfer are calculated, separately, with the assumption that the top and bottom
part of the HV windings do not contribute in the convection mechanism. Similarly,
the surfaces between the corners of the HV windings which radiate to each other
are not considered as the radiation surfaces [56]. Under these assumptions, the
convection and radiation total area for convection and radiation, respectively, in the
HV external surfaces are
AconvHV = H (8G+ 4A+ 2dc1) (5.62)
AradHV = 2H (2G+ 2A+ dc1) (5.63)
Likewise, the convection and radiation total area for convection and radiation,
respectively, for the core side limbs can be calculated as
Aconvcy = 2ncH (2A+B) (5.64)
Aradcy = 2H (2A+ ncB) : (5.65)
Apart from the convection and radiation surface areas, the convection and ra-
diation heat transfer coecients also needs to be determined in order to calculate
the equivalent thermal resistances in (5.60). The radiation heat transfer coecient,
hrad, can be calculated by
hrad =
" (T 4s   T 4a )
Ts   Ta (5.66)
where " is the emissivity of the radiating surface,  is the Stefan-Boltzmann constant,
 = 5:67  10 8 W
m2:K4
, Ts and Ta are the temperature of the surface and ambient
temperature, in the same order [56].
The convection heat transfer coecient, hconv, is probably the most uncertain
coecient in any magnetic design requiring a reliable thermal evaluation since it
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depends on physical dimensions and orientation of the object, type of the uid,
density, velocity and several other parameters which are not often possible to be
reliably determined. One of the accurate presentations of the convection coecient
is reported in [56] in which the convection heat transfer coecient is proportional





where k is the thermal conductivity of the uid, i.e., air. L is the characteristic
length of the object dened as the total distance passed by the coolant uid as
follows
LconvHV = H + 2G ; Lconvcy = H (5.68)
There are several presentations of Nusselt number, however the one reported
in [56], in addition to its high accuracy, is valid for a wide range of Rayleigh number
as follows
Nu = 0:68 +
0:67Ra1=4
1 + (0:492=Pr)9=16
4=9 for Ra < 109 (5.69)















where g is the gravity, cp is the specic heat capacity,  and  are the kinematic and
dynamic viscosities, respectively. The values of these parameters can be found in
heat transfer textbooks and handbooks for dierent materials at dierent tempera-
tures [56,125]. As a result, the convection heat transfer coecient can be calculated
from















The presented expressions of hconv and hrad in (5.72) and (5.66), together with
their corresponding surface areas and characteristic lengths presented, respectively,
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in (5.62) to (5.65) and (5.68), should be separately applied on (5.60) and (5.61) in
order to nd the equivalent surface thermal resistances.
Identifying the thermal network of the proposed design and calculating its cor-
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where cn is the heat capacity of the node with the temperature, Tn. It can be used
for the transient thermal analysis, however, for the purpose of this study, the steady-
state analysis to nd the nal temperature of each node is sucient. Hence, the
left-hand sides of all the dierential equations will be considered as zero. Therefore,
the matrix representation of the dierential equations in (5.73) is
AT +BU = 0) T =  A 1BU (5.74)
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B =
26666664
1 0 0 0 0 1Rthpol;HVr+RthHV;am
0 1 0 0 0 0
0 0 1 0 0 0
0 0 0 1 0 2Rthcy;am





















































































and the axial and radial equivalent thermal resistance of the polymeric plates are
calculated as
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Table 5.3: Design specication of the prototypes.
Output Power, Pout 50 kW
Low voltage side, VLV 1 kV
High voltage side, VHV 3 kV
Leakage inductance, L 38 and 29 H
Transformer turn ratio, n 3
Isolation level, Viso 6 kV
Switching frequency, f 5 kHz
RthHVz = Rthpol;HVz +Rthhs;HV (5.83)
RthHVr = Rthpol;HVr +RthHV;am (5.84)
RthLVz = Rthpol;LV +Rthhs;LV : (5.85)
Unlike the conduction heat transfer coecient, the convection and radiation heat
transfer coecients are strongly temperature dependent as can be seen in (5.66)
and (5.72). Therefore, the matrix equation in (5.74) should be solved iteratively to
achieve the steady state temperature of each node. The iterations start with the
initial temperature as the ambient temperature for all the nodes and continue with
the updated thermal resistances in each iteration until it yields the steady state
value.
5.4 Down-Scaled Prototype Design and Optimiza-
tion
To validate the proposed design approach, two down-scaled 50 kW, 1 / 3 kV, 5 kHz
medium-frequency transformer prototypes with two dierent core materials, i.e.,
Vitroperm500F and N87, were designed and manufactured. The specication of the
prototypes are tabulated in Table. 5.3. The transformer prototypes are designed to
operate with the voltage and current waveforms shown in Fig. 5.1(b) which are the
typical waveforms of a DAB converter, although, the proposed design methodology
can easily be applied on the other type of modulations with duty cycles, D1 and D2,
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Figure 5.7: Eciency versus power density of feasible nanocrystalline-based transformers
according to the proposed design methodology.
being below 0.5. The isolation level, 6 kV, is considered to account for two times the
voltage of the high voltage side. The desired values of the leakage inductances are
on the basis of maximum 4% and 3% output voltage deviation for the prototypes
with N87 and Vitroperm500F, respectively.
5.4.1 Design and Optimization Results
The proposed design methodology explained in this chapter has been applied on the
prototype specication shown in Table. 5.3. For this purpose, each free parameter,
shown in the forth step in Fig. 5.2, is swept over a wide range resulting in more
than 400000 dierent combination of free parameters. Each unique combination of
free parameters corresponds to a unique transformer geometry based on the design
approach explained in this chapter. The great majority of the considered cases are
discarded since they do not fulll either the thermal requirements or the isolation
distances required to obtain the desired leakage inductance. All the dimensional and
electrical data of the remaining passed transformers are then saved, step 8 in Fig. 5.2,
and will be used to form the Pareto-front optimization curve and consequently to
choose the optimum point.
The optimization outcome showing the eciencies and power densities of the
nanocrystalline-based transformers corresponding to the accepted sets of free pa-
rameters illustrated in Fig. 5.7 in which each colored star represents a distinct
transformer which meets all the design requirements and its color indicates the
corresponding temperature rise of that particular transformer. The eect of the
maximum allowed current density, Jmax, and the number of primary layers, m1, as
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Figure 5.8: Eciency versus power density of feasible ferrite-based transformers according
to the proposed design methodology.
two of the optimization free parameters are illustrated in Fig. 5.7. It can be seen
that the achieved power densities increases by allowing higher current densities and
number of winding layers; however, this is on the expense of higher loss densities
and consequently higher temperature increase as one of the design constraints. The
approximate borders between dierent Jmax and m1 are drawn in Fig. 5.7.
The nanocrystalline-based transformer design is highlighted in Fig. 5.7 with the
large red star. According to the design approach, it is expected to reach a power
density of 15.1 kW=l and the eciency of 99.67%. These quantities will be evaluated
on the manufactured prototype in the next parts of this chapter. The reason that
the highest achievable power density is not selected for manufacturing the prototype,
is that the author had limited selection of magnetic core dimensions, particularly for
the nanocrysstalline prototype, as well as the limited dimensions of rectangular litz
conductors which are available on the market. Similarly, the optimization outcome
and the selected prototype design of the ferrite-based transformers are shown in
Fig. 5.8 in which the selected design, highlighted with a large red star, is expected
to exhibit 99.54% eciency while the power density is about 11.5 kW=l. These
quantities, together with the measured loss breakdown and the leakage inductance
will be experimentally evaluated on the manufactured prototypes in the next parts
of this chapter.
As stated before, two dierent types of magnetic material, i.e., Vitroperm500F
and N87, are used to design and manufacture the prototype transformers. Both
noncrystalline and Ferrite material are suitable for high frequency applications and
it can be of interest to investigate their performance on two transformer prototypes
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Figure 5.9: Built prototypes.
with the same specications. As can be seen in Fig. 5.7 and Fig. 5.8, Vitrop-
erm500F demonstrates higher eciencies for the same power density which can be
explained by the lower specic losses of Vitroperm500F compared to N87. Further-
more, Fig. 5.7 and Fig. 5.8 show that Vitroperm500F based designs at 5 kHz can
achieve substantially higher power densities of up to about 23 kW=l with maximum
70C temperature increase compared to the one of about 13 kW=l for N87. This
also can be explained by the relatively higher saturation level of Vitroperm500F
compared to the one with N87 ferrite core. It is worth to mention that the high
isolation requirements of the case study transformer, 6 kV isolation for a 3/6 kV
transformer, together with the desired leakage inductance as two of the design in-
puts, play an important role in determining the power density of the nal optimum
design.
5.4.2 Built Prototypes
The nally built nanocrystalline and ferrite-based transformer prototypes are pre-
sented in Fig. 5.9 in which the relatively smaller volume of the nanocrystalline-based
prototype, the left one, is clear. The geometrical and electrical parameters of the
built prototypes are shown in Table. 5.4. The ferrite transformer design consists
of 5 core stacks, i.e., ten pairs of U-core, of U 93/76/30 N87 material. Whereas,
4 pairs of W160 U-core, i.e., two core stacks, of Vitroperm500F are used to man-
ufacture the nanocrystalline-transformer prototype. The HV rectangular litz wire
comprises of 180 strands with a thickness of 0.2 mm for both prototype designs.
The LV side litz wire comprises of 540 strands of the same diameter, however, due
to lack of availability, the author utilized three parallel litz wires of the same type
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as in the HV side to make the required copper cross-section of the LV side. The
winding strategy is wave-type and both the LV and HV litz conductors are tightly
placed into the polymeric compartments, CoolPoly D5108 [118], with the dielectric
strength of 29 kV=mm that provide enough clearance distances from the core sur-
faces. The thickness of these compartments are 2 mm and 4 mm for the ferrite-based
and nanocrystalline-based transformers, respectively. In addition to the dielectric
performances of CoolPoly D5108, due to its relatively high thermal conductivity,
10 W=mK, it can contribute in the heat conduction towards the heat sinks as ex-
plained in the thermal management part. The inter-layer distances, dins, between
two consecutive layers of the LV and HV windings are, respectively, isolated with
one and two layers of a 0.19 mm thermally conductive adhesive tape, 3M 8940 [126],
with the typical dielectric strength of 55 kV=mm and thermal conductivity of 0.9
W=mK.
The isolation distance between the LV and HV windings, diso, comprises of 4
mm of molded CoolPoly and 5.6 mm of air distance for the ferrite-based prototype
which is tuned to obtain the required leakage inductance which is one of the design
specications. This distance is 21.5 mm, i.e., 8 mm of CoolPoly and 13.5 mm of
air distance, for the nanocrystalline-based prototype. The isolation distance, diso,
was initially considered to be entirely lled with the thermally conductive polymer,
CoolPoly, however, because of the practical diculty of molding thick plates of
CoolPoly, it was inevitable to consider the air distance between the windings in these
transformer prototypes. It should be noted that the aforementioned thicknesses
of the CoolPoly plates are the dedicated thermally conductive plates which are
connected to the heat sinks on the top and bottom of the prototypes. Fig. 5.6
bottom-right, shows the manufactured coil former with the projected polymeric
plates, built for the nanocrystalline-based prototype.
The prototypes dimensional and electrical characteristics of the nanocrystalline
and ferrite-based designs are tabulated in Table. 5.4 for the selected design points
highlighted in Fig. 5.7 and Fig. 5.8, respectively. Whereas, the second and forth
columns of Table. 5.4 shows the actual dimensions of the built prototypes, as well as
the calculated electrical performances based on the actual dimensions which are not
far from the selected design. The reason for these slight discrepancy is that, as men-
tioned before, the author had a limited selection of magnetic cores and rectangular
litz conductor dimensions. As an example, the lateral sides of the Vitroperm500F
cores, B, is 28.6 mm for the selected optimized design, red star in Fig. 5.7, whereas
the actual value of B in Vitroperm500F cut-core used in the prototype is 30 mm
which fortunately is in an acceptable range. Nevertheless, these discrepancies are
expected to slightly alter the power losses and electrical characteristics of the pro-
totypes. For this reason, these characteristics are analytically re-evaluated for the
actual dimensions of the built prototypes, as tabulated in the second and forth
columns of Table. 5.4 for the nano and ferrite-based transformers, respectively.











































































































































































































































































































































































































Figure 5.10: Core loss measurement setup.
After design and assembly of the prototypes, it is important to verify the design
parameters and losses, e.g., eciency, core losses, winding losses, leakage inductance
and power density. Therefore, extensive experimental verications have been carried
out to measure the mentioned losses.
5.5 Experimental Verication
The prototypes were exposed to extensive open and short circuit measurements
for core and winding loss evaluations, respectively. The total expected losses of
the nanocrystalline-based transformer was 166.1 W with the expected eciency
of 99.67%. The measurement results indicated a power loss of 176.1 W with the
corresponding eciency of 99.66%. The ferrite-based transformer was expected to
have the eciency of 99.52% with 241.5 W power losses. The experimental results
showed 99.48% eciency with the total power losses of 259.8 W. In order to measure
the core losses, the actual waveform of the transformer has been applied on the LV
side of the prototype under the test while the HV side was open. The measured
leakage inductance of the nanocrystalline-based transformer is 29.9 H which is
only 3% higher than the intended design value, i.e, 29 H. In the case of ferrite-
based transformer, the design target of the leakage inductance was 38 H while the
measurement showed 40 H which is a 5% deviation from the initial target. The
measurement results are further explained in the following sections.
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Magnetic flux density [T]


















Figure 5.11: Measured core losses of the transformer protototypes at 5 kHz and 25C.
5.5.1 Core Losses Verication
The two wire method is selected to measure the B-H loop and consequently the core
losses of the transformer prototypes. The schematic of the measurement setup is
illustrated in Fig. 5.10 in which one of the transformer prototypes is used as the step-
up transformer for the transformer under the test, DUT, since the nominal excitation
voltage of the designed prototypes, i.e., 1000 V, is higher than the maximum voltage
of the utilized power supply. This method is known for its accuracy since the winding
losses are excluded. Moreover, the method is known for its quickness compared to
colorimetric measurement method [91, 113]. However, at very high frequencies, the
phase discrepancy can potentially aect the measurement accuracy [127].
In this method, the LV side of the transformer under the test is excited with a
square waveform at the nominal LV voltage while the HV side of the transformer is






where i1(t) is the LV side instantaneous current measured with an Aim I-prober 520
and le is the mean magnetic path length of the core. The magnetic induction of the







where Ac is the core cross-section and kc is the magnetic core stacking factor. The
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Figure 5.12: Open circuit voltages and current waveforms used for the core loss measure-
ments at 5 kHz.
induced voltage, v2(t), is measured with a TESTEC high voltage dierential probe.
The square-waveform excitation voltage is applied on the LV side of the transformer
by a California Instrument 4500LX AC power supply. This voltage is magnied by
one of the prototype transformers to achieve 1 kV square-waveform at 5 kHz for the
prototype under the test. The measured current and voltage are then saved with a
PicoScope 6000 series and nally, the data are post-processed by MATLAB program
to calculate the corresponding core losses.
Utilizing the above measurement setup, the core losses of the nanocrystalline-
based transformer were measured as 114.9 W at 5 kHz and at 1 kV excitation
level. This value reached to 171.4 W for the ferrite-based transformer at the same
excitation level. These values can be seen in Fig. 5.11 in which the measured core
losses of both transformer prototypes at dierent induction levels are illustrated.
The measurements were performed at 5 kHz, room temperature of about 25C and
with dierent excitation voltages corresponding to dierent induction levels. As an
example, the excitation voltage, the induced secondary voltage and the magnetizing
current of the nanocrystalline-based transformer at 5 kHz, 0.93 T in open-circuit
measurement are illustrated in Fig. 5.12.
Using the modied IGSE expression, introduced in Chapter 4, the expected core
losses of the nanocrystalline-based and ferrite-based transformers at operating point
are calculated as 119.7 W and 165.8 W, respectively.
It should be noted that all measurements were performed at 25C, while the
core temperature of the prototypes at steady-state are expected to be about 85C
at center-limbs and about 70C on the side-limbs. According to the datasheet,
the specic core losses of Vitroperm500 is almost temperature-independent and its
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Figure 5.13: Measured P-B curves of Vitroperm500F cores, used to build the prototype,
at 5 kHz and 25C.
saturation ux density decreases by only few percent in the temperature range from
 40C to 150C. Whereas in ferrite cores, the saturation ux density and specic
core losses can decline up to 40%, depending on the material type [99]. Therefore,
the measured and calculated core losses of the ferrite-based transformer can be scaled
down to, respectively, 119.9 W and 116 W based on the temperature prole in N87
ferrite datasheet [116].
5.5.1.1 Cut-Core Eects
It should be noted that the calculated core losses, mentioned in the previous section,
are based on the measured Steinmetz coecients extracted from the P-B curves
shown in Fig. 5.13. To measure the P-B curves of the Vitroperm500F cut-cores, each
of the four core pairs were exposed to sinusoidal waveform at dierent frequencies
and magnitudes. Fig. 5.13 illustrates the P-B curves of four cut-cores at 5 kHz.
It is found that dierent nanocrystalline cut-cores demonstrate dierent magnetic
characteristics, in particular there is about 40% dierence in core losses between
the best and the worst set of cut-cores used to build the transformer prototype.
This discrepancy can be attributed to dierent surface qualities of the cut-cores,
which probably caused by dierent machining during cutting and impregnation of
the cores. This dierence in surface quality can be clearly seen in thermal photos of
two of the cut-cores shown in Fig. 5.13.












Figure 5.14: Windings loss measurement setup.
Although it seems almost impossible to model all the cut-core eects, it is impor-
tant to consider the extra losses due to the cut-cores in practical design. Therefore,
it was important to characterize the cut-cores separately.
5.5.2 Winding Losses Verication
In order to measure the copper losses, the LV-side of the prototypes are short-
circuited while the HV-side is excited with the nominal current. In this way, the
eect of the core is excluded, to a great extent, since the induction level is low. The
measurement setup can be seen in Fig. 5.14 in which the transformer is excited by the
California Instrument 4500LX AC power supply and the power losses is measured
by a high-precision power analyzer, Yokogawa WT1800.
A RMS current of 15 A at 5 kHz applied on the HV-side of the prototype
transformers and the power losses were measured by the power analyzer. Although
the actual current comprises of dierent harmonics, the total windings losses can be
evaluated by using the linearity of the system. Fig. 5.15 shows the HV-side current
harmonics content of the nanocrysstaline-based transformer which is calculated by
the expression presented in (5.42). Using this approach, the total measured copper
losses of the nanocrystalline-based transformer is evaluated as 54.4 W and 88.4 W
for the nanocrystalline and ferrite-based transformers, respectively. The expected
copper losses of the prototypes, presented in Table. 5.4, were calculated as 46.4 W
and 80.1 W in the same order which are, respectively, 17% and 10% lower than the
measured values. The dierence between expected and measured results may be due
to the un-transposed litz conductors on the LV-sides of the prototypes. This was
because of the limited available rectangular litz conductors which made the author
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Figure 5.15: Current harmonics content at 5 kHz, L=29.5 H and '= 0.047 rad.
to use three narrower litz conductor in parallel. This is obviously dierent from a
standard litz conductor in which all the strands are transposed uniformly.
5.5.3 Leakage Inductance Verication
Using the network analyzer Bode 100, the impedance of the prototype transformers
have been measured from the primary side while the secondary is shorted. The
measurement setup is the same as the one shown in Fig. 3.7 in Chapter 3.
Fig. 5.16 demonstrates the measured leakage inductance of the prototype trans-
formers up to 20 kHz. The measured leakage inductance of the nanocrystalline-based
transformer at 5 kHz is 29.9 H which is only 3% higher than the intended design
value, i.e, 29 H. In case of the ferrite-based transformer, the design target of the
leakage inductance at 5 kHz was 38 H while the measurement shows 40 H which
is a 5% deviation from the initial target.
It should be noted that shorting the secondary winding and measuring the induc-
tance from the primary side gives the equivalent inductance referred to the primary
side. This equivalent inductance comprises of both leakage inductance and mag-
netizing inductance of the transformer, however, magnetizing inductance is usually
much larger than the leakage inductance and therefore it can be neglected in the cir-
cuit. However, measuring at frequencies below 10 Hz, this assumption is not valid,
resulting in higher inductance as can be seen in Fig. 5.16.
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Table 5.5: Measured characteristics of the prototypes versus the design targets.
Nanocrystalline Design Ferrite Design
Parameter Calculated Measured Calculated Measured
Core Losses [W ] 119.7 114.9 116 119.9
Winding Losses [W ] 46.4 54.4 80.1 88.4
Leakage Inductance, L [H] 29.1 29.9 37.6 40
Total Power Losses [W ] 166.1 169.3 196.1 208.3








































Figure 5.16: Measured leakage inductances of the prototypes.
5.6 Conclusions
This chapter presented a design and optimization method for medium-frequency
transformers in SST applications. Tuned value of the leakage inductance, high iso-
lation requirements, applicability of the square-type litz conductors and nanocrys-
talline magnetic material are dierent design aspects addressed in the proposed
approach. Utilizing the proposed design method, two down-scaled prototype trans-
formers have been design and manufactured. The nanocrystalline-based prototype
reached an eciency of 99.66%, whereas the ferrite-based transformer showed a mea-
sured eciency of 99.58%, which are almost the same as the theoretically predicted
one. Moreover, the targeted leakage inductance were proved to be carefully imple-
mented in the transformer prototypes. The summary of the measured characteristics
of the prototype transformers are tabulated in Table. 5.5.
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Chapter 6
High-Power Isolated DC-DC
Converter in All-DC Oshore
Wind Farms
This chapter is based on the following articles:
[I] Bahmani, M.A.; Thiringer, T.; Rabiei, A.; Abdulahovic, T., \Comparative
Study of a Multi-MW High Power Density DC Transformer with an Optimized
High Frequency Magnetics in All-DC Oshore Wind Farm" To be Appeared
in IEEE Transactions on Power Delivery, 2016.
[II] Bahmani, M.A.; Thiringer, T.; Kharezy, M., \Design methodology and op-
timization of a medium-frequency transformer for high power DC-DC appli-
cations," in Applied Power Electronics Conference and Exposition (APEC),
2015 IEEE, pp.2532-2539, March 2015.
In this chapter, the design of a 1/30 kV, 10 MW modular isolated DC-DC con-
verter is presented. The design and optimization of a medium-frequency transformer
as the key part of such a converter is addressed. Eciency curves for dierent
semiconductor choices and frequencies are presented in order to nd an optimum
frequency enabling an adequate transformer volume reduction with a suitable com-
promise with the converter eciency. It was found that for this voltage level and
size, it is no point to go above 6 kHz from the transformer perspective since the iso-
lation requirement leads to that the size is not reduced much more for even higher
frequencies. At 5 kHz, the eciency of the transformer having a nanocrystalline
core reached 99.7% while the power density was about 22 kW/l. For the whole
DC-DC converter, an eciency of 98.5% was reached at 5 kHz switching frequency
using SiC MOSFETs as switching elements while the eciency when using IGBTs
reached 97.2% at the same frequency.
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6.1 Introduction
The power rating of future oshore wind parks is expected to reach a multi GW
range which might require new installation of oshore wind parks far from the coast.
These distances are today reaching such lengths that high voltage DC transmissions
(HVDC) are starting to be used due to the AC cable transmission length limitations
[27]. However, for these rst cases with HVDC transmissions, the collection radials
are still in AC causing higher power losses, particularly where the distance between
the HVDC platform and turbines are likely to be increased. Accordingly, a qualied
guess is that in the future, DC could be used here as well [29, 30].
This, among other factors, leads to an increasing attention towards all-DC o-
shore wind parks in which both the collection grid and transmission stage are DC
based. Such a wind park topology, as shown in Fig. 6.1 (a), is based on high power
isolated DC-DC converters, often referred to as the solid state transformer [12] or
even the DC transformer [6]. Utilizing high frequency, Fig. 6.1 (c), the weight and
volume of the medium-frequency transformer within such a converter becomes sub-
stantially smaller, which is a key advantage in any weight and volume restricted
application, and denitely in an oshore application in which the wind turbine con-
struction and installation cost will be reduced by utilizing the lower weight and
volume of a medium-frequency transformer. Apart from the voltage adaptation,
this transformer should account for the relatively high isolation level dictated by
the wind-park voltage levels.
In order to obtain another voltage scalability factor for the high voltage DC
voltage and more importantly, because of the power rating limitations of modern
semiconductor devices, a modular concept enabling parallel connection on the input
low voltage side and series connection on the high voltage side (PISO) as shown in
Fig. 6.1 (b), will most likely be considered [31]. The benet of using this concept is
investigated in a recent contribution by Engel [32] in which the modular multilevel
dc converter (M2DC) is compared with the modular concepts based on dual active
bridge converters as the building blocks. There, it was shown that the M2DC is
not suitable for high voltage ratios in HVDC and MVDC grids, mainly because of
the circulating current and consequently lower eciency compared to the modular
DAB based converter. Moreover, M2DC converter requires a substantially higher
number of semiconductors which are highly cost contributive elements in the total
cost of the converter. It is worth to point out that the high/medium-frequency
transformer of each single module must withstand the total voltage over the output
series connected modules, MVDC voltage.
Lee in [128] provided a systematic comparison of high power semiconductor de-
vices in a 5 MW PMSG wind turbine while Barrera-Cardenas in [129] and [130] pre-
sented, respectively, the eciency comparison of two converter topologies based on
the single phase transformer and a comparison of a single phase vs a three-phase high
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Table 6.1: Design Specication of the Converter
Converter Power, Ptur 10 MW
Voltage level, VLV DC=VMVDC 1 kV / 30 kV
Number of modules, 15
Module output Power, Pout 666 kW
Module LV side voltage, VLV 1 kV
Module HV side voltage, VHV 2 kV
Module leakage inductance, L 3.49 H
Transformer turn ratio, n 2
Isolation level, Viso 60 kV
Switching frequency, f 5 kHz
frequency AC link. Moreover, Qin in [131] investigated the eciency evaluation of
four candidate solid-state transformer topologies addressing the medium-frequency
transformer performance. Similar approaches have been reported in [132, 133] with
more emphasis on all-DC oshore wind park concept. However, although consid-
erable research has been devoted to the eciency evaluation of dierent converter
topologies with various semiconductor types and arrangements, rather less attention
has been paid to the design and characterization of the medium-frequency trans-
former.
In the light of this scenario, it is necessary to incorporate the medium-frequency
high power design and optimized methodology while investigating the energy e-
ciency of such a converter with dierent switching frequencies and semiconductor
devices. Accordingly, the purpose of this chapter is to investigate the eect of higher
switching frequencies for a 1/2 kV, 666 kW module of a 1/30 kV, 10 MW turbine-
mounted converter with an appropriate medium-frequency transformer design and
optimization methodology in which the high isolation requirements, desired leakage
inductance, skin and proximity eect and extra magnetic core losses has been taken
into consideration. Moreover an objective is to investigate the consequence of us-
ing SiC MOSFETs instead of ordinary IGBTs by using analytical expressions for
switches and diode currents and voltages based on the ideal operating waveforms.
In addition, a target is to nd an optimum operating frequency in which the volume
of the transformer is considerably reduced while the eciency requirements are not
violated.
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6.2 Design and Optimization Approach
In order to perform a comparative study based on the optimized medium-frequency
transformer design, three dierent types of losses should be evaluated: semiconduc-
tor conduction and switching losses as well as medium-frequency transformer losses
comprising magnetic core losses, windings and dielectric losses. In contrast to most
of the proposed design methodologies for medium-frequency transformers [19], the
design and optimization methodology utilized in this chapter [73] stands for the in-
corporated leakage inductance of the transformer and its corresponding phase shift
within the dual active bridge topology (DAB). Moreover, the isolation requirements
introduced by the medium voltage DC link is considered as one of the design inputs
in order to make this design suitable for high-power medium frequency o-shore
dc-dc converters.
6.2.1 System Specications
A 10 MW, 1/30 kV turbine based isolated DC-DC converter has been considered
as a case study in this chapter. Similar to the conguration presented in Fig. 6.1
(b), this converter can be considered as 15 modules connected in parallel at the low
voltage side (generator side) and in series at the high voltage side (MVDC link).
The specication of each module are tabulated in Table. 6.1. For safety reasons, it
is assumed that each module should withstand twice the total MVDC voltage of 30
kV. Accordingly, the isolation level of each module is considered to be 60 kV. The
designated value of the leakage inductance ensures soft switching of the converter
with a maximum 5% output voltage deviation.
6.2.2 Converter Topology
In contrast to medium power DC-DC converters (5 to 100 kW) which have been
essentially investigated for automotive and traction applications, the megawatt and
medium voltage range isolated converters with several kilohertz isolation stage are
still in an expansive research phase, resulting in both resonant and non-resonant
topologies being of interest.
In principle, there are mainly three types of converters which are suitable for
high power applications. These converters are the series-resonant converter (SRC),
dual-active bridge (DAB) and dual-half bridge (DHB) [134]. The limitations of
the conventional full-bridge converters (FBC) at higher frequency and power levels
resulted in the appearance of resonant type converters [135, 136]. One of the reso-
nant converters which is most cited in literature for high power applications is the
SRC converter which provides a comprehensive soft switching in the primary and
secondary sides of the converter by utilizing a series resonant tank comprising of a
capacitor in series with an inductor. However, the main drawback of this topology











































































Figure 6.1: (a) Sample conguration of an all-DC oshore wind park with high power
isolated DC-DC converter. (b) Parallel input, series output modular conguration of the
isolated DAB DC-DC converter. (c) Schematic of a DAB converter.
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is the need for a high voltage and high current resonant capacitor as well as a large
resonant inductor [134].
Among non-resonant converters, the single active bridge (SAB) with phase-shift
modulation can be one of the alternative topologies. The SAB is in fact the soft-
switching enabled version of the classic non-resonant FBC converters in which ZVS
can be achieved by means of a proper phase-shift modulation under certain con-
ditions. Apart from the SAB, there has been a growing interest in utilizing DAB
converters in high power applications, mainly because of the easy control capability
and the relatively extended region of soft switching, zero-voltage switching (ZVS) at
turn-on, without snubber circuits [2] compared with the single active bridge counter-
part which has a smaller ZVS region as well as the disadvantage of hard switching in
output diodes [137]. Both topologies can benet from the integration of a resonant
inductor into the medium-frequency transformer as leakage inductance. Accordingly,
the desired value of the leakage inductance, which performs as the resonant inductor,
can be considered as one of the design requirements of the medium-frequency trans-
former [122]. Therefore, the energy stored in the leakage inductance is interchanged
with the snubber capacitors, resulting in soft-switching at turn-o and consequently
achieving higher eciencies. It should be noted that this chapter has been primarily
concerned with the design and implementation of the medium-frequency transformer
in high power applications. Therefore, the eects of snubber capacitors in switching
loss reduction are neglected, thus, the total eciencies calculated in this chapter
can be further improved by implementing the proper snubber capacitors resonating
with the leakage inductance of the medium-frequency transformer.
The simpler version of a DAB converter is the DHB converter which benets
from a lower number of devices, however it results in higher circulating reactive
power and consequently higher current through the transformer compared to the
one with the DAB topology. As a result, for the purpose of this chapter, the DAB
converter with the standard phase shift modulation has been chosen as the main
topology of the converter's building blocks.
6.2.2.1 DAB Operation
The equivalent circuit of a DAB converter is shown in Fig. 6.1 (c), in which two
square voltage waveforms on the two sides of the medium-frequency transformer
have been shifted by controlling the input and output bridges. This applies full
voltage on the inductance, L, which is used to shape the current as a power transfer
element . In order to achieve ZVS at turn on, the phase shift between the bridges,




























































Figure 6.2: Steady state voltage and current waveforms of a DAB converter with simple
phase shift modulation, (a) high/medium-frequency transformer. (b) Inverting side. (c)
Rectifying side.
where VDC1 and VDC2 are the input and output DC voltages of each module shown
in Fig. 6.1 (c), respectively; min is the minimum required phase shift between the
primary and secondary voltage of the medium-frequency transformer highlighted as









for d < 1
(6.2)
where d is the DC transformation ratio which can be considered for the worst case
output voltage deviation, i.e, 5% for the purpose of this study.
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This inductance, as shown in Fig. 6.1 (c), can be seen as an integrated leak-
age inductance, L, in the medium-frequency transformer, so that the number and
size of components can be reduced, hence achieving higher power densities [73]. It
would thus be of great importance to accurately evaluate and implement the leak-
age inductance of such a transformer in the design stage since an insucient leakage
inductance leads to a shift in soft switching which can adversely aect the converter
eciency. Likewise, higher values of leakage inductance is not desired, because it
causes an unnecessary reactive power circulation within the converter which eventu-
ally decreases the eciency and output active power of the converter. Nevertheless,
this can expand the soft-switching region to some extent.
The steady state transformer voltage and current waveforms of a DAB converter
with simple phase shift modulation are shown in Fig. 6.2 (a). There are six distinct
states of switches and diodes conduction as shown in Fig. 6.2 (b) and (c). It is worth
to point out that in order to have soft switching at turn on, the anti-parallel diode
of each switch should start conducting prior to the turn on moment of a transistor.
This attribute is clearly demonstrated in Fig. 6.2 (b) and (c) when the voltage over
each switch is zero prior to turn on, whereas the turn o process is not necessarily
soft.
On the basis of constant input and output DC voltages, one can derive the
analytical expression of the transformer current which linearly changes through the
leakage inductance of the medium-frequency transformer. Between the time instance
of zero and t1, current zero crossing instance, the transformer current owing through
the diodes D1 and D4 can be written as









At the time instance t1, corresponding to the phase angle 1, switches T1 and
T4 turn on in ZVS since their anti-parallel diodes were conducting prior to the turn
on instance. Until the time instant t, corresponding to the applied phase shift





(   1) (6.5)
while from the time instance t until
Ts
2
, it can be calculated as
i() = i() +
Z2
w
(   ) (6.6)






These waveforms will later in this chapter be used as the excitation currents
within the transformer design and optimization process as well as to identify the
instantaneous current at turn-o in order to accurately calculate the switching losses.
The average and RMS value of the currents through all switches, diodes and the
medium-frequency transformer are the analytically calculated and used for power
losses calculations in the design stage. The RMS value of the transformer current,







1   421   21+ 22
6
(6.8)
where 1 can be calculated by
1 =
 + 2d  d
2 (1 + d)
: (6.9)
In order to analytically evaluate the conduction and switching losses of the con-
verter module, the average and RMS current value owing through each switch and
diode needs to be dened. As a result, the average current values conducting trough








(21   21+ 1): (6.11)
Moreover, the RMS values of currents conducting trough the LV diodes and












(   21)(  1) + 21(   1)
6
: (6.13)
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The semiconductor conduction losses is due to the forward voltage drop, VF (t),
during the conducting period and can approximately be estimated by a constant
voltage drop, VF0, and a resistance, RS, as
VF (t) = VF0 +RSIS(t) (6.18)
where VF0 and RS depend on the forward characteristics of the switching semicon-
ductor which can be found from the datasheets. Conduction power loss can therefore





(VF (t)IS(t))dt = VF0IS(avg) +RSI
2
S(rms): (6.19)
When semiconductors turn on or o, there is a very short amount of time that
both current and voltage are present over the semiconductor. It generates an energy
loss every time the semiconductor turns on (Eon) or turns o (E

off ). This energy
depends on physical characteristics of the semiconductor and the surrounding cir-
cuit properties. It can be either obtained from the manufacture through datasheets
(in case of IGBTs and some MOSFETs) or estimated using the dynamic physi-
cal characteristics of the semiconductor (certain MOSFETs). In either case, the
switching energy is only valid under the condition the calculation or measurement
is performed, i.e, the voltage across the switch, V S , and current through the switch,
IS. However, the switching losses (Eon and Eoff ) can be scaled for other voltages



















Pswitching = f(Eon + Eoff ) (6.22)
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Table 6.2: Power Semiconductor Parameters.
Device SiC MOSFET IGBT
Manufacturer CREE Inneon
Code CAS300M17BM2 FF225R17ME4
Blocking Voltage 1700V 1700V
IC;nom 225A 225A
VF0[V ] 0 0.8
RS [m
] 16 7.7
Eon [mJ] 13 105





Meas. cond(T j ) 150
C 150C
Meas. cond(V S , I

S) 900V, 300A 900V, 300A
Freewheeling diode Built-in SiC Built-in pn diode
VF0[V ] 0.7 0.8
RS [m
] 5.3 5.8
Erec [mJ] 0 53
where the current and voltage coecients (kI;on, kI;off , kV;on and kV;off ) can be
obtained from the manufactures datasheets. These semiconductor and diodes pa-
rameters are tabulated in Table 6.2 for the semiconductors and diodes considered
in this chapter. It should be noted that in case of using SiC MOSFET, IT1 has a
slightly dierent path than the one shown in Fig. 6.2 (b) and (c) during the reverse
current time period resulting in slightly lower conduction losses on the HV side.
6.3 Optimized Medium-Frequency Power Trans-
former
Taking the high power, high voltage and high-frequency eects into account, there
are several challenges to be addressed since the design technology in this eld is not
mature enough yet. These challenges are basically related to the extra losses as a
result of eddy current in the magnetic core, excess losses in the windings due to
enhanced skin and proximity eects [17] and evaluation of parasitic elements. These
extra losses together with the reduced size of the transformer lead to higher loss
densities requiring a proper optimized design with a suitable thermal management
scheme in order to dissipate the higher power losses from a smaller component.
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6.3.1 Transformer Topology
Generally, there are four dierent single phase transformer construction concepts
in high frequency applications, i.e., coaxial winding transformer (CWT) [141], core
type, shell type, and matrix transformer [121]. The application of CWT concept is
limited to high frequencies and low power ratings, due to their restriction in current
carrying capabilities in the tubular structure [65]. The core type transformer consists
of one magnetic core with two winding portions wound around the core limbs while
the shell type consists of two magnetic cores connected in a way to make a three-
limb transformer and the middle limb is wound by both the primary and secondary
windings as depicted in Fig. 6.3. The last feasible topology is the Matrix transformer
which in fact is the combination of shell and core type transformers and is based on
several parallel magnetic cores with LV windings on the outer legs of the cores and
one central HV winding around the middle legs [121] .
The main advantage of the core type is the possibility of reducing the height of
the transformer by making two parallel low voltage windings on each core limb [142].
However, due to the fact that the magnetic core in this topology is surrounded by
the windings and due to the poor thermal conductivity of the insulation material
within the windings, the magnetic core can suer from the temperature increase,
particularly at high voltage and low current applications. Therefore, the shell type
transformer, in which the windings are surrounded by the magnetic core, seems
to be a better option in high voltage low current applications since it has more
core surfaces [121,143]. The matrix type transformer presents both the advantages
of the core and shell type transformers, because it is in fact a combined solution.
However, it results in higher weight and volume since it consists of separated core
units. Moreover, because of the separated primary and secondary windings, it is
more dicult to tune the leakage inductance compared to the one in the other two
topologies. For these reasons, the shell type topology has been selected to be used
in this design and optimization process explained in this chapter. The author would
like to point out that the proposed design and optimization approach is applicable on
the other two topologies by dening new variables accounting for all the transformer
dimensions. Unfortunately, this would probably results in bulkier transformer design
compared to the shell type transformer used in this chapter.
6.3.2 Transformer Design
Fig. 6.3 shows the front view of the transformer geometry dening all the geometrical
aspects which are used in the optimization process.




























Figure 6.3: Frontal view of the proposed transformer geometry illustrating the thermally
conductive polymer and heat sinks.
6.3.3 Geometry Construction with Foil Conductors
Having the xed and free parameters, the transformer geometry can be dened as






where Vrms is the rms value of the primary voltage, kc is the lling factor of the
core, N1 is the number of primary turns, N1 = m1Nl1, and f is the fundamental








It should be noted that for the phase shift modulation in the DAB converter,
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the value of D is considered as 0.5 and R equals to zero. Moreover, in order to
avoid the core saturation due to unwanted magnetic ux density uctuation, the
maximum induction level, Bm, is considered as 80% of the saturation level of the
selected magnetic core. Hence, considering the geometry structure shown in Fig. 6.3
and considering the number of core stacks, nc, the lateral side of the magnetic core





where A is the frontal side length of each core stack. The required clearances can
be calculated by
dcf = d VLV DC
ksafEins
e ; dcl1;2 = d VMVDC
ksafEins
e ; diso min = d Viso
ksafEins
e (6.26)
where, a safety factor of 30 %, ksaf , is considered for the dielectric strength of
the isolating medium, resulting in dcf = 1 mm, dcl1;2 = 4 mm and diso min = 7 mm
which is the minimum allowed isolation distance between the primary and secondary
windings in order to meet the isolation requirements of 60 kV. However, the actual
value of diso will later be calculated with respect to the desired leakage inductance.
The copper foil heights of the primary and secondary windings are then calcu-
lated as
hb1 = 2dins int1 +
IT1
df1Jmax




where IT1 is the function of the applied phase shift, ', which is the minimum allowed
value ensuring the soft switching and yet having a reasonable amount of reactive
power circulation. Assuming a maximum voltage deviation of 5 % and using (6.2),







1   4t2't1   Tst1t' + Tst2'
3Ts
(6.28)
where t1 and t' can be respectively calculated by
t1 =
 + 2'd  d






As a result, the winding height, hw, the core window height, H, and the primary
windings build are respectively calculated as
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hw = (Nl1 + 1)hb1 +Nl1dt1 (6.31)
W1 = m1 (df1 + 2dins int1) + (m1   1) dins1 (6.32)
H = hw + 2dcl (6.33)














Accordingly, the secondary winding build is calculated from
W2 = m2 (df2 + 2dins int2) + (m2   1) dins2 (6.36)
Hence, the mean length turn of the primary windings, MLT1, which will be later
used for the windings loss calculation is calculated from
MLT1 = 2 (2A+ dc1 + 4dcf + ncB + (nc   1) dc2 + 2W1) (6.37)
6.3.3.1 Isolation Distance
In order to be able to calculate the rest of the geometrical dimensions, i.e, the core
window width, the total length and width of the transformer box and consequently
the total volume of the box, the rst parameter to be determined is the required
isolation distance, diso, fullling the minimum isolation requirements as well as pro-
viding the desired leakage inductance ensuring the ZVS operation of the DC-DC
converter.
For this purpose, the analytical expression in (3.16) derived in Chapter 3, ac-





L1   k1   k2MLT2   k3   k4MLT2 (6.38)
where k1 to k4 are dened as
k1 =MLT1
(m1   1)(2m1   1)
6
dins1 (6.39)
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k2 =









































On the other hand, MLT2 and MLTiso in (6.38) are functions of diso. Therefore,
solving (6.38) for diso gives
diso =
 8k8   k5m1 +
q
(k5m1 + 8k8)
2   16m1 (k7k8   k6)
8m1
(6.43)
where k5 to k8 are dened as
MLTiso = 2 (2A+ dc1 + 4dcf + 4W1 + ncB + (nc   1) dc2 + 2diso)





L1   k1   k3 (6.45)
MLT2 = 2 (2A+ dc1 + 4dcf + 4W1 + ncB + (nc   1) dc2 + 2W2 + 4diso)
= k7 + 8diso
(6.46)
and
k8 = k2 + k4 (6.47)
Thus, the expression in (6.43) gives the required isolation distance providing the
desired leakage inductance as one of the design specication. The obtained value of
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diso must withstand the isolation voltage level, Viso as well. Otherwise the design
is not acceptable and the next calculation with a new set of the free parameters is
initiated.
Having Viso determined, one can uniquely draw the transformer sketch, shown
in Fig. 6.3, with all the geometrical details. Therefore, it is possible to utilize the
loss evaluation methods, in order to calculate the power losses of each transformer
corresponding to each set of free parameters.
6.3.3.2 Core Losses
In order to evaluate the core losses, the modied expression of the improved gen-











where D and R are equal to 0.5 and 0 respectively for the standard phase shift DAB
converter, k,  and  are the Steinmetz coecients of the magnetic material which
can be extracted from the manufacturer's datasheet,  is the core density and Vc, is
the core volume corresponding to the dimensions illustrated in Fig. 6.3. Moreover,






jcos()j 2 d : (6.49)
In addition, the relation between the required core cross-section, Ac, and the










where kc is the lling factor of the core, N1 is the number of transformer primary
turns and f is the fundamental frequency [123].
6.3.3.3 Conductor Losses
To accurately evaluate the winding losses as an essential step in a high power density
magnetic design, the pseudo-empirical method developed in [17] has been utilized.
On the basis of the fact that copper has linear characteristics, the winding losses
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where RDC1 and RDC2 are the DC resistance of the primary and secondary windings
portion, RF1h and RF2h are respectively the AC resistance factor of the primary and
secondary windings portion at the hth harmonic, as well as I1h and I2h , which are
respectively the RMS value of the primary and secondary currents through the
transformer windings for the hth harmonic. It should be noted that the rst 21
harmonics, above which the harmonic content is insignicant, have been considered
in this chapter. Moreover, the transformer current contains only odd harmonics
and all even harmonics are zero. The DC resistance of the primary and secondary








where m1 and m2 are the number of primary and secondary turns, respectively. Nl1
and Nl2, as shown in Fig. 6.3, are the number of turns per layer in the primary
and secondary windings, respectively. In addition,  is the conductivity of the
conductors, here copper,MLT1 andMLT2 are mean length turn of the primary and
secondary windings, respectively. Moreover, df1;2 and hf1;2 are the width and height
of the primary and secondary foil conductors used in this design and optimization
process.
As shown in Fig. 6.2 (a), the transformer voltages and currents are not sinusoidal.
Therefore, AC resistance factors, RF1h and RF2h , should be, separately for each
harmonic content, calculated from the expression derived in [17] as






























where X1 to X5 are ve generic dimensionless parameters which can be used for a
wide range of winding dimensions.
6.3.3.4 Dielectric Losses
In low frequency applications, dielectric losses are often negligible, however when
operating in higher frequencies, this type of loss are also important to be considered
particularly in high power density applications where the design already is pushed
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in which tan() is the dissipation factor of the dielectric material, Cins and Vins
are respectively the capacitance of the dielectric medium and the voltage over it.
It should be pointed out that for simplicity, the magnetic eld within the isolation
distance, diso, coil former distance, dcf , as well as the clearing distances, dcl, is
considered to be uniform.
6.3.3.5 Thermal Management
The combination of two thermal management methods, shown in Fig. 6.3, are imple-
mented in the current design approach. First of all, as in planar transformers, heat
sinks are considered to be placed on the core surfaces in order to increase the eec-
tive surface area resulting in thermal resistance reduction and consequently higher
power dissipation capability of the design. In addition, a complementary thermal
management method has been incorporated placing a thermally conductive material
between the primary windings and the core in order to directly conduct the heat to
the top and bottom part of the transformer where heat sinks are assembled. As a
result, with a negligible increase in transformer total volume, heat can be extracted
from the hot spots deep inside the transformer. As shown in Fig. 6.3, in the current
design methodology, a thermally conductive, electrically dielectric, polymeric mate-
rial, which simultaneously can be considered both as the heat removal medium and
an electrically isolating bobbin, coil former, is used.
In order to set one of the design boundaries, an estimation of the transformer
temperature is needed to be implemented in the optimization process. Having the
outer surface of the magnetic component determined, the maximum power dissipa-
tion capability of each transformer corresponding to each set of free parameters can
be calculated from
Pcore + Pwindings + Pins = Pconv + Prad
= hconvAconv (Ts   Ta) + hradArad (Ts   Ta)
(6.55)
where Pconv and Prad are the heat transfer rates by convection and radiation heat
transfer mechanisms, respectively. Aconv and Arad are the convective and radiating
area, respectively, and Ts and Ta are the temperature of the surface and ambient
temperature, in the same order. Moreover, hrad and hconv are, respectively, the
radiation and convection heat transfer coecients [56].
6.3.4 Transformer Optimization Approach
Fig. 6.4 shows the design owchart of a MFTPT based on foil conductor. Similar
to Chapter 5, in order to obtain the optimum trade-o between the transformer
eciency and the power density, 7 dierent parameters, called free parameters, have
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1 : System Requirements
3 : Isolation & Clearance calculations
5 : Dimension Calculations
6 : Power Losses Calculations








V1 , V2 , n , Pout , Lσ , f , Tmax
Bsat , k , α , β ,
ρcore , kc
2 : Fixed Parameters
Magnetic Core Insulating Material
dins1 , dins2 , dins_int1,
dins_int2 , dt1 , dt2 , dc1 , dc2
Eins , tan(δ ) , εr ,
ksaf
Inter Layer & Core distances
dcf , dcl , diso_min
4 : Free Parameters
nc , A , m1 , Nl1 , df1 , df2 , Jmax
B , Acore , Aw1 , Aw2 , N1 , N2, hw, H , m2 , Nl2 , W1, W2 ,
MLT1 , MLTiso , MLT2 , diso , G , hb1 , hb2 , wb1 , wb2
RF1 , RF2 , Rdc1 , Rdc2 , Pw1, Pw2 , Pw , Vc ,
X1 , X2 , X3 , X4 , X5 , Ps_c , Pc , Pdie, Ptot





Figure 6.4: Design owchart.
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Figure 6.5: Eciency versus Power density of feasible cases study transformers according
to the proposed design methodology with two dierent core materials.
been designated to be swept over a wide range which can be conceivable for a power
transformer. These free parameters are the number of the magnetic core stacks, nc,
the frontal side of the core cross section, A, the number of layers and the number of
turns per layer in the primary windings portion, m1 and Nl1, the eective thickness
of the primary and secondary copper foils, df1 and df2 and nally the maximum
allowed RMS value of the current density through a conductor, Jmax.
Once a set of the free parameters are established, one can determine all the geo-
metrical dimensions of the transformer addressing the required distances to achieve
the desirable leakage inductance, winding and core dimensions and other geometrical
parameters shown in Fig. 6.3.
The next stage is the losses evaluation performed by utilizing the modied em-
pirical methods and FEM derived analytical methods explained in this chapter. On
the other hand the maximum heat dissipation capability of the transformer corre-
sponding to each combination of free parameters are calculated in order to discard
those combinations of free parameters which resulted in unacceptable power losses.
Finally, the optimal set of free parameters resulting in the highest eciency while
meeting the loss dissipation, isolation and leakage inductance requirements are pre-
sented. These steps are described in details in [73].
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Table 6.3: Optimal transformer characteristics for Vitroperm500F.
Volume 30.11 liter
Isolation distance, diso 38 mm
Winding losses 1427 W
Core losses 681 W
Dielectric losses 2.1 W
Total losses 2111.1 W
Eciency 99.68%
Power density 22.11 kW/l
6.3.5 Optimization Results
The proposed design methodology explained in this chapter has been applied on the
transformer specication shown in Table. 6.1. For this purpose, each free parameter
is swept over a wide range of inputs resulting in more than 600000 combinations of
the free parameters corresponding to 600000 unique transformers to be analyzed.
The optimization outcome showing the eciencies and power densities of the trans-
former designs corresponding to the accepted sets of free parameters illustrated in
Fig. 6.5. Therefore, each colored dot represents a distinct transformer which met all
the design requirements and its color indicates the corresponding temperature rise
of that particular transformer.
The design procedure is performed using two dierent core materials, Vitrop-
erm500F and 3C85, both suitable for high-frequency applications. As can be seen in
Fig. 6.5, Vitroperm500F demonstrates higher eciencies for the same power density
which can be explained by the lower specic losses of Vitroperm500F compared to
3C85. Furthermore, Fig. 6.5 shows that Vitroperm500F can achieve substantially
higher power densities of about 22 kW=l with maximum 60C temperature increase
compared to the one of about 12 kW=l for 3C85. This also can be explained by the
relatively higher saturation level of Vitroperm500F compared to the one of 3C85.
It is worth to mention that the high isolation requirements of the transformer, 60
kV isolation for a 1/2 kV transformer, together with the desired leakage inductance
as the design inputs, play an important role in determining the power density of the
nal optimum design. The geometrical and electrical characteristics of one of the
optimized 666 kW transformer on the pareto-front of the Vitroperm500F in Fig. 6.5,
highlighted by the blue star, are summarized in Table. 6.3.
As can be seen in Table. 6.3, using the design methodology proposed in this
chapter, a 666 kW, 1/2 kV transformer operating at 5 kHz can be as compact as
30.11 liters while the eciency is about 99.7% and the maximum temperature rise
considering natural cooling is 60C.
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SiC MOSFET with built−in diode
           CAS300M17BM2
Figure 6.6: Converter power losses breakdown based on SiC MOSFET CAS300M17BM2
at 5 kHz according to the proposed transformer design methodology with T = 60C.
6.4 Losses Breakdown
Considering the introduced converter topology, the DC voltages of each module
and the current rating, the 1700 V SiC MOSFET is considered to be used on the
LV side in which three of those need to be placed in parallel in order to meet the
current requirement of the LV side, whereas on the HV side of the converter, each
switching device consists of 4 such MOSFETs, 2 in parallel and 2 in series in order
to fulll both current and voltage requirements. For the IGBTs case, the number
of semiconductors on the LV and HV side is exactly the same as the case with SiC
MOSFETs since both have the same voltage and current ratings. It should be noted
that the HV side current is mainly conducted by the anti-parallel diodes, not the
switches. This has already been illustrated in Fig. 6.2 in which the conduction period
of each diode and switch is illustrated for IGBTs. Considering the medium-frequency
transformer, the Vitroperm500F noncrystalline magnetic material is chosen because
of higher power densities and lower losses resulting in a more compact design which
is the main reason of increasing the frequency.
Based on the design methodology explained and performed in the previous sec-
tions, the theoretical loss breakdown of the converter, the diodes conduction losses,
MOSFETs conduction losses, MOSFETs turn-o losses at the LV and HV sides as
well as the optimized transformers windings, core and dielectric losses, are shown
in Fig. 6.6. A total eciency of about 98.56% at 5 kHz is achieved for a 666 kW
DAB converter module at the specied voltage levels accounting for the optimized
medium-frequency transformer as highlighted with a blue star in Fig. 6.5. As can be
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seen in Fig. 6.6, the total switching losses on both LV and HV sides are about 12% of
the total losses which can be justied considering the facts that the DAB converter
enables ZVS at turn on as already shown in Fig. 6.2 (b) and (c), alongside with the
relatively low turn o losses of the SiC MOSFETs used on the LV side. Despite
ZVS at turn on, resulting in theoretically zero turn-on losses, turn-o of the DAB
converter with standard phase shift modulation is mainly hard switched as already
highlighted in Fig. 6.2 (b) and (c). Therefore, there is one hard turn-o per switch in
each period that makes it inecient to utilize the power IGBTs at this frequency, 5
kHz, and this power level. Compared to the theoretical calculations, the simulations
yielded lower switching losses due to an ideal interpretation of switching events by
PLECS, where the exponents, i.e., kI;off and kV;off , are not used. In contrast to the
switching losses, the conduction losses of the switches on the LV side and the diodes
on the HV side contributes to the largest portion of the power losses, about 67%,
of the converter. Moreover the optimized medium-frequency transformer stands for
about 21% of the converter losses. These losses are essentially associated with the
copper and core losses as well as an insignicant portion of the dielectric losses that
can hardly be dierentiated at the top of the transformer losses in Fig. 6.6. It should
also be noted that the diodes reverse recovery losses are zero since, as already shown
in Fig. 6.2 (b) and (c), the diodes turn o at ZVS condition.
6.5 Optimum Frequency
In order to investigate the eect of frequency on the possibility of transformer vol-
ume reduction while maintaining an acceptable total converter eciency, the total
power losses of the converter have been calculated at 20 dierent frequencies from
500 Hz until 10 kHz. To do that, all the steps explained in the previous sections
were repeated for each frequency and the power losses and the optimized trans-
former volume, had to be recalculated. All the design requirements comprising the
output power, voltage levels, isolation requirements, 60 kV, and the maximum tem-
perature increase, 70C, are kept constant whereas the frequency and consequently
the required leakage inductance of the transformer reduces inversely by increasing
the frequency as presented in (6.1). Each operating frequency requires a complete
optimization process, investigating hundred of thousands of dierent transformer
geometries. The optimum design at each frequency is then extracted and presented
in Fig. 6.7, Fig. 6.8 and Fig. 6.9 together with the total eciency of the converter.
Fig. 6.7 shows the total power losses of the converter at dierent frequencies,
comprising of the conduction, switching and optimized medium-frequency trans-
former total power losses corresponding to the particular frequency. As can be seen
in Fig. 6.7, the switching losses of the LV and HV sides increases at higher frequen-
cies, whereas the conduction losses does not changes signicantly. It should be noted
that the lower switching losses are at the expense of substantially higher conduction




Figure 6.7: Converter power losses breakdown at dierent frequencies using SiC MOSFET
CAS300M17BM2.
losses which are the dominant power losses using SiC MOSFETs.
On the basis of the power losses presented above, the eciency of the SiC based
converter module compared with the one using the IGBT FF225R17ME4 are shown
in Fig. 6.8 in which the power density of the optimized medium-frequency trans-
former, as the heaviest and bulkiest part of the converter is also presented. As can
be seen in Fig. 6.8, replacing the SiC MOSFETs with IGBTs, the converter e-
ciency substantially decreases by increasing the frequencies. This low eciency, up
to 95.7% at around 10 kHz, can be attributed to the relatively high turn-o losses
of IGBTs. Moreover, the results indicate that there is an optimum frequency at
which the transformer can nearly obtain its minimum dimensions and any further
increase in frequency does not have a considerable eect on the transformer volume
reduction, whereas the DAB converter suers form the enhanced switching losses
at those unnecessary high frequencies. This attribute is clearly demonstrated in
Fig. 6.8 where the power density of the optimum design does not signicantly in-
crease after 6 kHz. In fact, increasing the frequency from 1 to 6 kHz results in a
50% reduction in transformer volume, while the eciency only slightly decreases by
about 0.04% in the SiC MOSFET based converter.
As shown in Fig. 6.9, up to 6 kHz, the portion of the optimum transformers
made of magnetic core, windings and insulation distances continuously decrease,
while the share of insulation material increases until it reaches to about 32% of
the total volume of the optimum design at frequencies above 6 kHz, indicating the
fact that there is a critical frequency above which the transformer does not benet
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50 % Volume Reduction
vs
0.04 % Efficiency drop
V-iso=60 kV
V-iso=100 kV
1 to 6 kHz
Figure 6.8: Eciency comparison between the MOSFET and IGBT based converters
versus power density of the optimized transformer, with 70C temperature increase and
two dierent isolation levels, within the investigated frequency range.
from volume reduction any further. This critical frequency is lower at high voltage
applications where relatively high isolation requirement is needed. This can be
seen in Fig. 6.8 in which the transformer with 100 kV isolation requirement does
not benet from the frequency increase beyond 4 kHz, whereas this frequency is
about 6 kHz for the transformer with an isolation requirement of 60 kV. This can be
explained by the fact that the transformer with higher isolation requirement requires
more isolation distances. The total insulation volume, together with the whole
transformer volume, decreases by increasing the frequency until it reaches to the
minimum amount of insulation volume required to meet the isolation requirements.
6.6 Conclusion
A 666 kW module of a 10 MW, 1/30 kV DC-DC converter with an optimized
medium-frequency transformer was investigated in this chapter. It was found that
the eciency of the transformer can reach 99.7 % using the noncrystalline core
while the power densities can reach up to 22 kW/l. The power semiconductors
used were both 1700 V Si IGBTs as well as 1700 V SiC MOSFETs. The total
eciency for the whole converter reached up to 98.6 and 98 % respectively for a
2 kHz switching frequency. When using very high switching frequencies, the size
goes down as expected. An important nding was, however, that above a certain
frequency, in this case 6 kHz, there is hardly any size reduction when increasing




Figure 6.9: Transformer volume and normalized insulation volume.
kHz, where the transformer reached almost to it's minimum volume, the eciency
when using SiC MOSFETs is still high, 98.5 %, while the IGBT solution lead to an
eciency of 97.2 %.
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Chapter 7
Conclusions and Future Work
7.1 Conclusions
This work proposed a design and optimization methodology of a medium-frequency
power transformer accounting for a tuned leakage inductance of the transformer,
core and windings losses mitigation, thermal management by means of a thermally
conductive polymeric material as well as high isolation requirements. An analyt-
ical expression to accurately calculate leakage inductance, particularly at higher
frequencies was derived. The expression takes into account the eects of high fre-
quency elds inside the conductors as well as the geometrical parameters of the
transformer windings. This expression is validated using FEM simulations as well
as measurements. In addition, a regressive-derived expression has been proposed to
more accurately calculate the AC resistance factor of foil and round type conductors
in switch-mode magnetics. The validity and usage of the expression is experimen-
tally validated. Moreover, extensive validity investigations were performed on the
conventional models comprising of theoretical investigations, simulations and mea-
surements.
Utilizing the proposed design method, two down-scaled prototype transform-
ers, 50 kW / 5 kHz, have been designed and manufactured. The prototypes are
exposed to extensive measurements for core and winding loss evaluations. The
nanocrystalline-based prototype reached an eciency of 99.66%, whereas the ferrite-
based transformer showed a measured eciency of 99.58%, which are almost the
same values as the theoretically predicted ones. The prototypes reached a power
density of 12.2 and 9.7 kW/liter, respectively. Moreover, the targeted value of proto-
type's leakage inductances were achieved through the proposed design method and
were validated by measurements.
Finally, using SiC MOSFETs and based on the contribution above, the eciency
and power density of a 1 / 30 kV, 10 MW turbine-mounted DC-DC converter with
medium-frequency transformer are quantied. It was found that, with respect to
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the isolation requirements, there is a critical operating frequency above which the
transformer does not benet from further volume reduction, due to an increased
frequency.
7.2 Future Work
In principle, a comprehensive evaluation of a high-power isolated DC-DC converter
design is a complex task in which both the power electronic topology and the mag-
netic stage should be optimized simultaneously. In this work, the system require-
ments such as the converter topology, modulation and the number of modules in
a PISO conguration were considered as pre-determined. However, considering the
proposed method as a basis, optimization from a higher level can be an interesting
future study.
During the core-loss measurements, it was found that dierent nanocrystalline
cut-cores demonstrate dierent magnetic characteristics. This discrepancy can be
attributed to dierent surface qualities of the cut-cores, which probably caused by
dierent machining during cutting and impregnation of the cores. Therefore, further
investigation is required to quantify the eects of this phenomenon on the overall
design of the transformers, as well as to identify the origin of this phenomenon.
Parasitic capacitances, i.e. between winding turns, winding layers, winding sec-
tions as well as the stray capacitances, are important design aspects in an MFT.
These parasitic capacitances can become large, so that resonances, with leakage and
magnetizing inductances, occur that could lead to excessive voltage spikes which
eventually stress the insulation systems. Therefore, further investigations account-
ing for more accurate evaluation of parasitic capacitances are required.
One important future work is to identify a proper insulation system which can
handle the medium-frequency high voltage high-rise time waveforms during the full
life length of the unit. This requires an extensive research on dierent insulation
materials at dierent operating conditions.
Further developments can be done by implementing a more detailed thermal
analysis accounting for dierent thermal managements such as forced cooling, oil-
immersed transformer and other heat-dissipation solutions.
When measuring the losses in the transformer prototypes and specically when
characterizing the core-materials at 1 to 5 kHz, it was observed that the noise level of
the MFT at this range of frequency can be problematic, specially for SSTs in future
smart grids. This, together with the reliability-related issues of SSTs, in particular
MFT, are among the main challenges to be faced in order to further promote the
SST technology as an enabling technology for the future.
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